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ABSTRACT 
A heat loop suitable for the study of thermal fouling and its 
relationship to corrosion processes was designed, constructed and 
tested. The design adopted was an improvement over those used by 
such investigators as Hopkins and the Heat Transfer Research Institute 
in that very low levels of fouling could be detected accurately, the 
heat transfer surface could be readily removed for examination and 
the chemistry of the environment could be carefully monitored and 
controlled. In addition, an indirect method of electrical heating of 
the heat transfer surface was employed to eliminate magnetic and 
electric effects which result when direct resistance heating is 
employed to a test section. 
The testing of the loop was done using a 316 stainless steel 
test section and a suspension of ferric oxide and water in an attempt 
to duplicate the results obtained by Hopkins. Two types of thermal 
· fouling resistance versus time curves were obtained . 
(i) Asymptotic type fouling curve, similar to the fouling behav-
iour described by Kern and Seaton and other investigators, was the 
most frequent type of fouling curve obtained. Thermal fouling 
occurred at a steadily decreasing rate before reaching a final 
asymptotic value. 
(ii) If an asymptotically fouled tube was cooled with rapid cir-
· culation for periods up to eight hours at zero heat flux, and heating 
restarted, fouling recommenced at a high linear rate. 
. . 
1 1 
The fouling results obtained were observed to be similar and 
1n agreement with the fouling behaviour reported previously by Hopkins 
and it was possible to duplicate quite closely the previous results . 
This supports the contention of Hopkins that the fouling results 
obtained were due to a crevice corrosion process and not an artifact 
of that heat loop which might have caused electrical and magnetic 
effects influencing the fouling. 
The effects of Reynolds number and heat flux on the asymptotic 
fouling resistance have been determined. A single experiment to study 
the effect of oxygen concentration has been carried out. 
The ferric oxide concentration for most of the fouling trials 
was standardized at 2400 ppM and the range of Reynolds number and 
heat flux for the study was 11000-29500 and 89-121 KW/M2, respectively. 
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CHAPTER 1. 
INTRODUCTION 
1 .l . The Fouling Problem 
It is a well observed phenomena that after a certain period 
of operation the heat transfer surfaces of heat exchangers are 
usually coated with various extraneous materials present in the flow 
system, or the surfaces are corroded as a result of interaction 
between the fluid and the material of construction of the exchanger. 
In either case, this coating manifests itself as an additional 
resistance to heat transmittal, and results in decreased overall heat 
transfer coefficients, reduced performance of the exchanger and 
increased pressure drops. This phenomenon is commonly referred to as 
'fouling'. 
Fouling is costly as exchangers must be overdesigned to 
provide the extra surface and must periodically be cleaned. Extra 
fuel to make up for poor heat transfer may be required to maintain 
temperatures or expensive surfactants may have to be used to keep 
the fouling material dispersed. Operating efficiencies are reduced 
while maintenance costs increase due to fouling. 
The primary variables, generally recognized as affecting the 
fouling build-up are those pertaining to temperature (both surface 
and b u l k ) , fl u i d ve 1 o ·c i ty , s u rf ace mater i a l , f1 ow ge orne try and the 
fouling fluid chemistry [1]. 
1 
The effect of fouling in the design of heat exchangers can 
be better appreciated if one considers the equation 
u = d 1 
+ 
1 
+ 
X. 
1 
k. 
1 
( 1 . 1 ) 
+ 
2 
It is clear from the above equation that the higher the film 
coefficients the greater will be the effect of the fouling resistance 
on the overall coefficient and thereby on the exchanger size. Also 
as the fouling builds up its conductance ~A would decrease and the 
total resistance to the transfer of heat would be increased. 
The usual practice in design is to counteract the effect of 
fouling by providing additional heat transfer area based upon 
empirical fouling factors such as those recommended by TEMA [2]. 
However, as pointed out by a number of workers [3,4] these are only 
very approximate and frequently unreliable. At best they are only an 
estimate based on experience and fail to take into account the unsteady 
state nature of the fouling process [5]. 
Although a number of studies 15-10] have appeared in the 
literature identifying some of the fundamental types of fouling 
mechanisms, systematic research on fouling is limited and still in the 
developing stage. State of the Art (Review) papers by Taborek et al., 
[10] Suitor et al., Ill] Bott [12] and more recently by Epstein Il 3] 
summarize the present status of research on fouling. It is obvi ous. 
from these, that there still ex i sts an urgent need for ~ore information and 
data on fouling in order to improve upon more reliable design methods, 
and to reduce or eliminate it. Taborek et al. [10] stress the need for 
large experimental data sets obtained under systematically varied· 
conditions before any further progress in this field can be made. 
1.2. Literature Survey 
1.2.1. Experimental Apparatus for Study and 
Monitoring of Fouling 
Fouling is known to exhibit several quite different basic 
forms and to be affected by a large number of variables pertaining 
3 
to mode of operation and equipment construction [10]. Consequently, 
research on fouling has been confined w studies with well defined 
and narrow objectives which have tended to aim only at eliminating 
or minimizing specific problems. A wide variety of experimental 
equipment has been used according to the individual requirements of 
each study. A 1 though some v.Jork has been done with process size equip-
ment or nearly full scale apparatus [1,14] in plant conditions, the 
major portion has come from laboratory scale apparatus. The general 
idea has been to pass the fouling fluid over or through a test sec-
tion in which all the parameters suspected of affecting the fouling 
process are controlled. Evidence of the growth of fouling deposit 
with time is noted for a desired set of conditions typical of those 
occurring in process equipment. 
The design of any research equipment for thermal fouling 
studies depends primarily upon whether local or overall values of 
fouling resistance are desired, the flo\v geometry, the type of heating 
employed, and the need for supplementary data [1]. Test section 
design, flow control, method of heating, mode of operation, fouling 
measurement techniques, method of analyzing the fouling deposit, etc., 
4 
shall be reviewed here. 
Test section configurations are commonly based on double pipe 
heat exchangers [11]. The fouling fluid may be either tube side or 
annular and when fluid heating is used may be parallel or counterflow. 
Special flow patterns have been studied by Watkinson et al. [15] using 
tubes of finned and sp1ral indented, and recently by Cooper et al. 
[16J in Plate heat exchangers. Among the more unusual designs is that 
of Banchero and Gordon [17] who developed a helical flow channel in 
a copper cylinder to approximate conditions in evaporators producing 
potable water. Kerst [18] used a 6 mm hairpin shaped tube for inser-
tion in process pipelines to study deposition and corrosion. Freed-
man et a 1 . [ 19] have deve 1 oped an improved method for 1 a bora tory 
testing of recirculating cooling water treatments which allows visual 
and gravimetric determinations of corrosion and heat transfer sur-
faces under typical field conditions . A shell side fouling research 
unit consisting of small tubular exchanger bundle has been designed 
by HTRI for measuring shell side fouling [1 ,20]. OTEC [21] have 
recently developed an unsteady-cooling test unit. Epstein [13] lists 
other apparatus and methods employed for specific fouling studies. 
Heating of test sections has been accomplished using electri-
cal resistance heatinq, indirect electrical heating, vapor condensa-
tion and sensible fluid heating [11]. The merits and demerits of 
each have been discussed by Fischer et al. IlJ. Electrical resist-
ance heating has the advantage of providing a uniformly distributed 
heat flux and the ease by which heat flux or input can be controlled 
and measured. Its limitations, however, are high current require-
ments limiting the materials of construction of test section to those 
5 
of high electrical resistance, and the possibility of current leakage 
which can create instrumentation problems in measurements. Cartridge 
type electric heaters in annular flows have been the most common [11.], 
however another often used approach combines tubeside flow with 
direct resistance heating of the tube wall [3,22]. Direct heating of 
the tube wall has an added disadvantage in that the AC frequency 
could give rise to a magnetic field around the heat transfer metal 
which could influence particle deposition on the wall. Indirect 
electrical heating, on the other hand, has the advantage of being 
convenient to apply although its use is limited to simple geo-
metries [1,11]. Use of sensible heating fluids gives good control, 
but usually is only suitable for low heat fluxes and low temperature 
applications. 
Numerous methods for monitoring deposits have been reported 
in the literature [13], but the most common has been to employ thermal 
sensors imbedded below the fouling surface to monitor the temperature 
differentials between the clean and fouled situations to provide a 
measure of the fouling thermal resistance. This has a definite 
advantage over other methods as it directly provides information on 
dR Rf and _f which can be used to determine the extent of fouling [13]. 
d 8 
Two methods can be used to compute fouling resistances from 
thermal data. Local fouling measurEments are used to compute fouling 
resistances at single localized positions on the fouling surface. 
The se resistances are evaluated from temperature measurements of the 
fouled ·and initial clean condition by 
R = f ( 
T -T w b 
Q/A )fouled 
.T - T b 
( 'Q;A ) initial clean 
( 1 . 2) 
6 
For constant heat flux and constant bulk temperature 
T T (.) R = w (f) - w 1 
f Q/A ( l . 3) 
or simply the r1se in temperature from clean to fouled condition 
divided by the heat flux. 
The second method calculates the degradation of the overall 
heat transfer coefficient over the total surface to yield average 
values of fouling resistance over the entire fouled surface [3]. 
Localized measurements are more advantageous as they correspond to 
values of Rf and dRf at specific fouling surface temperature T , ere w 
fouling deposit surface (deposit fluid interface) temperature T , 
s 
and bulk temperature of the fluid Tb rather than averaged values 
over the entire fouling surface [13]. Other methods of monitoring 
deposits have been ascertaining growth of fouling deposit simply by 
observation through transparent outer shells. Post-test measure-
ments include thickness and weight. X-ray and electron microprobe 
. 
techniques have been employed by Braun et al. [4] . and Hopkins et 
al. [23.] to visually examine and analyze the fouling deposit. These 
indirect methods suffer from a drawback that growth of the fouling 
deposit with time cannot be measured and only fouling tendencies 
can be ascertained. As no time history measurements can be ~ade with 
these methods no significant quantitative data are possible. 
Studies on fouling can be carried out under conditions of 
constant heat flux or constant ~edium heating temperature [1,11]. 
Under constant heat flux conditions, e.g., with electrical heating, 
the metal wall temperature increases as the fouling builds up and 
local values of Rf are easily determinable at any instant just from 
readings on the thermal sensor mounted on the surface (Tc) and heat 
flUX q I • 
At time t = 0' 
At time t = t 
' 
T - T co b 
= q' 
1 xw 1 
U = 1< + Rf + h = 
w 
1 
u 
1 
= 
r r 
c co 
q 
( l . 4) 
( 1 . 5) 
( 1 . 6) 
7 
Under constant flux operation and in the absence of blockage 
or surface roughness effects, the heat transfer coefficient h and hence, 
the fluid-scale interface temperature Ts should remain constant as 
fouling proceeds[l3,23]. Thus, as long as there are no significant 
changes in the chemical composition of the fouling fluid, the 
deposition rate should also be uniform with time [ll].Removal forces 
however would prevent a constantly increasing fouling resistance, but the 
deposition rate would be constant. Consequently, asymptotic condi-
tions would be reached after a much longer period than in constant 
heating medium temperature situation [1] as the removal mechanism 
will be only fluid shear. In the latter situation the temperature 
difference across the fouling layer increases thus giving a lower 
temperature at the interface. The fouling rate decreases under this 
situation as the rate is a function of temperature at the interface 
leading to an asymptotic fouling resistance being reached much 
q u i c k e r t h a. n i n the p rev i o us c a s e [ 1 1 ] . 
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The belief that the asymptotic condition under constant flux 
operation is due to a balance between the constant deposition rate 
and release mechanism (caused by fluid shear according to Kern and 
Seaton [6]) is still controversial. If particles are subject to 
removal forces as they approach the surface, how do they ever get 
deposited? Many researchers [13,20] in the area feel that asymptotic 
fouling behaviour is the result of a suppression of fouling rather 
than a balance between deposition and removal rates. Removal can be 
a factor but usually occurs suddenly in large chunks. Kern himself 
in his later work [24] spoke of the retardation process as a 11 SUp-
pressant of deposition.'' Epstein [13] discusses this conceptual 
problem and analyzes some of the mechanisms suggested to resolve this 
controversy. The Cleaver and Yates 'turbulent bursts' and 'back 
sweep' model [25,26] appears particularly convincing in this respect. 
Fouling fluid flow may be either once through or recirculat-
ing. Industrial cooling processes using large quantities of water 
are typically once through flow. Hasson [27] studying fouling of 
condensef tubes in water desalination employed once through flow of 
municipal water fed by gravity from a constant level tank. Recycled 
test fluid has been used in a number of studies [3,22,28]. This is 
advantageous as it enables fouling fluid properties to be regulated 
and maintained constant but requires additional forced cooling to 
maintain thermal equilibrium of the foiJling fluid. 
In addition to using thermal data to determine fouling resist-
ances Epstein [13] expresses the desirability of using supplementary 
methods. Watkinson [3] used pressure drop increases to monitor fouling 
9 
d(ll P) but there was poor correlation between the measured de 
dRf 
and de [29 J. 
Such data, however, may be very useful in understanding the physical 
mechanisms of fouling. HTRI [10,20], in its extensive work carried out 
in the cooling tower water fouling field, has also investigated several 
supplementary aspects of the fouling process. Some of these are: 
visual observation of -the fouling process by a time-lapse movies, 
determination of the thermal conductivity of the deposit (which is one 
way of characterizing the deposit structure), by photographic measure-
ments, and use of an electron scanning microscope to observe the initial 
deposition mechanism. A factor closely associated with fo uling rates 
and significantly influencing the interpretation of experimental 
results is the deposit morphology which, it should be noted, could also 
strongly affect the heat transfer coefficient. Visual observation and 
scanning electron micrographs can provide easy confirmation of quanita-
tive results by qualitative inspection and help in correlating 
morphology with feed chemistry and oxygen concentration [4] . Analyses 
of the fouling deposit and the fouling fluid can greatly help in cor-
relation of fouling rates and experimental variables monitored. For 
example in the case of particulate fouling, characterization of the 
fouling fluid in terms of concentration and size of particles could 
provide an answer to what size range of particles participate in the 
fouling process. Chemical analyses of the fouling deposit could . 
offer a substantial explanation to fluid chemi stry effects and al so 
corrosion controlled fouling. 
Finally, the experimental apparatus used in any fouling study 
is important as it establishes the applicability of the results 
obtained to the actual operation and design of heat exchangers [10]. 
Most of the fouling measuring equipment which have been designed, 
built and operated have used some of the techniques described above; 
the primary difference between them has rested in the design of the 
test section, the heating medium and the measurement techniques. 
1.2.2. Fouling Studies Results (Thermal Fouling 
Resistance Versus Time Behaviour) 
Three distinct types of fouling curves have generally been 
reported in the literature for thermal fouling studies [11 ,20] as 
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illustrated in Fig. 1.1 and can be termed as asymptotic, falling ·rate 
and linear. The asymptotic mode is the most frequent type of fouling 
behaviour observed and it exhibits the classical fouling model of Kern 
and Seaton [6].., This curve is described by an increase in fouling 
resistance with time to an asymptotic value and the time dependence 
of the fouling resistance is approximated by 
( 1 . 7 ) 
In contrast to ·the simple falling rate behaviour the asymptotic 
behaviour raises the possibilities of the suggestions made by Kern [7] 
that the heat transfer surface can be designed to operate indefinitely 
under fouling conditions without cleaning at the asymptotic value. 
In practice, however, this has been rarely observed [10]. 
In the linear model there is a near linear dependence of 
fouling resistance with time. Another point which should be borne 
in mind, as cautioned by Epstein,.[l3] is that unless the fouling process 
has been carried out for sufficient time one cannot be certain whether 
or not an observed linear behaviour is really the beginning of what 
Model 
1. Kern and 
Sea ton 
2. Watkinson 
and 
Epstein 
3. Beal 
4. Hasson 
5. Taborek 
TABLE I 
~ Resume of Some Fouling Models 
Deposition 
Term d r · 
Proportional to 
concentration 
of foulant and 
bulk fluid 
ve 1 oci ty. 
Proportional to 
concentration 
difference and 
to Arrhenius 
temperature 
function. 
Proportional to 
concentration 
gradient as 
function of 
turbulent and 
Brownian dif-
fus i vi ty. 
Function of the 
temperature of 
the scale sur-
face. As scale 
accumulates 
scale surface 
temperature 
drops decreas-
ing rate of 
scale formation. 
Function of 
scale surface, 
s urface temper-
ature and a 
water chemistry 
parameter. 
I 
Removal 
Term d r 
Proportional 
to fouling 
layer thick-
ness and 
shear stress. 
Used same as 
Ke rn and 
Seaton. 
None postu-
1 ate d. 
Assumed all 
particles 
reaching the 
wa 11 stuck 
None 
postulated. 
Function of 
wall shear 
stress, sca le 
thickness and 
sea 1 e strength. 
Characteristics 
of Fouling Type 
Particulate and 
other fouling. 
Particulate and 
chemical reaction 
fouling. Reaction 
rate controlled 
or diffusion rate 
controlled. 
Particle deposition 
by eddy and 
Brownian diffusion 
and inertial 
coasting. 
Sensible heat 
scaling of calcium 
carbonate solution. 
Cool i n g w a te r 
service. 
1 1 
,._ 
0 
>< 
,._ 
0 
E 
LINEAR--~ 
FALLING RATE 
ASYMPTOTIC 
Fig. 1.1 Characteristic Fouling Curves 
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Fe++++ e =Fe++ 
Fig . l. 2 Galvanic Cell in Water 
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would finally turn into a falling rate mode or whether a falling rate 
curve 1s the start of an ultimately asymptotic behaviour. And this 
could be of considerable significance especially when there is much 
scatter in the observed data. 
A large number of models essentially describing these curves 
has been presented in the literature. Reviews by Taborek et al., [10] 
Suitor et al., [11] and Epstein [13] give descriptions, physical sig-
nificance, assumptions and limitations of each of these models. Table I 
summarizes some of these models. None of these models, with the excep-
tion of scaling, however, has been extensively tested. 
1.2.3. Interrelationship of Fouling and Corrosion 
Little work has appeared in the literature with respect to 
the effect of corrosion in promoting fouling. Most of the early 
reviews [10,11] have just introduced this aspect of fouling. A compre-
hensive treatment has been given by Epstein in his recent review 
paper [ l 3] . Hop k i n s and E p s te i n [ 2 3] h a d ear 1 i e r ex p 1 a i ned the i r 
results on the fouling of 304 stainless steel with ferric oxide by 
invoking electro-chemical crevice corrosion as the mechanism governing 
the fouling. 
It is generally recognized that corrosion in aqueous systems 
gives r1se to the creation of a protective oxide film which has been 
estimated to be typically in the range of about one micron in thick-
ness [29]. This passivating film in itself does not constitute a 
significant fouling resistance. However, when this film is disrupted, 
by erosion or spalling, a corrosion cell of the type illustrated in 
Fig. 1.2 [30] is set up and the corrosion products start to accumulate 
FOREIGN 
DEPOSIT ION 
PARTICLES 
DISSOLVED 
SOLIDS 
COOLANT 
• FLOW 
RELEASE 
HEAT FLOW 
SPALL lNG 
CORROSION~ .. ~~~~~~~~~~~~ ~~\.-0 
PRODUCT 
INDIGENOUS 
CORROSION 
PRODUCT 
SUBSTRATE 
METAL 
Fig. 1.3 The Deposit Environment 
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unevenly on the surface. These initial growths have the effect of 
roughening the surface and thus providing nucleation sites for 
deposits to initiate [11,13]. Also, they serve to trap suspended 
particulates and give rise to small pockets of stagnant liquid which 
become subject to crevice corrosion [31] especially in the presence of 
an aggressive ion such as the chloride ion. A cycle of corros ion and fouling 
thus arises [22,23]. The complete deposition environment can then be 
depicted by Fig. 1.3 from Charlesworth [32]. · The fouling corrosion 
cycle can be thus initiated by particulate fouling followed by crevice 
corrosion in which case the corrosion products would serve to bind 
the particulates to the surface [23]. 
1.3. Scope of this Work 
Hopkins [22] concludes his study on the 'Fouling of Heated Stain-
less Steel Tubes by Flowing Suspension of Ferric Oxide' by recommending 
the extension of laboratory fouling studies techniques to 'insitu' 
study of fouling of heat transfer surfaces in plant situations. 
Systems to date have generally been developed to meet the requirements 
of a specific fouling study and are unsuitable for a variety of applica-
tions. Also, there was evidence to believe, based upon his experimental 
results, that corros1on processes play a significant role in the fouling 
of heat transfer surfaces and a detailed study of the interrelationship 
between particulate fouling and corrosion was recommended. A criticism 
of the work mentioned in reference [22] was that by electrically heating 
the heat transfer surface by pass ing a current through the test section, 
magnetic and/or electrical effects could be created which could affect 
fouling, invoke corrosion, and therefore influence the observed results. 
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Also the work done in the above reference with respect to particle size 
and fouling was beset with many difficulties and remained quite incon-
clusive. Nijsing [33] considers basic experimental research on fouling 
requires use of methods for characterization of the fouling fluid with 
respect to concentration and size of particulates. 
For the above reasons the objectives of the proposed research 
covered in this thesis were: 
(l) Design and construction of an experimental apparatus for study 
of fouling and its interrelationship to corrosion which would eliminate 
the possible sources of error and limitations of existing design used 
in reference [22] and afford means by which all of the variables 
recognized to influence the fouling process could be monitored 
and controlled. The system would have adequate facilities for char-
acterizing the fouling fluid with respect to size and concentration 
of particulatesanda suitable method for analyzing the fouling deposit; 
(2) Testing and evaluation of the apparatus by attempting to 
duplicate a . selected number of runs from the 1969-1973 University of 
British Columbia study [22] using ferric oxide as a contaminant and 
stainless steel as the heat transfer surface material to establish 
reproducibility of data--a problem which has plagued researchers in 
the fouling field. A few runs to investigate the crevice corrosion 
hypothesis would also be attempted. 
CHAPTER 2 
DESIGN AND CONSTRUCTION OF HEAT LOOP 
2.1 Design Approach 
Any research unit designed to carry out fouling studies should 
allow a relatively easy method for measurement and control of critical 
process parameters such as heat flux, flow rate and fluid and wall 
temperatures. In addition, the system should be constructed such that 
a variety of fouling fluids and heat transfer material can be studied 
[18]. Another feature which must be incorporated, particularly in the 
study of particulate fouling and corrosion controlled fouling, should be 
a provision to analyze the deposits formed both qualitatively and 
quantitatively. Means of controlling the fouling fluid composition with 
respect to size and concentration of suspended particulate matter, the 
dissolved oxygen concentration and pH are also desirable. Although most 
of the experimental rigs designed to study the fouling phenomena, have 
been based on the measurement of changes in heat transfer resistance 
which reflect changes in the fouling resistance, each one has had a 
special and unique design, suited to meet the objectives of the particular 
investigation carried out. For example the fouling units developed by 
HTRI [1, 20] were primarily designed to measure scaling rates in cooling 
water. The heat loop designed by Watkinson [3] and later modified [22, 
34] employed a recirculating system where fluid was pumped from a 
storage tank held at a given temperature through an electrical resistance 
l 7 
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heated test section. This system was designed specifically for the 
study of fouling by particulate matter. In neither of the above systems 
was provision made for the easy examination of fouling deposits and 
neither could detect the presence of thin deposits because of incon-
venient and imprecise control of process variables such as flow rate, 
inlet temperature and heat flux. Consequently, it was decided to design 
and construct a heat loop which would detect fouling with more precision 
than other loops and at the same time allow a quick and convenient 
method for examination of the fouling deposits. 
2.2 Design Criteria 
The criteria adopted for the design of the heat loop were 
developed to overcome the disadvantages of the loop designed by Watkinson, 
modified by Mayo and used by Hopkins [22] for his studies. These criteria 
were as follows: 
(l) Incorporated in the loop should be means by which the fluid chemistry 
can be carefully monitored and controlled particularly with regard 
to variables known to influence corrosion controlled fouling. 
These include pH, dissolved oxygen concentration and presence of 
ions from outside sources such as loop piping and other loop components. 
(2) Provision for more precise control of the heat transfer variables 
maintained constant during a fouling run such as the flow rate and 
heat flux. 
(3) Elimination of heating the test section by passing an electric 
current through it since this could conceivably result in electric 
and magnetic effects which might influence the fouling rate. 
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(4) A means of easily removing the test section without dismantling the 
loop. 
(5) A leak proof system such that fluid would not require make-up if a 
test were carried over an extended time period. 
(6) A portable system that could be transported to an industrial site 
and run on a continuous basis by tapping a line from a process 
stream to the heat loop without loss of control of the loop. 
(7) A data logging system capable of monitoring the process parameters 
and the fouling data. 
(8) A control system such that the heat loop could be left unattended 
for long periods of time. (In the range of weeks.) 
2.3 Heat Transfer Loop 
The test section assembly developed to meet the above require-
ments is shown in Fig. 2.1. The system consisted essentially of a 
hollow cylindrical thick walled copper core, an inner annulus of the 
sensible heating liquid mercury, and a centrally positioned sample of 
the tube to be studied. The copper core served as a containment tube 
for the mercury and as a housing block for the location of the thermal 
sensor. Heat to the test section was provided by electric resistance 
heating of an external slotted cylindrical stainless steel shell mounted 
on the copper tube. Thermal sensors were positioned on the external 
surface of the copper core to monitor changes in wall temperature of the 
tube as it fouled. 
Fig. 2.2 shows a schematic of the heat loop and Table II lists 
the sizes, specifications and materials of construction of the system 
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Table II 
Equipment Components of Heat Loop 
Component 
Storage Tank 
Recirculation Pump 
Motor 
Pump Throttle Valve 
Test Section 
Pressure Taps 
Thermistors 
Bypass Valve 
Pressure Transducer 
Electrical Terminals 
Description 
250 litres - plexiglass tank equipped with 
air line for agitation. 
Fluorocarbon 1 Jupiter 1 teflon self priming 
centrifugal pump with silicon controlled 
rectifier (SCR) speed control, HT Model 
MCP25-l255. 
Head assembly - TFE teflon 
Impeller assembly - TFE and FEP teflon 
Bearings - Fluorolog G (proprietary 
impregnated teflon) 
115 V, 60Hz, single phase l HP, 3450 RPM, 
totally enclosed, explosion proof, fan 
cooled. 
Globe valve straight pattern teflon valve. 
12.5 mm orfice, 12.5 mm NPT female 
connections. Model PVI-88. Fluorocarbon. 
12.7 mm 00, 10.92 mm ID type 316 stainless 
steel seamless tubing. 
Teflon, spaced at inlet and outlet mixing 
chambers. 
Fenwal Electronics Model GB31P8 glass 
shielded standard probe thermistors. 
3 mm diameter. Range 0-150°C, Ro at 
25°C = lk + 10% n -
Teflon model PV5-68. Fluorocarbon. 
10 mm orfice and 12.5 mm NPT male 
port connection. 
2 Vi at ran, model 209, 0-1 . 5 N/M pressure 
transducer. (on order) 
Brass, silver soldered to heating element. 
continued 
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Table II (Continued) 
Electrical Cable 
Primary Transformer 
Powerstat (variable auto-
transformer) 
Current Transformer 
Secondary Transformer 
Cooler 
Cooler Rotameter 
Power Meter (for measure-
ment of voltage and amperes 
and power across test 
section) 
Test Section Insulation 
Philips welding cable size 4/0 AWG. 
Sola constant voltage transformer type 
CVS. Rated VA5000, 60 HZ. Input 
volts 465-630, output volts 120 V-42.4 
amps and 240 V-21.2 amps. 
Type 1156 03P Superior Electrical. 
Input 120 V, output 0-140 V, 150 amps, 
21 KVA. 
Hammond CT type CT 500. 
500:5A ratio, 20 VA, 50 Hz. 
Hammond type F, single phase transformer, 
17 KVA, 60Hz. Input 112-128 V, output 
20-25 v. 
Glass condenser 138 ems long. Inner tube 
12.7/10.92mm ID/00 31G stainless steel tubing 
Outer glass jacket 25 mm inner diameter. 
Fischer and Porter, precision bore Flowrator. 
Range 0-10 USGPM. 
Digital ac Power meter Type 2503 
Yokogawa Electrical Works Ltd. 
Range volts - 3 to 600 V 
currents - 100 MA to 30 A 
wattage - 300 MW to 18 KW 
Accuracy- 0.1 % 
High resolution- 1 mV/digit, 0.1 mW/ 
digit and 10 ~A/digit. 
Inside - 4 x 4.0 mm 
Outside - 30 mm inch fibreg1ass pipe 
insulation 
components. The essential features of the recirculation heat loop 
employed were the use of teflon for system piping and a constant flow 
meter i ng pump with a non mechanical drive to minimize flow control 
valves and pump seals. Valves, elbows and fittings were kept at a 
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minimum in the loop as they provide potential lodging grounds for deoosited 
material and can be responsible for flow variations. 
The 200 kg of fouling fluid used in a typical test run was 
stored in a plexiglass tank equipped with a compressed air line, for 
fluid agitation which extended around the bottom of the tank. Use of 
plexiglass tank helped in reducing heat losses from the storage tank. A 
recirculation line was provided on the storage tank which in conjunction 
with the compressed air line, helped to minimize settling of any particulates 
added to the fluid for study purposes and ensured that the test fluid 
remained saturated with oxygen during the course of a run. For experiments 
designed to study the effect of oxygen concentration on corrosion controlled 
fouling, the particulates were kept dispersed by using nitrogen in place 
of air. In order to study the interrelationship of fouling and corrosion, 
it was necessary to use a totally non corroding material of construction 
for the remainder of the loop. By doing so, the only corrosion products 
present in the system would be these from the section under study or 
those deliberately added, and not those released by the corrosion of the loop 
itself. 
2.4 Heat Loop Subsystems 
2.4.1 Test Section 
A number of alternate designs were i·nvestigated before adopting 
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the test section configuration described above. Appendix II describes 
and briefly evaluates these alternate solutions. As the test section 
design called for making the heating and temperature sensing devices to 
be independent of each other in order to reduce individual test section 
preparations, an indirect method of heating the test section was considered 
desirable. To meet the test requirements of a constant high heat flux 
(of the order of 200 KW/M2) with precise control and measurement, it was 
decided to use a sensible heating medium between an electrical heated 
surface and the test section. This also eliminated any possible 
influence that electric and magnetic effects might have on the 
deposit growth as the test section would remain electrically i solated 
from the heating element. This arrangement served to shield the test 
surface from electric fields and reduce the magnetic field to a negligible 
amount. (A similar arrangement adopted in another study to analyze 
waterside corrosion in LMFBR evaporator tubes [35] estimates the magnetic 
field for that system to be less than 10-8 tesla at full power (26 KW)). 
Since indirect electrical heating was to be adopted, any media 
offering high thermal resistance in the path of the heat flow to the 
test section was eliminated otherwise it could have led to an over 
heating of the copper core and a possible melt down at high heat fluxes. 
Consequently, the choice of the sensible heating medium which would heat 
the outer surface of the test section was restricted to a high boiling 
point, high thermal ·conductivity fluid. A number of fluids, hot water, 
glycerol and special heating oils such as 11 ESSOTHERM 11 , were experimented 
with. At high heat fluxes, all failed or tended to boil over without 
transferring much heat to the fluid in the test section tube. With some 
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initial reluctance, it was finally decided to try mercury. The use of 
mercury however initiated a series of elaborate sealing and filling 
arrangements. Fig. 2.3 and 2.4 give the scheme adopted for preventing 
the mercury from leaking past the test section and for filling and 
draining of the mercury annulus. An escape passage for hazardous 
mercury or mercury vapor distilling over in the event of a sudden 
increase in the copper wall temperature due to fluid flow failure 
through the test section was provided as a precautionary measure. In 
Fig. 2.4, the outlet of the mercury escape tube was kept immersed in a 
pot of sulphur which would prevent any hot mercury vapors from escaping 
to the atmosphere by neutralizing it to mercurous sulphide. Some 
compromise had to be effected in the· flexibility of dismantling and · 
installation of test sections by adopting the above sealing mechanism as 
earlier attempts to use simple sealing devices (e.g. viton '0' rings) 
failed at high heat fluxes owing to weight of the mercury column and the 
heat. 
2.4.2 Heating Element 
To provide heat to the test section, a special type of heating 
element was developed. It consisted of a heat treated slotted cylindrical 
stainless steel shell (thickness 5.5 mm) for ensuring circumferential 
heat flux symmetry mounted on the outer surface of the copper core. 
Fig. 2.5 gives the details of the heating element. 
Earlier, an attempt was made to use a hollow stainless steel 
pipe as the heating element but this had to be abandoned because the 
electrical resistance was too low and sufficient potential drop could 
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not be attained to give the required heating of 5 KW max. Use of a 
thinner wall piping was also undersirable, as this could lead to very 
high shell temperatures· and create problems with material of construction 
and insulation. Therefore an outside shell temperature of 180°C was 
established as a safe limit. At maximum power level, the outside shell 
temperature has been recorded as 150°C. One of the disadvantages 
associated with electrical resistance heating is the instrumentation 
problems it can create by a possible a.c. leakage through the thermal 
sensors to the data logging system. Reference [22] cites the elaborate 
procedures and precautions that had to be undertaken to overcome it, and 
inspite of great care, failures were frequently encountered. Thus a 
method for electrically insulating the copper core (housing block for 
attachment of thermal sensors) from the shell heater was devised while 
at the same time the insulating gap or medium was kept such that it 
offered minimal resistance to the flow of heat from the heater to the 
test section. A very close tolerance therefore was necessary in the gap 
between the heater and the copper wall in order to avoid direct contact. 
The use of a high thermal conductivity and electrical resitivity medium 
to fill this gap was also needed. Dow Corning's heat sink compound 
basically an epoxy resin - had properties to match these requirements. 
Typical properties are shown in Table III. A very thin uniform layer of 
this compound was applied over the copper core. The use of a slotted 
heater greatly facilitated this procedure. 
The test section was designed to achieve under steady running a 
total heat flow of 5 KW corresponding to the highest rated output from 
the electrical system. This corresponds to a heat flux of 205 KW/M2 
I 
Table III 
Properties of Dow Corning's Epoxy Heat Sink Compound 
Properties 
Thermal Conductivity (VJ/M°C) 
Dielectric Strength (volts/mil) 
Thermal Expansion Coefficient (M/M°C) 
Volume Resitivity (ohm-em) 
Dielectric Constant at 1 KHz 
Dissipation Factor at 1 KHz 
Service Temperature, max °C 
1 . 7 
460 
10 X 
1015 
7.2 
0.04 
300 
32 
10-6 
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related to the inside surface of the 10.75/12.70 mm ID/00 316 stainless 
steel tube used as the test section. The mercury filled annular gap was 
sized to give temperatures below l50°C on the surface where the thermistors 
were located. As the loop would operate well below the boiling point of 
the mercury effects due to convection currents in the mercury were not 
considered. However effects due to the thermal expansion of mercu-ry were 
taken into account in fixing dimensions. 
2.4.3 Thermal Sensors 
The temperature distribution along the test section wall was 
monitored by shielded (glass coated) probe thermistors. The shielded 
thermistors had an added advantage as the glass coating ensured the 
thermistors remained insulated from any possible a-c leakage. 
As the local fouling resistances were determinable from the 
increase in wall temperature from the clean condition divided by the 
applied heat flux i.e. 
( 2. 1 ) 
the thermal measurements during the course of a fouling run were reduced 
to monitoring the temperature differentials with respect tothe initial temp-
eratures measured when the tube was clean. Thermistors with their high 
sensitivity to temperature changes were extremely well suited for the 
above purpose. A high negative temperature coefficient of resistance 
(typical values of 6% decrease in resistance over l°C rise in temperature), 
combined with a stable response and good repeatability made thermistors 
a better choice then the conventional thermocouples used in a number of 
34 
fouling studies [1, 3, 22]. The thermistors were positioned in 4 mm 
holes drilled on the outer copper wall using spring steel slip-on attach-
ment clamps mounted on the S.S. heater and kept electrically insulated 
as shown in Fig. 2.6. The thermistors were sealed in position at the 
top of the clamp by silicone resin and at all times remained detachable 
from the system. 10 thermistors placed equidistant from each other were 
used to measure the temperature profile along the tube wall. Table IV 
shows the location of the thermistors. 
2.4.4 Insulation 
Insulation of the test section consisted of 8 mm thick and 40 mm 
wide asbestos tape wrapped over the test assembly and held in place by 
a 30 mm thick layer of 'Fibre glass' pipe insulation. 
2.4.5 Electrical Heating System 
The central portion of the test section tube was heated 
electrically from the outer shell heater by employing a power circuit as 
shown in Fig. 2.7. The power source used was a single phase, 550 V line 
with a circuit breaker rated at 30 KVA which was connected in parallel 
to two 'SOLA' basic constant voltage transformers with a regulated 
output voltage of 120 V and capacity 5 KVA. These transformers had a 
characteristic feature which held the output voltage to ~1% for input 
variations as great as ~15% of nominal voltage. Variations in line 
voltage can be a source of great potential error as high as 
-5 2 0 2 0.4 x 10 . M - C/Watts at a heat flux of 200 KW/M in the measured 
thermal resistances, as witnessed in Ref. [22]. The output from these 
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Table IV 
Thermistor Locations on Test Section 
Test Section Position Location: Distance from 
No. Designation Lower Tube End, ems. 
1 Tl 01 25.25 
2 Tl02 31 . 7 5 
3 Tl03 38.25 
4 T104 44.75 
5 Tl05 51.25 
6 Tl06 57.75 
7 Tl07 64.25 
8 T108 70.75 
9 Tl09 77.25 
10 TllO 83.75 
1 1 TIN Inlet Mixing Chamber 
12 TOUT Outlet Mixing Chamger 
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transformers was fed to a 'Superior Electric ll56D-3P' powerstat unit 
which was a variable autotransformer designed to deliver continuously 
adjustable voltage . from a.c. power lines. The power input (and thus the 
heat flux) to the test section was controlled by this variac the rating 
on which was as follows: 
Input: Volts 120 + 0.5% 
Output: Volts 0-140, Max. Amps. 150, Max. KVA 21 
The powerstat output was further stepped down through a 'Hammond' 
custom made 120 V/20 V single phase 17 KVA air cooled transformer to 
give the desired power level of maximum 5 KW (heat flux of 200 KW/M2) at 
15-20 V and 250-300 amps. Heat losses through insulation and to surroundings 
were usually very low estimated to be around 3% [3]. Heavy wires (cable 
size 4/0 AWG) was used to connect the transformers and the brass terminals 
on the test assembly. The amperage flowing across the test assembly 
brass terminals was measured by reduction with a 500:5 current ratio CT 500 
Hammond current tansformer. The current and the voltage across the 
test section was measured using a digital universal Power meter. 
As the whole loop was constructed out of teflon, the electrical 
heating unit mounted on the outer copper tube and kept insulated from it 
also remained insulated from the rest of the loop. 
2.4.6 Electrical Terminals 
The power cables were clamped in position on two brass terminals at 
the upper and lower end of the heating element. Fig. 2.8 gives details 
of these brass terminals which were silver soldered onto the stainless 
steel heating element. 
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2.4.7 Recirculation Pump and Motor 
A teflon flow metering pump combined with a SCR (Silicon Controlled 
Rectifier) speed control on the pump motor was chosen with two basic 
considerations in mind. Test requirements called for a constant flow 
through the test section over long periods of time which was readily 
achieved by the silicon controlled rectifier speed control on the pump 
motor. Elaborate devices for monitoring flow such as orfice meters and 
flow control valves which are predisposed to trapping deposit material 
[34] were thus eliminated. In fact, the temperature increase (6T) 
across the test section has been observed to be a more precise method of 
measuring flow rate than an orfice meter on the loop in a similiar set 
up [22]. The special type pump selected for pumping the fluid around 
the loop featured a magnetic drive to eliminate shaft wear and leakage. 
The head assembly incorporated a press fit, teflon-to-teflon static 
seal, leaving only one moving part - the impeller. All wetted parts 
were teflon, except the internal shaft, which was ceramic and rated for 
high temperature as well as, being highly corrosion resistant. A teflon 
throttle valve was provided at the outlet of the pump for manual throttling 
to control the flow. Flow rate through the loop was determined by 
decoupling the loop at Union B (Fig. 2.2) and measuring the mass flow 
rate. 
2.4.8 Recirculation Loop 
The recirculating loop consisted mainly of 1.25/2.50 ems ID/00 
teflon piping. A 65 ems (52 pipe diameters) hydrodynamic entrance 
length was provided upstream of the heated test section to establish the 
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velocity profile. The inlet and outlet bulk liquid temperatures were 
measured by thermistors positioned in mixing chambers at the entrance 
and exit of the test section. Location of all thermistors on the heat 
' loop are shown in Fig. 2.2. A sampling point was provided upstream 
of the test section for periodical analysis of fouling fluid for 
particulate size and concentration and presence of trace metal ions. 
Two drain plugs were provided at the top and bottom of the vertical limb 
of the loop containing the test section to facilitate honing of the test 
section and quick drainage of the tube at the end of a fouling run. 
Pressure drop across the test section will be measured using a 
Viatran, Model 209, 0-15 psi pressure transducer. This equipment is on 
order and will be installed when received. 
2.4.9 Heat Loop Cooler 
On exit from the test section, the fluid was cooled in a double 
p1pe cooler, before returning to the storage tank so that its temperature 
was lowered to the bulk fluid temperature in the tank. The inlet 
temperature to the test section was controlled by varying the water flow 
rate through this cooler. Two alternate designs shown in Fig. 2.9 were 
constructed. The first consisted of two double pipe coolers (1.55 Min 
length) in parallel, with the shell made of 1.25/2.5 em ID/00 Teflon tube 
and the inner tube of 0.75 ems diameter copper tube coated with Dow 
Corning's heat sink compound to prevent fluid contamination from copper. 
The test fluid flowed through the outer annulus while the cooling water 
remained on the inner tube side. This design had two drawbacks. Since 
a very thin layer of the heat sink compound was desirable for efficient 
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heat exchange, the heat sink layer was easily smeared and bare copper 
exposed during assembly. During running, small portions of the compound 
were observed to be washed and carried down to the storage tank. A 
second design was consequently tried, which featured a 25/28 mm ID/00 
glass shell and a inner tube of the same material and diameter as 
the test section tube. Effectively this became a second heat transfer 
test section with the hot fouling fluid on the outer surface and the 
cooling water on the inner side. Any deposit on the heated section 
could thus be visually observed. Co-current flow of cooling water was 
employed to avoid fluctuations in the hot fluid exit temperature and the 
cooling water was measured by a rotameter and controlled by a combination 
of a brass globe valve and a pressure reduction valve. 
2.5 Safety Relay System 
Since experiments would run typically for days, it would have to 
run unattended and thus a safety system was installed to switch off 
power to the system and sound an alarm buzzer in the event of pump 
failure or tube wall over heating. Mayo [34] gives a detailed description 
of a relay system devised for the purpose. Fig. 2.10 gives a schematic 
representation of a similar scheme adopted in the present design with 
suitable changes. 
2.6 Data Logging System 
The advantages of an automatic data acquisition system for data 
logging of temperatures and pressure drops continuously has been discussed 
in detail by Mayo [34]. Consequently an automatic data logging system 
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was devised for data collection. Fig. 2.11 gives a schematic representation 
of the system adopted to monitor and record automatically the resistance 
signals from the thermistors while Table V lists the specifications of 
the basic components. Basically, it consisted of a digital voltmeter, 
scanner, digital clock, calculator, plotter and a line printer. The 
signals from the test section thermistors (TlOl-TllO) along with the 
output signals from thermistors at other locations on the heat loop were 
fed to the scanner for sampling by the digital voltmeter, which translated 
these analogue signals to digital signals for every channel being 
scanned. A systems program was used on the calculator which set the 
clock to real time (Month, Day, Hours, Minutes, Seconds) and gave 
instruction to the scanner to scan with a set rate interval of 100 m sec 
per channel at a set scanning interval e.g. l scan every minute for 
first four hours and l scan every 5 minutes thereafter. The systems 
program al.so contained instructions to display the digital signals for 
each channel being scanned for 3.5 seconds, and record these val es on 
the data cartridge mounted on the calculator which were then printed out 
in a line format through the thermal line printer. The use of an additional 
plotter in conjunction with the calculator helped to obtain a graph 
of the thermistor signals versus time. Recorded along with the thermistor 
data would also be the output from the pressure transducer. The thermistor 
signals were directly compatible to the data acquisition system and 
needed no amplification or reference junction as in the case of thermo 
couples. 
2.7 Coulter Counter 
Concentration and particle s i ze det erminati ons were ca rried out 
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Table V 
Data Logging System Components 
Component Model Number 
Scanner HP 3495A 
Digital Voltmeter HP 3455A 
Innterconnections HP-18 . HP-.1 B 
interface Bus 
Calculator HP 9825A 
Plotter HP 9862A 
Character Impact Printer HP 9871A 
Digital Clock HP 59309A 
Data Recording HP 9865A Data Cartridge 
HP - Hewlett Packard. 
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using the Coulter Counter model TAli. Fig. 2.12 shows the block diagram 
of the system explaining its working principles. The basic principle of 
its operation is as follows: The number and sizes of particles in 
suspension in a conductive liquid is determined by forcing the suspension 
to flow through a small aperture and monitoring an electric current 
which also passes through the aperture. Electrodes immersed in the 
liquid are placed on both sides of the aperture. The passage of a 
particle through the aperture induces changes in the resistance between 
the electrodes which produces a current pulse of short duration of 
magnitude proportional to particle volume. This resulting series of 
pulses is electronically scaled and counted. With reference to 
Fig. 2.12, a vacuum is applied to the manometer to force the sample 
suspension through the aperture tube where an electrode inside it holds 
that part of the electrolyte at ground potential. A second electrode, 
fed by a constant current supply (from the preamp card) is immersed in 
the sample heater, the current through which must go through the aperture 
to return to ground. The principle limiting resistance to the current 
is the electrolyte within the aperture. A particle in suspension passing 
through the aperture increases resistance and reduces current (momentarily) 
and the percentage of current change is proportional to the ratio of 
particle volume to volumetric aperture size (cross section x length 
through the wafer). The preamp card controls the current flow to 
external electrode and converts the current change pulses into voltage 
pulses. The voltage pulses from the preamp are amplified, in a main amplifier 
and pulse stretcher (M.A.P.S.) to bring all pulses to a measurable 
levels. Pulses from the M.A.P.S. are fed to the sixteen integrators, 
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which accumulate the volume data; the integration corresponds to total 
volume of particles in corresponding size range. The differential 
volume data from the integrators are passed to the multiplexer which adds these 
to generate cumulative results. The AGC card then scales and normalizes 
the data to 100% and converts it to digital form which is available for 
numeric readout or printer. 
For details of operation and fundamental theory, reference 
should be made to the work of Eckhoff[36]. 
2.8 Dissolved Oxygen Analyser 
The Galvanic Cell Oxygen Analyser (GCOA) is used to determine 
the dissolved oxygen concentration. The galvanic cell probe consists of 
a rod shaped silver electrode (the cathode) separated by an insulating 
layer from a concentric cylindrical lead anode. The probe tip is sealed 
with a gas permeable polyethylene. membrane and is covered with a pad 
soaked with 2 molar KOH electrolyte. Oxygen from the test stream is 
absorbed on the silver(cathode) on permeation through the membrane and 
dissolves in the 2 M KOH electrolyte as OH ions oxidizing the lead to 
Pb02 ions. The magnitude of the current generated by this oxidation 
reduction is a direct measure of the dissolved oxygen in the sample 
which is proportional to the partial pressure of oxygen. The lead 
serves best as anode material as no external voltage is necessary to 
initiate oxidation reduction and the KOH is most desirable electrolyte 
due to its high conductivity and its very small residual current in 
absence of oxygen. 
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2.9 Electron Microprobe 
Analysis of deposits from fouling runs, is carried out using the 
JEOL (Japanese Election Optical Limited) 50A electron probe microanalyzer 
available at the Department of Geology, Memorial University. Figs. 2.13 
and 2.14 illustrates its principle of operation and its major components. 
The basic principle of its operation is relatively simple. An electron 
gun is used as a source of electrons. A condensor lens is used to focus 
the electrons into a l micron beam which is accelerated through a high 
potential, in the vicinity of 25 KV, and directed upon the sample being 
analyzed. Here the electrons either (a) collide with the nucleus of an 
atom in the sample and rebound in which case it is received in a detector 
and utilized to form an optical image of the material surface being 
examined or (b) it collides and displaces an orbital electron of an atom 
in the sample. 
Due to this, the atom moves into an excited state and starts 
emitting x-rays of a particular frequency which is characteristic of the 
element. A crystal system is utilized to determine the frequency of 
this x-ray which aids in the positive identification of the element. 
The emitted x-rays are measured to give an estimate of the concentration 
of the element present in the sample. Further details on the electron 
probe microanalyzer, its operation and theory can be obtained from Van 
Olphen [37]. 
2.10 Properties of Foulant Used 
The ferric oxide used as a foulant in the fouling trials conducted 
in this study was obtained from Fisher Chemical Co. Ltd. Bulk, mixed-
size analytical grade ferric oxide was used, the physical and chemical 
properties of which are reported in Table VI. 
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The particle size of this bulk ferric oxide was determined using 
the Coulter counter and average particle size range was (5-6) microns. 
During size determination, the particles had to be kept dispersed as 
they tended to coagulate and settle. 
Table VI 
Properties of Ferric Oxide Powder 
Fisher Chemicals Batch I-116 
Fe2o3 Mol. wt 
Assay (Fe2o3) Min 
Solubility Product 
( ) 3+ -Fe OH 3 -+ Fe + 3 OH 
Specific Gravity 
Maximum Limit of Impurities 
F.W. 159.69 
98.1 % 
1.15 X 10-36 
5. 17 
Arsenic (AS) 
Nitrate (N03 ) 
Phosphate P04 
Sulphate so4 
r~anganese Mn 
(about 0.002%) P.T 
0.01 % 
Copper Cu 
Substances not ppt'd by NH40H 
Zinc (Zn) 
Particle Size Determination 
0.02% 
0.05% 
0.01 % 
0.004% 
0.04% 
0.01 % 
Particle size microns Differential Volume % 
4.00 
5.04 
6.35 
8.00 
10.4% 
39.2% 
38.8% 
5.2% 
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3.1. Experimental Runs 
CHAPTER 3 
EXPERIMENTAL PROCEDURE 
Twenty-six experimental trials were made during the present 
study. Although there were some variations in procedure for carrying 
out speciality trials with unique objectives, the procedure for carrying 
out most of the fouling trials was as follows. 
3.1. 1. Test Section Installation 
The test section tube of the desired material, in the present 
work 316 stainless steel, 1.27/1.092 ems ID/OD and 91 ems. long was 
slipped into position in the test assembly and attached to the recir-
culation loop at the inlet and outlet mixing chambers. The sealing 
glands for preventing leakage of the sensible heating fluid mercury 
were tightened and the annular gap between the copper containment core 
and the test section was filled with mercury. 
3.1.2. System Cleaning and Heating Period 
For cleaning the heat loop, water was charged to the storage 
tank and the circulation pump started. During cleaning, the test sec-
tion was replaced with another steel tube of similar dimensions. After 
a brief period of flow through the loop the system was drained through 
the drain valve at the bottom of the storage tank and the procedure 
repeated till all traces of particulate matter (ferric oxide in the 
present case) added for study were removed. This procedure was 
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followed if the previous run had been made with ferric oxide. Prior 
to the initial run, the system was cleaned with an acid rinse (50% 
hydrochloric acid and 10% hydrochloric acid), followed by a water-
alkali (10% sodium hydroxide-water) rinse. The last water rinse was 
repeated till the pH of the circulating water was the same as the pH 
of the tap water. 
After cleaning the tank was filled with 200 kg. of tap water and 
heated to a temperature slightly above the desired inlet temperature 
for a fouling run using the heater mounted on the test section. The 
inlet temperature for most of the fouling runs was standardized at 
50°C. After the desired temperature had been reached in the t?nk, the 
heat flux was turned off and the steel tube replaced with the test 
section tube. The above procedure to accomplish bulk of the heating 
of the ci"rculating fluid through the electrical heating unit on the 
test section assembly was followed since it was rapid and contributed 
to eliminate thermal transients associated with bringing the test 
section insulation to steady state. 
3.1.3. Start-up 
On start-up the following sequence was followed. The m1x1ng 
a1r to the tank was turned on, the circulation pump started and the 
'Powerstat·• unit turned up to give the desired test section heating 
and the cooling water turned on. The data logging system was also 
switched on. Adjustments were then made with the help of the pump 
speed regulator and the control valve on the cooling water line to 
bring the fluid to the target outlet and inlet temperatures, respec-
tively. 
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The heat loop was then operated at this cpndition on tap water 
for over two hours in order to eliminate thermal transients associated 
with heat absorption of the test section insulation till steady state 
was reached. 
Following this, final adjustments were then made so that flow 
rate, inlet temperature, outlet temperature and test section power 
consumption were precisely at target conditions. Table VII shows the 
variations from target conditions in these operating parameters 
tolerated for a typical run. After fifteen minutes, the observed wall 
temperatures were considered to correspond to the clean wall condition 
and free from errors caused by therma 1 transients. 
3.1.4. Addition of Particulates and Subsequent Operating 
Procedure During Tube Fouling 
After clean wall temperatures had been attained a weighed amount 
of ferric oxide was added to the storage tank. The ferric oxide was 
added as a slug dose after slurrying it in a five litre sample of 
system tap water. Difficulty was experienced in adding all the ferric 
oxide to the system as it tended to agglomerate and settle to the 
bottom of the beaker. The time of addition of ferric oxide was 
taken as time zero for a trial. 
During the run, the inlet temperature was held at the target 
value by controlling the cooling water flow rate while the flow rate 
through the test section was maintained at the desired target value 
by holding the outlet temperature at its target value. For with the 
heat input and inlet temperature to the test section remaining at 
their respective target values, variations in flow rate caused 
• '-' t ' 
TABLE VII 
Variance from target conditions tolerated for a typical run 
Run Number 020 
Target Maximum Minimum 
Variable Value Value Value 
Inlet temperature 365.81 364.2 366.73 thermistor 
(TIN) resistance (50.0°C) (50.1°C) (49.9°C) signa 1 (ohms) 
Outlet temperature 332.51 331.02 333.12 thermistor 
(TOUT) resistance (58.5°C) (58.6°C) (58.4°C) signal (ohms) 
Test section volts 12.80 12.81 12.79 
Test section amperes 220 219 221 
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variations in the outlet temperature. The speed regulator on the pump 
motor and at times the throttle valve at the exit of the circulation 
pump were used to contra 1 the flow rate. 
3.1.5. Shut-down Procedure and Measurement of Flow-rate 
On completion of a trial, the test section heating was stopped, 
and the loop decoupled at Union B (refer Fig. 2.2) on the return line 
to the storage tank. The circulating fluid was collected in plastic 
buckets for a fixed time period and weighed to determine the mass flow 
rate through the system. Following this the circulation pump was 
stopped. 
3.1.6. Fouling Deposit Sample Preparation 
Although this step was not carried out during the present study, 
following a fouling trial the test section can be removed and fouling 
deposit samples for electron microprobe analysis prepared as outlined 
in reference [22]. 
3.2. Subsequent Fouling Runs 
For later trials made, in which the ferric oxide was already 
present in the system, the procedure for carrying out a fouling trial 
·was greatly reduced. The fouling fluid was brought to target inlet 
temperature by circulation and heating through the test section. On 
reaching the desired inlet temperature adjustments were made as stated 
previously to bring the flow rate, inlet temperature and outlet 
temperature to the desired target conditions. The heat loop was 
operated for over three hours to eliminate the errors caused due to 
thermal transients as before. Following this, the heat flux and the 
circulation pump was stopped and the deposit from the tube wall removed 
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by quickly draining and honing the hot tube using a 303 calibre bronze · 
rifle brush attached to a half-inch drill. 
3.3. Data Acquisition 
Automatic scanning and recording of the thermal data made pos-
sible the collection of a large number of thermal measurements. In 
addition, flow rate measurements and electrical measurements were 
done manually. The steps followed in collection of data are outlined 
below. 
3.3.1. S~tting of Trial Conditions 
Before carrying out any trial it was necessary to record the 
objectives of making a trial and establishing the conditions under 
which it had to be run. Table VIII outlines the objectives and conditions 
recorded for a typical run number 020. Computer program 'PAR' was then 
run to determine that the parameters selected did meet the desired 
trial conditions. 'PAR' basically calculates the flow parameters and 
carries out a heat balance over the test section and contains data 
covering test section dimensions, thermistor calibrations and proper-
ties of fluid. For run 020, input data to 'PAR' was 
where 
020 
12.80 
020 X 12.80 X 220 
0.0750 
02400 
6.1 X 5.2 
365.82 X 331.60 
= Run Number 
= Test Section Volts 
TABLE VIII 
Typical Log Sheet Showing Run Objectives and Target Conditions 
Run Number 020 Date: 23 October 1979 
Objective: To determine thermal fouling resistance versus time 
curve for a ferric oxide concentration of 2400 PPM 
and heat flux 120,000 watts/SQ.M and Reynolds number 
17,500. 
Flow rate: 0.0750 kgs.m/sec 
(pump speed setting 60%) 
Inlet Fluid: 365.5 (thermistor resistance reading) 
Outlet Fluid: 332.5 (thermistor resistance reading) 
Variac Setting: 60% (gauge units) 
Test Section Volts: 12.80 
Test Section Amps: 220 
Fluid pH: 6. 1 
Dissolved oxygen 
.5. 2 (PPM) 
concentration 
Cooling water 1 . 8 {gauge units) 
setting 
Air: On 
Ferric oxide . 1n 480 gms. 
solution 
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TABLE IX 
Output ·from Program ·PAR 
*******RUN N020•******* 
VOLTS12.BO A~PS 220 • . 
FERRIC OXIDE CONC (PPM) .24 00. 
FLO~ RATE 0.0750 KGS.M/SEC 
PH: 6'. 1 DISS.02 CONC (PP~) 5.2 
HEAT FLO~ SUPDL[EO 
· HEAT FLUX SUP~LIEO 
2811).0 
120708. 
WATTS 
wATTS/SO.~ 
TOR=TINLEf 49.9 
DENSITY: 985.5KGS./CU.M 
T OUTLET 58.5 
AVG TEMP 54.2 DEG C 
K I NEt-1AT I C 
DEG C 
OEG C 
VISCOSIT·YX1')0 O.'l'J0')5~ Su.M/SEC 
FLUID VELOClTY 0.813 M/SEC 
REYNOLDS NO 17173.9 
PRANDTL NO 3.71 
HE AT SUPP 2816.0 
HEAT T RA NS 2690.1 
HEAT LOST 125.9 
~ATTS 
WATTS 
'NATTS 
P ERCENT HEAT LOST 
HEAT FLUX TRANS 
4-.47 
11531J9WATTS/SO.M 
NUSSEL T NO 
RFILM 
RWALL 
RTOTAL 
0. 2 10 
0.0 58 
0.268 
90.8 
SC>.~-DEG.C/WATTS 
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220 = 
0.0750 = 
02400 = 
6.1 = 
5.2 = 
365.82 = 
331.60 = 
Test Section Amperes 
Flow rate (kg.m/sec) 
Ferric Oxide Concentration (PPM) 
pH of fouling fluid 
Dissolved Oxygen Concentration (PPM) 
Inlet thermistor resistance reading (ohms) 
Outlet thermistor resistance reading (ohms) 
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Output from 'PAR' is shown in Table IX. 'PAR' also computes the wall 
resistances and the film coefficient based on the Seider-Tate equation. 
3. 3.2. Data Collection and Da ta Processing 
The procedure used to gather data was as follows: On commence-
ment of a run, which as stated previously was taken as the . time of 
addition of ferric oxide into the system, the thermistor signals were 
monitored every minute for the first four hours of a run and every five 
minutes thereafter. The resistance signals from all the thermistors 
on the heat loop were displayed on the data logging system calculator 
display for 3.5 seconds and were recorded on the data cartridge from 
where it was printed out in a line format using the thermal line 
printer. The display facilitated observations to see that the inlet 
and outlet temperatures and the flow rate were maintained at the 
target conditions, and if a variation occurred what corrective action 
was to be taken. As the run progressed, 'lines of data' were sel ected at 
regular intervals and recorded on a separate log sheet, subject to 
the provision that the inlet and outlet temperatures, flow rate and 
the voltage and current were at target or very near target conditions. 
Variations in all these operating parameters have an influence on the 
TABLE X 
Log Sheet Maintained for Recording Thermal Data for a Typical Run 
Date: 23 October 19 79 
Run No. 020 
Test Section Volts: 12.80 Test Section Amps: 220 
Flow rate: 0.0750 Kgs-m/sec. pH: 6. 1 
Ferric Oxide Cone.: 2400 Dissolved Oxygen Cone.: 5.2 PPM 
Thermistors reading correctly: Tl02, Tl03, T104, Tl05, T106, T107, Tl08, Tl09, T110. 
Real 
Time TIME TIN TOUT Tl01 T102 Tl03 T104 T105 T106 Tl07 Tl08 Tl09 
2115 0.00 365.94 333.12 113.25 70.66 73.1 3 62.42 66.65 64.17 63.24 54.99 59.86 
2121 0.10 365.86 332. 72 113.02 70.46 73.01 62.40 66.50 64.17 63.18 54.99 59.84 
2133 0.29 364. 79 332.51 112. 79 70.10 72.89 62.33 66.42 64.07 63.06 54.92 59.84 
2140 0.40 365. 79 332. 75 112.52 69.83 72.58 62.09 66.16 63.90 62.81 54.76 59.42 
2145 0.49 365.81 331.93 112. 35 69.91 72.29 61.81 65.87 63.71 62.58 54.41 59.22 
2150 0. 57 365. 71 331.45 112.51 69.45 72.35 61.91 66.01 63.81 62.63 54.52 59.28 
2203 0.87 365.82 331.60 111 . 92 68.96 71.86 61.55 65.52 63.52 62.19 54.25 50.09 
2209 0.97 366.66 331.80 111.84 68.73 71.59 61. 31 65.29 63.35 62.01 53.98 58.88 
2228 1.23 366.52 331 . 81 112.13 69.06 71.87 61.60 65.51 63.61 62.20 54.14 59.09 
2234 1. 33 365.29 331 . 02 111 . 92 69.13 72.00 61.65 65.69 63.60 62.23 54.44 59.06 
2259 1.40 365. 78 332.06 112.26 69.26 72.25 61.83 65.85 63.72 62.54 54.34 59.11 
2 321 1.60 365. 9 3 331.93 112.02 69.01 71. 79 61.59 65.49 63.56 62 . 13 54.30 59.04 
2334 1. 85 365. 79 331.26 112.26 69.05 72 . 03 61.70 65.73 63.65 62.30 54.13 59.01 
2352 2.11 366. 73 331.98 112.27 68.94 71.94 61.61 65.61 63.61 62.25 54. 11 58.96 
2356 2.18 366.07 331.37 112.29 68.99 72.09 61.67 65. 71 63.65 62.29 54.01 58.98 
Trial stopped at 00.05 hours 
T110 Volts 
48.92 12.80 
48.90 12. 79 
48.86 12.79 
48.42 12.80 
48.23 12.80 
48.20 12.80 
47 .99 12.80 
47.87 12.79 
48. 11 12.80 
48.08 12.81 
48. 12 12.80 
47.97 12.80 
47.94 12.80 
47.91 12.80 
47.99 12.80 
Amps. 
220 
219 
219 
220 
220 
220 
220 
219 
220 
220 
220 
220 
220 
220 
220 
0'1 
w 
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accuracy of the results which has been discussed 1n Chapter 4. Table 
X shows this log sheet which was used to provide input to program 
FOUL for computing thermal fouling resistances . 
CHAPTER 4 
EXPERIMENTAL ERROR STUDY 
In order to determine the precision of the thermal resistance 
measurements made during the course of a run, a series of trials were 
conducted on tap water to identify and examine the effects of thermal 
transients and test loop operating variables which, if improperly con-
trolled, could cause significant error in the results. It was recog-
nized that, since the loop would operate under constant heat flux and 
constant flow rate conditions, variations in the prime operating vari-
ables viz the fluid inlet temperature,flow rate and the heat flux 
could cause appreciable error on the measured longitudinal wall 
temperature profile and hence in the measured thermal resistances. 
From the few initial trials made on tap water, it was seen that the 
values of the above operating variables were affected by the following 
fluctuations: 
(i) Variation in input power supplied to the test section which 
manifests itself as a variation in the heat flux. 
(ii) Variation in flow rate caused by, as later runs on ferric oxide 
showed, particulate deposition on throttle valve and 
pipe fittings. 
(iii) Fluctuations in cooling water inlet temperature and flow rate 
which caused cyclic variations in the inlet temperatures to 
the test section. 
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Also, on starting a trial, an initial unsteady type behaviour 
was observed, in which from the time of start-up to a time ranging 
from 0.5 to 1.5 hours the apparent thermal resistances tended to rise 
before reaching a final steady state value. Trials were conducted to 
study each of these factors separately and are discussed below. 
4.1 . Effect of I ni ti a 1 Therma 1 Transients 
It was evident from observations reported by Mayo [34] and 
Hopkins [22] and the results of the dilute sand-water slurry fouling 
trials of Watkinson [3], that for many test loops, the measurement of 
initial fouling rates could be in error due to a thermal transient 
situation which prevailed in the beginning of a run. A trial was made 
using tap water as the fouling fluid to study the effect of this 
transient pe~iod. The method employed for this run was to heat the 
fluid to target inlet conditions before introduction into the test sec-
tion. The following conditions were maintained. At time zero m1nus 
the test section remained at room temperature while at time zero plus, 
the flow rate and the heat flux were at their target values. Fig. 4.1 
shows the results of this trial and Fig. 4.2 shows the inlet outlet 
and a few typical thermistor signals. The apparent thermal resistance 
versus time curve exhibits a typical die-away behaviour of thermal 
transients. The results clearly show that thermal transients could 
significantly vary the fouling resistance versus time curves, 
especially the initial fouling rate. Since no measurable fouling 
could be observed in the results, the transient behaviour discussed 
above 1s believed to be caused by the following. During the initial 
period of a run the supplied heat flux to the test section is not 
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Fig.4.2. Thermistor Resistance Signals for Run 001. 
transferred completely to the fluid but partly to the test section 
insulation which absorbs heat until thermal equilibrium is attained. 
In order to eliminate errors which could result due to this 
effect the following procedure was adopted in making fouling 
trials: (a) If no particulate matter was present in the system, the 
loop was operated for over two hours till steady state had been 
achieved and then the contaminant added; (b) if ferric oxide was 
already in the system, operating for a minimum of two hours and then 
removing any deposit by quickly draining and honing the hot tube 
before time zero. Either method is known to give the same fouling 
curve [22] . 
4.2. Effect of Variation in Line Voltage 
Although precautions to elmininate errors due to uncontrolled 
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variations in the input supply voltage had been taken in the design of 
the heat loop by using a constant voltage transformer (see Chapter 2) 
the performance of this equipment remained less than satisfactory and 
fluctuations as high as 80 watts in the input power to the test sec-
tion were observed. Fig. 4.3 shows the variations in the line voltage 
to the test section during the course of a typical ferric oxide fouling 
run (Run No. 26). This variation of 80 watts could cause an error of 
-5 2 0.20 x 10 m -Deg C/watts in the measured thermal resistances. Since 
the fouling resistances for the ferric oxide trials ranged from 
0.5- 1.1 x 10-5 m2-Deg C/watts, it was necessary to eliminate this 
source of error. To achieve this the following method was employed. 
When variations of over ±0.2 volts were observed in the line voltage 
to the test section, adjustments were made on the 'Powerstat' unit 
(f) 
t-
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Fig.4.3. Variation in Line Voltage to Test Section for a Typical Run (026). 
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to return the line voltage to set conditions. Furthermore, only those 
thermal data for which the line voltage remained within +0.01 volts of the 
target va 1 ue· I v1ere :used "·fen computlng ;· the therma 1 fou 1 i ng resistances. This 
method reduced the error due to line voltage variations to around 
0.02 x 10-5 m2-0eg C/watts which is less than 2% of the typical ferric 
oxide fouling resistances measured. 
Although this procedure served to meet the requirements of 
accuracy in computing thermal fouling resistance versus time plots 
manual attendance of the loop became necessary to make the readjust-
ments. Also, some data had to be sacrificed due to the above method. 
To overcome this limitation a better electrical power circuit is 
desirable. 
4.3. Effect of Variation in Inlet Temperature 
Variations in the fluid inlet temperature to the test section 
were seen usually to be caused due to fluctuations in the cooling water 
temperature and flow rate and small adjustments on the control valve 
on the cooling water line returned the inlet temperature to target 
conditions. Fig. 4.4 shows the results of a run made to study the 
effect of variations in inlet temperature on measured thermal resist-
ance. The total variation in the thermal resistance during an uncon-
trolled run in which the inlet temperature varied by 1.6°C was seen to 
-5 2 be 0.37 x 10 m -Oeg C/watts. The decrease in the thermal resistance 
with increase in temperature is due to a change in the fluid viscosity 
-4 2 0 (a change of 1. 44 x 10 em /s corresponding to a change of 1. 6 C in 
temperature). To eliminate this source of ·error the inlet temperature 
was held at its target value and only data in which the inlet 
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temperature was at its target value± the allowable tolerance was 
processed to determine fouling resistances. 
4.4. Effect of Flow Rate Variations 
Flow rate variations were observed to be generally ow1ng to 
ferric oxide deposition on the throttle valve and pipe fittings in 
the heat loop. Variations in the flow rate would cause changes in the 
thermal resistance and thus could cause significant error in the 
measured fouling resistances. As the heat input q to the test section 
and the inlet temperature TIN was held constant, this variation mani-
fested itself in causing variationsin the fluid outlet temperature as 
is evident from the overall heat balance ~quation q = mcp (Tout-Tin). 
To determine the extent to which variations in the flow rate would 
produce changes in the measured thermal resistances a run was made on 
tap water in which no effort was made to control the flow rate. Fig. 
4.5 shows the results of this trial. The total variation in the 
measured thermal resistance corresponding to a change of 0.6°C in the 
fluid temperature rise was observed to be 1.0 x 10-5 m2-Deg C/watts. 
This variation can be readily explained on the basis of the Seider-
Tate equation for fully developed turbulent flows. An examination of 
the equation 
hid "_ 
-k--
shows that with the fluid properties rema1n1ng constant a change in 
velocity caused by a change in the flow rate would cause a variation 
in hi, the film coefficient of heat transfer as hi is seen to be 
directly proportional to u0· 8. Also, with heat flux remaining 
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constant a change in the flow rate would be reflected by a change in 
the wall temperatures. To overcome the error in the measured thermal 
resistances on this account, the following methodology was adopted. 
The flow rate through the test section was maintained constant by 
making adjustments on the speed control of the recirculation pump and 
on the throttle valve so that the outlet temperature TOUT remained 
constant. Also, only those data in which the fluid temperature rise 
(Delta) remairied at its target value was used for computation purposes. 
The results of these trials showed that all the three operating 
variables were inter-dependent and usually required small adjustments 
to maintain the desired conditions. Also, in order to maintain com-
parable precision in the thermal fouling resistances measured the 
variations in the prime operating variables viz the line voltage (hence 
heat flux), flow rate (hence fluid outlet temperature) and the fluid 
inlet temperature which can be tolerated are small. In addition, the 
procedure of processing only those data for computation in which TIN, 
TOUT and line voltage V remain at the desired target conditions 
eliminates possibilities of error due to fluctuations in the operating 
conditions of the heat loop. 
4.5. System Sensitivity 
In order to establish the sensitivity of the thermal sensors in 
following fluctuations in temperature a trial was made on tap water in 
which a step change was made in the fluid inlet temperature and the 
resistance signals from the wall thermistors logged continuously to 
determine the response delay time for the thermistors. Saturated 
steam at 1 KPa and ~9.8°C was passed through the test section and 
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after the thermistor readings showed steady value, cold water at room 
temperature was pushed through the next instant. The procedure was 
repeated in the reverse order. Fig. 4.6 shows the results of this 
trial. The delay time for the thermistors to reach final response 
is seen to be small. 
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Fig. 4.6. Thermistors Response to Step Changes in Temperature. 
CHAPTER 5 
RESULTS AND DISCUSSION 
5.1. Summary of Fouling Trials 
Following construction of the heat loop, 26 trial runs were made 
to study the fouling behaviour of an aqueous suspension of ferric oxide 
in 10.92 mm ID 316 type stainless steel tube. These runs which con-
stituted the testing process of the heat loop, can be divided into 
three categories. 
(i) Runs made on tap water to study the effect of various sources 
of error, e.g., variations in the prime operating variables which if 
inadequately controlled during the course of a run,would bear upon the 
accuracy of the measured thermal resistances as a function of time. 
(Results of these runs have been presented in Chapter 4). 
(ii) Trials to study the effect of fluid velocity, heat flux, 
ferric oxide concentration and tube wall temperature on the fouling 
behaviour. 
(iii) Two specialty trials designed to study the effect of oxygen 
concentration and the action of an aggressive chloride ion on constant 
rate ferric oxide fouling behaviour in an attempt to test the validity 
of the crevice corrosion hypothesis concerning fouling behaviour 
presented in reference [22]. 
An important aim behind the runs made in category (ii) in 
addition to studying the effect of some known primary variables 
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TABLE XI 
Summary of Ferric . o~ide Foulin g Trials 
Asymptotic 
Mixed 51 ze Fouling Initial 
Run Heat Reynolds Ferric Oxide Res 1 s tan;e Foul fng Run 
No. F1 ux Nunt>er Particles Cone. Rf* X 10 b Rate bR( Duration 
Watts/M2 ppM SQ.M-~GC/ Hr-1 SQ.M-DEGC/ Hrs. WAITS WAITS-HR. 
005 111~01 16313 2400 0.78 4.3 3.35 3.13 
006 102828 16638 2400 - 2.42 
007 93227 16381 2400 0.88 1.67 1.50 2. 42 10.22 
008 112624 15657 2400 -0.51 
009 110936 20576 3400 1.22 1. 32 1.61 2.40 
010 110622 205 78 3400 1.42 2.01 2.8 2. 37 
011 1126 79 20560 2400 0. 58 6.15 3.57 1.40 
012 1126 79 20560 2400 0. 91 3.02 2.75 2.10 
026 117115 16094 2400 - 3.01 
016 11125 7 18314 2400 0. 72 5.86 4.22 1.9 
017 91183 17790 2400 1.01 2.15 2.17 1.85 
Ola 121998 28347 2400 0.47 4.01 1.88 1. 91 
019 119336 22566 2400 0.55 4.93 2. 71 1. 71 
020 115 309 17174 2400 0.62 1. 97 1.22 2.18 
021 11696 7 12933 2400 0.50 2.02 1. 02 2.26 
022 96918 29737 2400 0.44 2.09 0.92 2. 01 
023 97094 20192 2400 0. 74 7.7 5.7 1.83 
024 E9!~ 6 15843 2400 0.82 2. 23 1.83 2.20 
025 92'150 11874 2400 0.6 7 2.10 1. 41 1. 75 
015 :10766 29077 2400 - 4.61 
Tube in linear foulin 
- ------
.. 
Comnents 
First successful run with thermal fouling. 
Successful run to induce tube into linear 
fouling. 
Run to study the effect of extended operation. 
Attempt to duplicate run 005 ~ Data 1 imi ted 
and inaccurate owing to voltage dip ifld 
C.W. temperature fluctuation. 
Run to study effect of 1ncreased concentration 
of Fe2o3 3400 p~. 
Attempt to duplicate run 009 to study 
reproducibility. 
Set of runs to study effect of incomplete 
deposit remova 1 (residua 1 deposits} on tube 
wa 11. 
Run to examine crevice corrosion hypothesis 
by addition of chloride ions . 
Run to study effect of local wall temp. 
on fouling resistance at high heat flux. 
Similar to run 016 above except at low heat 
flux condition . 
.. .-. 
Runs to study effect of Reynolds number 
and heat flux at high heat flux. 
As above. 
As above. 
As above. 
Run to study effect of Reynolds number and 
heat flux at low heat flux. 
As above. 
As above . 
As above. 
Run to study the effect of oxygen concentratior 
on fouling rate . 
......, 
\0 
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affecting fouling was to examine reproducibility of data with that 
already reported for a simi 1 ar system in the 1 i terature [22 ,23]. Lack 
of reproducibility of data has constantly plagued researchers in the 
fouling field. Even for similar systems studied [15,281 wide varia-
tions in the results have been reported. Also, one criticism of the 
results reported in the above reference was that by electric heating 
of the test section stray magnetic or electrical effects could have 
been induced which could have affected the fouling resistances 
obtained. With the present test section design, the heat transfer 
surface was segregated from electric currents and therefore offere d an 
opportunity to test the validity of that criticism. 
The purpose, operating conditions and the results obtained 
for the ferric oxide fouling trials are summarized in Table XI below. 
Fouling resistance data for trials in which thermal fouling was 
observed, as witnessed by increase in the wall temperature, have been 
fitted to the classical Kern-Seaton model [6] 
-dR J Values of the initial fouling rate f = bRf* 
- dt t=O 
are a 1 so 
included in Table xr · 
5.2. Calculation of Fouling Resistances 
Local fouling resistances at each thermistor station and the 
mean value of the fouling resistances (RFM) based on the mean heat 
transfer coefficient for the whole tube, at any specified instant, 
have been computed from the generated thermal data. As mentioned 1n 
Chapter 1 local values of fouling resistances are more desirable; 
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however, to reduce the amount of data handled, mean fouling resistances 
were considered adequate for study of fouling behaviour with time. 
The mean fouling resistance versus time curves are reported to be 
similar to the local fouling resistance versus time curves I3J. Local 
fouling resistance at any time t is given by the rise in wall tempera-
ture from the clean wall condition divided by the heat flux or simply 
T - T 
wt we 
q' (5.2) 
The above equation can be readily deduced as follows: 
At time t = 0, total resistance -- R -- Twc - Tb . 
0 q' 
(5.3) 
After initiation of fouling, an additional resistance due to fouling 
is built on the inside surface of the tube, thus increasing the total 
thermal resistance which increases the wall temperature to a new 
value Twt since other conditions, i.e., heat flux supplied and bulk 
temperature remains constant. 
Ro + Rf T - Tb • = wt . . 
q' 
(5.4) 
From (5.2) to (5.4) 
Rf Twt -
T 
= we 
q' 
(5.5) 
The assumptions implicit in the use of Eq . (5. 5 ) are 
(i) Heat losses from the insulated test section are very low 
(negligible) and/or do not alter significantly with increase in wall 
temperature. This is validated by the fact that 6T across t he test 
section (Tin-Tout) remains constant through the course of a trial. 
The error due to this assumption can be reduced if q' is calculated 
from q . = m Cp [Tout-Tin]/A (5.6) 
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If the mass flow rate is accurately determined value of q' using (5.6) 
is very accurate [ 22 ]. 
(ii) R
0 
= sum of wall resistances +fluid film resistances + 
resistance due to the mercury layer does not change as the fouling 
run proceeds. As wall temperature increases were typically around 
l°C this assumption appears reasonable. In case of large increases 
in wall temperatures, a correction term may have to be employed for 
change in R
0
, or for any blockage effects or surface roughness 
effects on deposit-to-fluid heat transfer. 
Thus for run 020 at time 1.60 hrs. and thermistor station 
T 109 the local fouling resistance is 
T - T 
wt we 
q' = 124.4- 123.7 = 0.57 x 10-
5 M2 -Oeg C/Watt 115309 
Table XII below gives the results from computer program FOUL used to 
compute the fouling resistances. Thermistor stations which register 
fouling resistance of 0.0 after time zero are excluded from calcula-
tions as they may contain defective thermistors. 
The first section of FOUL constitutes program PAR which 
evaluates properties, inlet and outlet temperatures, performs heat 
balance, calculates the Reynolds and Prandtl numbers and the Nusselt 
number using the Seider-Tate equation 
hiD 
t< = 0.023 (Re)0.8 (Pr)0.33 (~)0.14 lJ W ( 5. 7) 
Part 2 evaluates the local wall temperatures and the local fouling 
resistance at each thermistor station. Included in FOUL is also a 
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method for calculating (RFM) based on computation of the film 
resistance and the fouling resistance for the whole tube at any 
specified time. · This is based on the following considerations. The 
fouling resistance at any instant is given by 
l 
- . --
umean (fouled condition) umean (clean) 
1 
(5.8) 
Where the instantaneous mean heat transfer coefficient is given by 
u 
mean 
= 
Where 6T = mean temperature difference and is equal to 
m 
6T = 
m 
Derivation for 6Tm is presented in Appendix 4. 
(5 .9) 
(5.10) 
The temperature difference Tw - Tb is evaluated at the central 
eight locations, thus excluding the thermal entrance and exit regions, 
and fitted to a quadratic equation in distance by least squares. 
The integral in Eq. (5.10) is then evaluated numerically. A linear 
increase in bulk temperature with length is assumed a condition 
equivalent to assuming a uniform heat flux with distance. The com-
bined heat transfer coefficient and RFM is evaluated from Eqs. (5.8) 
and (5.9 ). Output from FOUL also lists out the following data: inlet 
fluid temperature (TIN), outlet fluid temperature (TOUT), mean wall 
temperature (TM), fluid temperature rise (DELTA), film plus fouling 
heat transfer coefficient (H), film plus fouling thermal resistance 
( R). 
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Subroutine BFIT has been used in the latter part of the program 
to curve fit the mean fouling resistance (RFM) by .least squares method 
to the equation 
R = R * (1-e-bt) f f (5.11) 
Output from this subroutine, shown in Table XII above, gives the fitted 
values of Rf and of Rf* and bin Eq. (5.11). Units ofWATTS, DEGC, 
HOUR AND METRE have been used throughout in all computations. 
5.3. Fouling Resistance Versus Time Behaviour for 
Ferric Oxide Fouling Runs 
5.3.1. Nature of Fouling Curves 
Three distinct behaviour modes were observed in the curves 
obtained from trials made for ferric oxide-tap water suspension foul-
ing of 316 stainless steel as seen in Figs. 5.1, 5.2 and 5.3. A brief 
discussion for each type follows below. 
Asymptotic increase in fouling resistance with time is depicted 
in Fig. 5.1 which was the most frequently obtained type of fouling 
curve. Fouling behaviour as suggested by Kern and Seaton [6] is borne 
out. The solid line is the least square fit of Rf to the equation 
( -bt) R = R * 1-e f f (5.11) 
Fouling occurs at a decreasing rate before reaching an asymptotic 
value and an examination of the curve shows that Eq. (5.11) adequately 
characterizes the fouling behaviour and is a fairly good fit of the 
experimental data. 
Fig. 5.2 shows another type of fouling curve obtained for the 
system studied. This curve was obtained when the test section was 
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prefouled at zero heat flux or at low heat fluxes with alternate 
heating and cooling for periods over eight hours before commencing a 
run. As is evident in the figure it shows a near linear dependence 
of fouling resistance with time. 
A third type of fouling curve was obtained when the operating 
time for an asymptotically fouled tube was extended beyond 2-5 hours 
to 10 hours. Fig. 5.3 shows the nature of the fouling curve obtained 
for this run. An examination of the experimental data for this run 
(Appendix 5) shows that extension of the operating time results in 
fouling becoming an unsteady state process whereby fouling resistances 
decrease followed again by refouling (increase in fouling resistances). 
Taborek et al. [10] have also observed curves of this type. For the 
first 2.42 hours it is seen that the tube fouls asymptotically to a 
level A. At 6.30 hours the wall temperatures almost return to clean 
wall conditions. Then the tube refouls at an increasing rate and 
finally decreases. Decrease in the fouling resistance is interpreted 
as deposit release from the wall, in which case refouling would occur 
as observed. Data from this single run is, however, insufficient to 
reach any conclusions with respect to deposit release rates. Also, 
during the course of this run, the equipment was left unattended for 
long periods of time and consequently data processed is limited. 
More controlled and planned experimentation as outlined in reference 
[22] would have to be carried out to determine refouling and release 
rates. 
The difference in these three curves is due to difference in 
their operating mode and all three types of fouling curves can be 
90 
obtained while running under identical operating conditions. 
5.3.2. Reproducibility of Fouling Curves 
An important criterion which must be met in the setting up of 
any experimental research unit is that of reproducibility and that the 
results or data obtained are valid. In order to establish reproducibil-
ity of ferric oxide fouling versus time curves two trials were conducted 
under identical operating conditions of Re No. 20575, heat flux 110936 
Watts/SQ.M and ferric oxide concentration of 3400 ppM. Fig. 5.4 gives 
the results of these trials. As it can be seen, the curves appear to 
be reasonably reproducible. The coefficient of variation for the para-
meters Rf* and b for the least squares fit of the data to the equation 
Rf = Rf* (1-e-bt) 
are 8% and 20%, respectively, as seen in Table XIII. 
Fig. 5.5 shows the fouling curves obtained for runs 007 and 024 
at near identical conditions. Taking into consideration the small 
difference in the operating conditions both the curves appear fairly 
similar. 
One question which must be answered before the observed increase 
in wall temperatures is taken as valid data representing the fouling 
process is whether these increases actually reflect a fouling process 
or whether they are induced by thern1al transients, a possible source of 
error in a previously reported study on dilute sand-water slurry [3]. 
Analysis of the thermal data for the ferric oxide fouling runs shows 
that fouling curves obtained are an accurate representation of the 
fouling deposit growth. Since most of the trials were made by 
operating for over three hours with ferric oxide in the system, and 
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TABLE Xlii 
Reproducibility of Fouling Curve Parameters by Fitting Fouling 
Data to Rf = Rf* (1-e-bt) . 
Heat Flux: 
Reynolds No. 
110936 WATTS/SQ.M 
20575 
Ferric Oxide Concentration: 3400 ppM 
Run No. 
009 
010 
Average 
Std. Deviation 
Coeff. of Variance 
R * f 
SQ.M-DEGC/WATTS)xl0- 5 
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1 . 32 
. 10 
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then removing any deposit by quick draining and honing of the tube 
before time zero, the bulk fluid properties remained the same before 
and after commencement of a run and would not contribute to any 
thermal trans i ents arising from change in bulk fluid properties--a 
point macie in reference [22]. Also, honing of the test sections 
returned the wall temperatures to the clean wall conditions. Table 
XIV shows the clean wall temperatures prior to starting a run, wall 
temperatures on completion of a run (i.e., at fouled condition) and 
temperatures after honing the tube. Even if the system were being 
operated on tap water before commencement of a trial and addition of 
ferric oxide, the possible change in the fluid viscosity, fluid 
property which would affect most the heat transfer coefficient, 
would be negligible to cause the temperature increase observed [22]. 
5.3.3. Re roducibilit of Foulin Data with that 
Reported in Literature 
To establish the reproducibility of the fouling resistance data 
for ferric oxide fouling of stainless steel, the thermal fouling 
resistance versus time curves obtained were compared with the fouling 
curves of a si milar system used in a previous study [22] for identical 
or near identical conditions . Figs.5.6 and 5.7 show the fouling curves 
obtained for runs 020 and 024. Superimposed on the same plot are the 
foulin g curves for runs 38 and 55 (converted in SI units ) from 
Hopkins [22]. An examination of the above fi gure shows that under near 
or identical conditions the previously reported res ults are similar to 
that obtained in the present study. The small deviations seen in Fi gs . 
F.6 and 5.7 are due t o the minor differences in ope rati n9 condi t i ons (heat 
T 
IN 
No oc 
Clean wall 
temps . after 
reaching 50 . 1 
steady states 
prior to a 
trial 
Temperatures 
on completion 
of a r un 50. 1 
(fouled condit on 
Temps. at 
steady 
state 50 . l 
after hon-
ing tube 
TABLE XIV 
Thermal Data from Runs 009 and 010 to Determine Effect of Honing Tube Wall on The rmal Resi stance 
T TEMP. T T T T T T T T T T 
OUT- RISE 1 1 1 1 1 l 1 1 1 l 
LET DELTA 0 0 0 0 0 0 0 0 0 1 
oc oc l 2 3 4 5 6 7 8 9 0 
56.9 6.8 82 99.7 101.0 103.4 102 . 4 104.6 101.7 107.6 111.5 109.3 
56.9 6.8 82.3 102.5 101.9 103.8 103.1 104.8 104.4 110.1 111.9 111 . 1 
56.9 6.8 82.3 99.4 99 103.3 101 . 0 104.7 101.8 108. 2 111.1 107 .9 
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Temp. 
104 
105. 3 
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flux and Reynolds number) for the two runs. Fouling data for ferric 
oxide fouling of stainless steel from both studies appear to be 
fairly reproducible. Also, it seems that the fouling behaviour 
observed by Hopkins was not influenced by any magnetic or electric 
effects since nearly similar results are obtained in the case of 
keeping the test section electrically isolated, as in the present study. 
5.3.4. Effect of Reynolds Number and Heat Flux 
To study the effect of Reynolds number and heat flux on the 
fouling behaviour,two sets of trials were conducted at heat fluxes 
I 
of 115-122 KW/M2 and 89-96 KW/M2 for a Reynolds number range of 
11870-29740. All the runs were made at the standard ferric oxide 
concentration of 2400 PPM. The results of these trials are shown in 
Table XV and the generated fouling curves in Figs. 5.8 and 5.9. An 
examination of these results show that lowering the heat flux or the 
Reynolds number generally causes aD increase in fouling. Increasing 
the Reynolds number increases the shear stress and consequently, the 
scouring of already deposited material. Because of the competition 
between deposition and release, the net effect of an increased scouring 
rate will be a lowering of ·the asymptotic fouling resistance. This 
relationship between Rf* and Reynolds ·· number has been· observed previous-
ly by other investigators E7,10]. The effect of fluid velocity on the 
asymptotic fouling resistance at two heat flux levels i s shown in Figs. 
5.10 and 5.11. Asymptotic fouling resistance is seen to first increase 
with velocity, go through a maximum and decrease with increa sing velocity. 
Maximum value of Rf* is seen to occur at low velocities. Watkinson et al. 
[15] have discussed the possible reasons for the velocity maximum and the 
maximum in the Rf* 
TABLE XV 
Effect of Reynolds Number and Heat Flu x for Mixed Size Ferric Oxide Particles Concentration 2400 PPM 
~ 
II 
-5 Heat Run Wa 11 ~,J a 11 Rf X 10 b Initial RUN Flux Reyno 1 ds Time Temp. Temp . Mass Flow Fouling j 
NO . ~J/~12 No. Hrs. Clean Increase Rate Kg/sec M2-oegC/Watt hr-1 Rate , 
oc ac 
aRf 
- t=o 
at 
= bR * f 
018 121998 28347 1 . 91 108.7 0.6 0. 12 70 0.47 4. 01 1. 88 
019 119 336 22566 1 . 71 112.0 0.8 0. 1000 0.55 4.93 2. 71 
020 115309 17174 2. 18 116.5 0.7 0.0750 0.62 1. 97 1 . 22 
021 11696 7 12933 2.26 124.8 1 . 1 0.0550 0. 50 2.02 1 . 01 
022 96918 29737 2.01 95.9 0.4 0. 1350 0.44 2.09 0.92 
023 97094 20192 1 . 83 1 01 . 6 0.9 0.0900 0.74 7.7 5.70 
024 89116 15843 2.20 104.4 0.8 0.0700 0.82 2.23 1. 83 
025 92950 11874 1 . 75 112.6 0.6 0.0510 0. 6 7 2. 1 1 . 41 
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velocity curve is therefore not surprising. From the above figure it 
can also be seen that the effect of the Reynolds number on the 
asymptotic fouling re~istance is more pronounced at low heat fluxes 
than at a higher level. 
In an attempt to establish the compatibility of experimental 
data obtained for these runs with the fouling models presented in the 
literature it was decided to examine these data against specific foul-
ing theories to test whether it would bear out the theoretically 
predicted results. As most of the fouling data were routinely fitted 
to the Kern-Seaton model equation Rf = Rf* (1-e-bt), the experimental 
data were examined against this equation to see whether it shows the 
same dependence of Rf* and initial fouling rate dRf I t=O on the mass crt 
flow rate. 
The basic differential equation for the Kern-Seaton model is 
given by 
dx K1cw - K2Tx (5.12) dt = 
where X = foul ant deposit thickness 
w = mass flow rate 
T = shear stress at the tube wall 
C = concentration of foulant in the fluid 
t = time and K1 and K2 are proportionality constants 
Assuming that all variables · on the right hand side of the above equa-
tion are constant except for x, integration from x = 0, at t = 0 gives 
X = (5.13) 
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deposit 
103 
Defining Rf by Rf = ~ where kd = thermal conductivity of the 
d 
= (5.14) 
By definition the asymptotic fouling resistance is given by 
R * = f from E q . ( 5 . 1 4 ) . 
( -bt) Also, examining this equation against Rf = Rf* 1-e gives b = K2T. 
Further assuming the Blasius expression for friction factor to be valid 
in this case, then 
2 
T = pUb f /2 
or 
2 DUb -0.25 
= o.79pUb r ~ ~ (5.15) 
(5.16) 
Thus, according to the Kern-Seaton model the asymptotic fouling resist-
ance, Rf*, should vary as w-0· 75 and the initial fouling rate bRl 
should vary directly as W. 
Log-Log plots in Figs. 5.12 and 5.13 of the asymptotic fouling 
resistance and the initial fouling rates against mass flow rates for 
four runs 018, 019, 020 and 025, all made at a ferric oxide concentra-
tion of 2400 PPM, show that Rf* varies inversely as mass flow rate 
raised to the power of 0.62 which appears to be in keeping wi t h the 
general fouling theory presented by Kern [6]. This result appears 
also to be supportive of the mass-transfer controlled fouling theory 
104 
of Watkinson and Epstein I5J, which predicts that in the absence of 
blockage, Rf* should vary inversely as mass flow rate W raised to a 
power of 0.75-1.0 depending upon the degree of roughness. For the 
same fou1ing runs the initial fouling rate ~Rtf lt=O = bRf* is seen to 
vary directly as the mass flow rate raised to a power of 0.97 which 
appears to be in keeping with the above cited theories of Kern 16] and 
Watkinson and Epstein 15] which predict the initial fouling rate to 
vary directly as the mass flow rate raised to the power unity. 
The reason for restricting analyses of data for these four runs 
was that they showed a two-and-a-half times increase in the mass flow 
rate with the wall temperature at time zero remaining relatively constant 
at 112 ± 4°C. Since fouling behaviour is known to be temperature depend-
ent, an appropriate condition which must be met in studying the effect 
of mass flow rate on Rf* and initial fouling rate is that the fluid-deposit 
interface temperature should be constant. Range of Reynolds number studied 
in Figs. 5.12 and 5.13 is 28347-11874. Superimposed on the above figures 
are also the results reported for ferric oxide fouling of 304 stainless 
steel by Hopkins [22]. An examination of the two results show that the 
results of effect of mass flow rate on Rf* are comparable. 
Comparison of runs 019 and 020 with 023 and 024, respectively, 
in Figs. 5.14 and 5.15 illustrates the effect of heat flux on the 
fouling resistance at nearly constant Reynolds number. It is seen 
that a decrease in the heat flux raises the fouling curve, i.e., Rf* 
1ncreases. One possible explanation for this behaviour could be that 
high heat fluxes are associated with higher thermophoretic forces 
which drive the particles away from wall [38]. The above reasoning, 
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however, does not appear to be universal and entirely in consistence 
with the experimental observations. Fouling trials, in which the tube 
had been prefouled at low heat flux prior to time zero and then sub-
jected to high heat flux showed a constant fouling rate at an enhanced 
rate over a conventional run at similar conditions. The thermophoresis 
hypothesis in this case fails to explain fully the inverse dependence 
of fouling resistance on heat flux. A more plausible explanation, it 
appears in this case, is the one provided by Hopkins [22] and Epstein 
[13,23]. At high heat fluxes the wall temperatures are higher. Also, 
the solubility of oxygen is known to decrease with increasing tempera-
ture [40]. Therefore, at a high heat flux operating condition, the 
solubility of oxygen is decreased at the wall. As it was seen in a 
later run that by purging out the oxygen by nitrogen from the circulat-
ing fl~id the fouling rate was seen to decrease and since the fouling 
rate also decreases with increasing temperature it appears that the 
decrease in fouling resistance at high heat flux is explainable by 
the decrease in the solubility of oxygen at higher wall temperatures, 
i.e., at high heat fluxes. 
5.3.5. Effect of Local Wall Temperatures on Fouling Behaviour 
At constant heat flux operation, the heat flux together with the 
flow rate establishes the clean wall temperature profile with wall 
temperatures increasing in the direction of fluid flow. By plotting 
the local fouling resistances along the tube wall at each thermistor 
station against the corresponding clean wall temperatures, the influ-
ence of local wall temperature on fouling resistance can be determined. 
Fig. 5.16 shows a plot of local values of Rf at time t = 1 hour against 
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TABLE XV] 
Local Fouling Resistances After One Hour as a Function of Local Wall 
Temperature for Runs 016 and 017 
- -
Heat Flux Heat Flux 
RUN NO.Ol6 11125 7W/M2 RUN N0.017 91183W/M2 
Thermistor Local Foul- Local Wall Local Fouling Local Wall Station in~ Res. Temp. at Res. ( M2_ Oeg C/ Temp. at 
(M -Deg C/ t=O Watt X 105 t=O 
Watt X l 05 
T10l - - - -
T102 0. 86 110. 2 1 . 1 7 92.8 
T103 0.92 108.6 1. 53 91.2 
Tl04 0.68 109.4 1. 70 90.6 
T105 0.78 109.7 1. 70 90.3 
Tl06 0. 36 111 . 5 - - -
Tl07 0. 80 111 . 7 0.63 94.8 
T108 0. 71 119.0 0.58 99.2 
.T109 0.60 119. 4 0.61 99. 1 
T110 - - - -
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corresponding clean wall temperature at time t = 0. Table XVI shows 
the results of two trials conducted to investigate the above effect. 
From the figure it i·s observed that for the lower heat flux condition 
higher overall fouling resistances were observed for operating times 
in excess of one hour than the high heat flux condition. Also, for 
the lower heat flux situation where local wall temperatures ranged 
between 77°C and 100°C there is a sharp decrease in the fouling resist-
ance with local wall temperatures as opposed to the higher heat flux 
situation where the wall temperatures ranged between 86-121°C and 
which shows only a small decrease compared to the former condition. 
The probable reason for the observed inverse dependence of 
fouling rate on the wall temperature is believed to be due to decrease 
in solubility of oxygen at the tube wall as temperature increases. 
Since another run designed to study the effect of oxygen concentration 
on the fouling resistance showed that the fouling rate decreased with 
decrease in oxygen concentration, the above reasoning appears valid. 
5.3.6. Effect of Concentration of Ferric Oxide Particles 
on Fouling Resistance Versus Time Curves 
Two concentrations, 2400 and 3400 PPM, of mixed size ferric 
oxide particulates were used to investigate the effect of increasing 
concentration of Fe2o3 on fouling curves. For both the cases, thermal 
fouling was readily observed and the resulting curves are shown in 
Fig. 5.17 and Table XVII shows the results of these two trials. The 
data generated for these two runs clearly show an increase in the 
initial rate of fouling with an increa se in concentration su pport ing the 
view that the deposition ra t e i s a direct function of the concentration 
RUN 
Oll 
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TABLE XVII 
Effect of Ferric Oxide Concentration on parameters b and 
and Initial Fouling Rate by Least Squares Fit of Fouling 
Data to Rf = Rf* (1-e-bt) 
R * f 
Ferric Oxide b Asymptotic Initial 
Cone. hr-1 Fouling Resistance Fouling 
(ppM) R * Rate f 
M2- De0C/i~a tts dRf 
- = bR * dt t=o f 
M2 -DegC 
w-hr 
2400 6.15 0.58 3. 57 
3400 1 . 32 1. 22 1 . 61 
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of the particulate matter present in the system. 
5.3.7 . Effect of Residual Tube Wall Deposits on the 
Fouling Curve 
113 
A trial carried out by Hopkins [22] using a prefouled tube and 
at low ferric oxide concentration had shown that even though the 
thermal sensors gave no indication of thermal fouling (the wall 
temperatures remaining at clean wall conditions) deposits were present 
on the wall; consequently, residual deposits would always be present 
on the tube wall for any tube used in a trial unless it was honed 
prior to commencement of a run. 
The effect of these residual deposits on the fouling resistance 
versus time curves was studied as follows. On completion of a fouling 
run, heat flux to the test section was cut off and the circulation 
flow rate raised to a maximum (pump speed increased to 100%) for five 
minutes. Next, the set conditions for the heat flux and the flow 
rate were re-established and the data logged as before. Analysis of 
the thermal data, allowing sufficient time to eliminate the effects of 
thermal transients, showed the tube to return to clean wall conditions. 
On continuing the fouling trial it was observed that the tube fouled 
to a much higher level than before. Fig. 5.18 shows the two fouling 
curves generated for the above two trials. Superimposed on the above 
figure are the results of a set of similar runs reported in references 
[22,23]. Both the runs 011 and' 012 were conducted under identical 
conditions except that the tube in run 011 was honed prior to time 
zero while in the second run 012, the deposit from the previous run 
had been removed due to a possible deposit cracking and fluid shear 
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by increasing the velocity [22] and contained some residual deposits 
present on the tube wall. From these curves it could be concluded 
that residual deposits present on a tube wall promote fouling. Return 
of the tube wall temperatures to clean wall conditions by cooling and 
raising the velocity is interpreted as spalling or cracking of the 
deposits due to thermal stresses set up by sudden cooling of the tube 
wall and the high velocity assists in shearing off and removal of the 
deposit. Also, since tubes containing residual deposits foul at a 
higher level than clean tubes, it could be postulated that the fouling 
rate is a function of some mechanism which is increased by the presence 
of spotty residual deposits--a view also held by Hopkins [22]. 
5.3.8. Effect of Ox~gen Concentration on Fouling Behaviour 
To study the effect of ·oxygen concentration on fouling behaviour 
an experiment was conducted in which the tube was induced into the 
linear fouling condition by cooling an asymptotically fouled tube with 
rapid fluid circulation at zero heat flux for over eight hours and then 
restarting the flow of heat. After 2.16 hours the air line in the storage 
tank which served to keep the suspension agitateq and in sured that the foul-
ing fluid remained saturated with oxygen, was replaced by nitrogen. 
At 3.40 hours, the n~trogen was switched off and air re-introduced. 
Results for this run are shown in Fig. 5. 19. On introduction of the 
nitrogen it was seen that although the tube remained in a s t ate 
fouling, the rate had dropped to about half of that when the agitation 
was being carried out by air and the suspension remained saturated 
with oxygen. On re-introduction of air, however, no change in the 
slope of the curve was observed. Included i~ Fig. 5.19 is a foulin g curve 
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at near similar conditions of heat flux, Reynolds number and 
particle concentration starting with a clean honed tube, for the sake 
of comparison. From the results of this run it is inferred that the 
fouling behaviour of stainless steel with a ferric oxide suspension, 
under the experimental conditions investigated here, is intimately 
associated with the presence of oxygen in the suspension and the rate 
of fouling is dependent upon the oxygen concentration and rate of 
oxygen transport to the wall. 
Physically, the above results can be interpreted as follows: 
Thermal stresses are set on the tube wall by procedures adopted to 
bring the tube in linear fouling. This causes deposits on the tube 
wall to crack making possible the ingression of dissolved oxygen from 
the fluid to the tube wall. This results in rapid crevice corrosion 
[13,22] at the tube wall and consequently rapid fouling (curve 2) 
allowing the wall temperatures to increase rapidly (at constant heat 
flux). Rapid increases in tube wall temperature triggers further 
cracking of deposit and thus a self-perpetuating cycle of deposit 
breakup and fouling is set up. As the oxygen is replaced with 
nitrogen, oxygen transport to the tube wall decreases, thus there is 
less corrosion and fouling rate drops (curve 3). Also, the increase 
in wall temperature decreases as compared to the previous position 
(curve 2) and hence there is less cracking of the deposit. Thus, on 
re-introduction of air the accessibility of the oxygen to the tube 
wall is markedly decreased than from the initial condition and hence 
the tube fouls at a decreased rate compared to the initial position 
(curve 4). 
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5.3.9. Fouling Trial to Study the Crevice Corrosion Hypotheses 
of Ferric Oxide Fouling of Stainless Steel 
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An experiment was attempted to study crevice corrosion con-
trolled fouling of the stainless steel test section, in which the 
tube was inducted into the linear fouling situation and then an 
aggressive ion (chloride ion Cl-) was added to the system. The addi-
tion of chloride ion was done to initiate an accelerated corrosion of 
the stainless steel surface which would be reflected by an immediate 
jump in the thermal fouling resistance. Fig. 5.20 shows the results 
of this run. Analysis of the data generated for this run shows that 
although the tube had been prefouled to induce it into linear fouling, 
it cannot be held for certain that the tube was in the linear fouling 
situation. Comparison of the fouling resistances at time 2.15 hours 
just before the addition of the chloride ions, with that of run 020 
at nearly the same Reynolds number and heat flux is more supportive 
of the idea of the tube being in a falling rate situation than in 
linear fouling. 
According to the crevice corrosion hypothesis postulated in 
reference [22] during the falling rate period fouling proceeds at a 
decreasing rate, with the localized deposits growing at the expense 
of the unfouled tube surface which is reduced [23]. Also, the corrosion 
products from the crevice corrosion become continually incorporated 
in the deposit. Therefore, as the run progresses the corrosion or 
the cathodic reaction rate drops as the bare surface which acts as the 
cathode decreases and consequently the fouling rate drops. Thus, in 
the falling rate period although the corrosion reactions do not 
completely cease,as compared to the asymptotic situation, the 
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corrosion reaction rate continuously declines. Addition ·of aggressive 
chloride ions, of which trace amounts are capable of 11portering11 [41] 
substantial amount of metallic ions from the metal surface, in this 
situation, would attack the remaining bare surface (which is on the 
decrease) present,disrupting the protective oxide film and exposing 
fresh metal surface. This would cause a rapid burst of corrosion and 
consequently a sudden JUmp in the fouling rate. The corrosion products 
from this rapid burst of corrosion reaction would immediately be incor-
porated in the tube wall deposit and cover the . tube wall surface reduc-
ing once again the unfouled wall area. If the run is continued further 
the corrosion reactions would totally cease and the fouling rate drop 
off. The results of run 026 in Fig. 5.20 exhibit a similar situation 
and behaviour as discussed above. However, due to the limited amount 
of data no firm conclusions can be drawn but the results do warrant 
further investigations of the effect of addition of an aggressive ion 
in constant fouling rate situations to examine the crevice corrosion 
hypothesis. 
5.4. Fouling Deposit Examination Results 
Foul·ing deposits were analyzed and examined in situ, using 
(i) a light microscope 
(ii) scanning electron microscope 
(iii) an electron microprobe. 
The light microscope was helpful in observing the physical 
nature of deposits while photomicrographs of the deposit were 
obtainable from the scanning electron microscope. From the microprobe 
results valuable information was made available as, 
.I 0 
Fig. 5.20. Effect .of Addition of an Aggressive Ch lori de ion (el-l) 
on the Fou ling Behaviour of a Prefouled Tube. 
0~--------~----~~--------------~----------------~--~ 0 2 3 
TIME IN HOURS 
(a) An absorbed electron image AEI and back scattered electron 
image BEI showing the physical appearance and topography of 
the deposit, respectively. 
(b) X-ray intensity photomicrographs showing qualitatively the 
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distribution of individual elements at any point in the deposit. 
Also, by measurement of x-ray intensities correlation could be 
affected to yield a quantitative analysis of the deposit. 
Procedures for analyzing the deposit have been already mentioned 
in Chapter 2. No results could be obtained from samples of the present 
study, since no speciality trials requiring analysis of deposit had 
been made to warrant such an analysis to be carried out. The instru-
ment has ., however, been programmed and calibration standards set up 
using a clean unfouled tube and the methodology for carrying out the 
analysis established. Results obtained from samples of a previous 
fouling study are presented in Appendix 5. 
5.5. Determination of Concentration and Particle Size of 
Ferric Oxide Particles 
The concentration and size of ferric oxide particles used 
in the study was determined using the Coulter Counter, a description 
of which has been given in Chapter 2. Results of these analyses for 
a typical run and the particle size distribution during the course of 
the run, determined from periodic analysis of samples of fouling fluid 
drawn from the heat loop as the run progressed, are presented in 
Appendix 5. Table XVIII gives the particle size analysis before com-
mencement and on completion of the fouling run, while Fig. 5.21 shows 
the particle size distribution at the two time periods. The results 
of the Coulter Counter analysis indicates a particle size of 5.0-6.3 
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Particle Size Determination and Distribution in Fouling Fluid Samples 
Differential Volume % Differential Volume 
Particle Size Before Commencement · % After Completion 
Microns of Fouling Run of Fouling Run 
1. 59 0. l 0.4 
2.00 7.5 l . 5 
2.52 11 . 1 2.4 
3. 1 7 16.8 5.8 
4.00 25.6 15. 1 
5.04 19. 1 40.6 
6. 35 10.0 31. 4 
8.00 4.8 6.5 
10.08 2.7 3.0 
12. 7 l . 2 1 . 2 
16.0 0.4 0.6 
20.2 0.2 0.5 
25.4 0. l 0.5 
32.0 0.02 0.6 
40.3 0.0 0.5 
Con centra ti on 2536 2470 ppM 
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m1crons for bulk of the particles. Electron microprobe photographs 
for a similar mixed size batch of ferric oxide particles used by Hopkins 
[22] to estimate the particle size of the ferric oxide particulates 
had shown a particle size of about 5 microns. 
The difference in the particle size distribution of ferric 
oxide particulates before and after a fouling run as shown in Fig. 
5.21, appears to indicate that it is the smaller size particles in the 
range of 2-5 microns which are deposited on the wall and cause fouling. 
However, due to the limited amount of data no firm conclusions can be 
made at this stage. 
Two problems were encountered in carrying out the concentration 
and particle size analysis. Firstly, on introduction of the particles 
in the storage tank settling of the particles occurred in spite of 
agitation. Secondly, ferric oxide particles show a strong tendency to 
agglomerate. As pointed out by Adamson [42], colloidal ferric oxide 
particles tend to settle out in platelets. Also, as ferric oxide has 
a high dipole moment it would tend to produce agglomerates which would 
be fairly stable. Consequently, it may not be wholly correct to ass1gn 
the size of the particles estimated by the Coulter Counter analysis to 
the depositing particle, for the size determined by analysis may be the 
size of an agglomerate consisting of a number of particles of a basic 
size much smaller than that of the agglomerate. 
CHAPTER 6 
CONCLUSIONS 
(1) A useful experimental apparatus for studying thermal fouling 
and its i·nterrelationship to corrosion, under representative conditions, 
as in Process Heat Exchangers, on short lengths of heat exchanger tubes 
has been developed and constructed. The technique of transmitting the 
high heat flux from an externally mounted resistance heater (insulated 
electrically from the test surface) via a mercury annulus surrounding 
the test tube leaves the test surface unaffected by unwanted electrical 
or mechanical disturbances and offers much flexibility and ease of 
operation as individual test section preparations are greatly reduced. 
This also eliminates the possibilities of fouling results being influ-
enced by electrical and magnetic effects due to the passage of an 
electric current through the test section--a criticism made of a 
similar study [22] earlier. The system permits long periods of steady 
runn1ng at constant heat flux and simple control. The use of Teflon 
and other non-corrodible material of construction for all parts of the 
loop in contact with the fouling fluid allows to control the chemistry 
of the environment in that any trace metal ions, e.g., Cr and Ni 
detected in periodic analyses of the circulating fluid as a fouling 
run progresses can be traced to have emanated from corrosion of the 
stainless steel test surface thus permitting a direct correlation 
between deposition and corrosion on the test section. 
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(2) Based on trials conducted on tap water, which showed no fouling 
at all, it was seen that variations in the heat flux supplied due to 
fluctuations in line voltage, fluid inlet temperature and the mass flow 
rate could be sources of potential error in the measurement of thermal 
fouling resistances. Another prominent error can result from thermal 
transients associated with heat absorption by the insulation in the 
initial period of a run and to eliminate this system was brought to 
steady state before commencing any trial. 
(3) Thermal resistance as a function of time was determined during 
the course of a fouling trial and three types of fouling behaviour 
were observed depending on the mode of operation. 
(i) Asymptotic type fouling behaviour similar to that of many 
earlier fouling studies (3,6,22] was the one most commonly observed. 
This occurs at a steadily decreasing rate before reaching a final 
asymptotic value. 
(ii) Extended operation of asymptotically fouled tube in (i) 
resulted in an unsteady state with sudden decrease in fouling resist-
ances followed again by an increase. The decrease is interpreted as 
release of deposited material from the wall. 
(iii) If an asymptotically fouled tube was cooled with rapid 
circulation for periods up to eight hours at zero heat flux and heating 
restarted, fouling recommenced usually at a higher linear rate. 
(4) It was possible to d~plicate, quite closely, the results 
reported by Hopkins £22] for a similar system. The minor difference 
observed is believed due to the variation in the operating parameters. 
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(5) It was also seen that under near or identical conditions, values 
of Rf* and the fouling curve are similar to that in reference [22]. 
This supports the contention of Hopkins [22] that the fouling results 
obtained were due to a crevice corrosion process and not an artifact 
of that heat loop which might have caused electrical and magnetic 
effects influencing the fouling. 
(6) A study of the effects of velocity, heat flux and concentrations 
2 at Reynolds number (11000-29000), heat flux (89000-121000 W/M) and 
ferric oxide concentration (2400 and 3400 ppM) shows that 
(i) Asymptotic fouling resistance varies as mass flow rate 
raised to a power of 0.62. 
(ii) Lowering the heat flux raises the fouling curve. 
(iii) Higher values of asymptotic fouling resistance at 
higher concentrations. 
(7) An experiment conducted to study the effect of oxygen concentra-
tion on fouling rate shows that the fouling rate decreases as the 
oxygen concentration at the wall is reduced. However, no firm conclu-
sions are warranted at this stage owing to insufficient data gathered. 
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NOMENCLATURE 
A heat transfer area 
b parameter of equation 
( -bt) R = R * 1-e f f . 
C ferric oxide concentration 
Cp heat capacity of fouling 
fluid at constant pressure 
d tube diameter 
e base of natural logarithms 
f fanning friction factor 
h heat transfer coefficient 
ho heat transfer coefficient at time zero 
kw thermal conductivity of wall 
kd thermal conductivity of deposit 
m mass flow rate 
ID/00 inner/outer diameter of tube 
Q heat flow 
q heat flux 
q• heat flux 
R total thermal resistance 
R0 total thermal resistance at time zero 
Rf fouling resistance 
Rf* Asymptotic fouling resistance 
t time 
Tw wall temperature 
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Typical Units 
M2 
-1 hr 
M 
dimensionless 
dimensionless 
W/M2 °C 
W/M2 °C 
W/M°C 
W/M°C 
Kg.m/sec 
M 
watts 
W</> M
2 
W/M2 
M2-°C/watts 
M2-°C/watts 
t~ 2-° C I watts 
M2-°C/watts 
hours 
ts, T s 
tt , T c c 
TIN 
TOUT 
fluid bulk temperature 
temperature 
fouling deposit surface temperature 
wall thermocouple temperature 
temperature difference 
inlet temperature 
outlet temperature 
fluid temperature at time zero 
outer wall temperature at time zero 
overall heat transfer coefficient 
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Typ·i ca 1 Units 
oc 
oc 
oc 
oc 
oc 
oc 
oc 
oc 
oc 
W/M2 °C 
overall heat transfer coefficient at time zero W/M2 °C 
u velocity 
w mass flow rate 
X deposit thickness 
HTRI Heat Transfer Research Inc. 
OTEC Ocean Thermal Energy Conference 
DIMENSIONLESS GROUPS 
Nu Nusselt number 
Pr Prandtl number 
Re Reynolds number 
GREEK LETTERS 
power factor 
vi scosity 
\) kinematic vi scos ity 
m/sec 
Kg.m/sec 
M 
hd/k 
~ 
k 
Du 
\) 
dimensionless 
Kg/M.sec 
2 M /sec 
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Greek Letters (Cont'd) Typical Units 
shear stress N/M2 
0 time hour 
0 d time of i nduca ti on (Fig.l.l) hour 
p density Kg/M3 
difference dimensionless 
APPENDIX 1 
(ALTERNATE TEST SECTION DESIGNS) 
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ALTERNATIVE l 
Refer: Figs. A 1.1 and A 1.2. 
Summary: - System to use standard pipe split into two ~-cores - one 
half to be the fixed portion of the heating element 
(electrical heating). 
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- Provides direct contact between heating core and the test · 
section (no fluid layer used). 
Welded plate sections provide clamp position in test 
section. 
- To use 10-glass shielded thermistors as temperature 
sensors spaced equally along the removable half core of 
the heating element (and are fixed in place with epoxy). 
- Eccocoat coating on test section provides electrical 
insulation for thermistors. 
Major components: 
1 12.7/10.9 MM ID/00 stainless steel tube (104 CM long) 
1 - 20 MM nominal steel pipe (12MMID) 76 CM. long. 
4 7 1.52 MM steel plate sections (as shown). 
- 10 - 3 MM ¢ shielded thermistors (wells drilled as shown). 
Limitations: Efficient operation would depend greatly on the quality 
of the heat sink epoxy coating on the test section. As with the 
original heat loop used by Mayo [35] and Hopkins [22] it provides 
direct contact between heating element and the test section and hence 
was considered unsuitable with the objectives of the study, as electri-
cal and magnetic disturbances would not be eliminated. 
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ALTERNATIVE 2 
Refer: Figs. A 1.3, A 1.4, A 1.5. 
Summary: - Sys tern to use a 2-core combination--the i:n n e r to pro vi de 
a housing for temperature sensors (thermistors); the outer 
core to be the heating element (electrical heating with 
attached brass terminals). 
A fluid layer between the inner sens1ng element core and 
the test section provide a consistent and efficient heat 
transfer medium while permitting the test section to be 
removed independently from both heating and sensing 
cleanant. 
- An 0-ring sealing system (see Figs. A.4 and A.S) is used 
whereby a viton 0-ring bushing i~ soldered in position at 
both ends of the sensing element core (silver solder). 
- 10-shielded thermistors are located within the wall of the 
sensing core and are fixed in place with the heat sink 
epoxy res1n. (Holes are drilled as shown--not to penetrate 
the inner wall of the sensing core). 
- The outer surface of the sensing element core is coated 
with Dow Corning 1 s heat sink epoxy compound to electrically 
insulate it from the heating element. 
Major components: 
- 1 _ 12.7/10.9 MM ID/00 stainless steel tube (130 CM long) 
- l - 20 MM (Nom.) copper pipe (extra heavy wall) (91 CM) 
l 25 MM (Nom.) stainless steel pipe (66 CM) 
- 2 - Copper bushings (as shown - sketch 5) 
- 2 - Viton 0-rings (high temperature resistant) 
- 10- Shielded thermistors (3 MM O.D.) 
Limitations: This system adds the requirement of a sealing system 
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which must be resistant to 250°C. The viton 0-ring is a high tempera-
ture resistant ring (- 350°C) and provided a simple means of sealing 
the pipe. On construction the proposed sealing mechanism failed at 
high temperatures. The fluid layer also introduces the need for 
filling, draining and vapor escape parts. Also for fixing the 0-ring 
bushings in position in the copper pipe special soldering procedures 
(silver solder) will have to be employed. Problems could be encountered 
with damage to 0-rings when installing the test section. 
Advantages: Heating and sensing devices remain independent of each 
other and individual test section preparations are greatly reduced. 
Test section remains free from electrical and magnetic disturbances. 
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ALTERNATIVE 3 
Refer: Figs. A 1.6 and A 1.7 
Summary: - This method is essentially the same principle as alterna-
tive 2 -- with the sealing mechanism changed. 
- Where alternative 2 used a fixed 0-ring system, this method 
makes use of modified standard pipe caps for a removable 
scaling system. 
- Shielded thermistors are used in the same way as described 
for alternative 2 and the electrical method of heating is 
the same. 
- Steel bushings are machined for an 0-ring groove and 
located in modified pipe caps as shown in sketch A 1.7. 
- Standard steel pipe nipples (to provide threaded sections 
for pipe caps) are silver soldered to both ends of the 
copper sensing element (operating atmosphere is not corrosive). 
Major components: 
- 1 - 12.7/10.9 ID/00 stainless steel tube (104 CM long) 
~ 1 20 MM (NomJ copper pipe (91 CM long) 
l 25 MM (Nom.) stainless steel pipe (6 8 CM long) 
- 2 - Standard 20 MM steel nipples 
- 2 - Steel bushings (as shown sketch 7) 
- 2 - Viton 0-rings 
2 Standard 20 MM steel pipe caps 
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Limitations: Use of sealing mechanism shown in Fig. A 1.7 introduces 
elaborate fabrication prqcedures and compromises with easy installation 
of test sections for study. 
Advantages: As in alternative 2. In addition, this sealing mechanism 
ensures that the prevention of any leakage of the sensible heating fluid. 
is foolproof. 
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APPENDIX 2 
Calibration of Thermistors 
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All thermistors positioned on the test section to monitor 
wall temperatures were calibrated nin situ'' by running tap water and 
saturated steam at high flow rates through the test tube at several 
temperatures. The temperature of the water and the saturated steam 
was measured by precalibrated inlet and outlet thermistors. The 
latter thermistors were calibrated beforehand in a constant temperature 
oil bath for temperatures above l00°C and in a constant temperature 
water bath equipped with a thermoregulator for temperatures below 
100°C. The bath temperatures were measured with a mercury-in glass 
thermometer calibrated to 0.1°C divisions. Calibration results for 
the inlet and outlet thermistors are presented in Table A.l. 
Thermistors positioned on the test section were calibrated by 
runn1ng fluid through the test section over a range of temperatures 
which the wall was expected to reach during running. The temperature 
changes with time were kept small because of insulation transient situa-
tion. No external heat was · supplied to the test section during the 
course of the calibration run in order to maintain approximately 
isothermal liquid conditions. The resistance signal measurements from 
the thermistors were made using the same channel on the HP scanner as 
during the course of a run. Since the surface temperatures measured 
by these thermistors were expected to be greater than l00°C during a 
run, for calibrating at temperatures higher than l00°C the circulating 
hot water was replaced with saturated steam, the temperature of which 
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could be raised by increasing the steam pressure. Calibration up to 
a temperature of l30°C was carried out using steam. For temperatures 
over 130°C the wall temperatures have been calculated by extrapolation 
of the developed calibration equation. In order to determine that the 
above method was precise, a few of the thermistors were recalibrated 
in an oil bath and the calibration data compared. Difference between 
the two methods was found to be unappreciable. Also, since in fouling 
we are primarily interested in temperature deviations from the clean 
wall situation, thermistors calibrated by the method adopted above, 
will not give appreciably different results than those obtained by 
individually calibrating each thermistor in an oil bath using standard 
procedures. 
The resistance readings of the thermistors were fitted by 
least squares to the following equation: 
= eB (l - _1 ) 
. T T 
0 
where R = Resistance at Temperature T, ohms 
R0 = Resistance at Temperature T0 , ohms 
8 = Constant, characteristic of material ,°K 
T = Absolute temperature, °K 
(] . l ) 
T
0 
= Absolute reference temperature, °K (usually taken as 298°K) 
or R -
replacing by y = R' X = 1 l T- T ' 
0 
( 1 . 2) 
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Equation (1.2) reduces to 
(.].3) 
The fitted calibration equations for all the thermistors along 
2 with the values of R
0
,s and r , the regression coefficient for the least 
squares fit, are given in Table A.II below. A value of r close to 1.00 
indicates a good fit of the experimental data to the above equation. 
Temperature 
oc 
2.0 
24 . 0 
37. 8 
44.9 
48.3 
51.0 
56.2 
60.5 
65. 8 
70.3 
75.0 
80.5 
85.5 
89.0 
91.5 
93.0 
95. 8 
98.7 
105.0 
ll 0. 0 
115.0 
120.0 
125.0 
128.3 
TABLE A-I 
Calibration data for test section inlet and 
outlet thermistors TIN AND TOUT 
Thermistor 
Resistance 
Reading TIN Temperature 
ohms oc 
2320.0 2.0 
956.0 28.25 
570.0 31. 7 
442.0 35.1 
394.0 40. 1 
358 .0 48.0 
302 .0 50.0 
264.0 52.3 
224.0 
190 .0 58.0 
168.0 60.0 
143.0 
124.0 64.0 
112.0 66.0 
103.0 70.0 
100.0 74.0 
93.0 80.0 
90.0 84.0 
87 .3 88.0 
78. l 93.0 
72.8 95.0 
64. l 97.0 
59.2 98.8 
55.4 105.0 
110.0 
11 5. 0 
120.0 
125.0 
128.3 
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Thermistor 
Resistance 
Reading TOU1 
ohms 
2120.0 
959.0 
850.0 
735.0 
627.0 
475.0 
443.0 
410.0 
339.0 
319.0 
280.0 
266.0 
234.0 
195. 2 
173. 9 
154.7 
140.4 
119. 1 
112. 7 
107.4 
104 
93.6 
89.0 
78.9 
68.3 
59.5 
54.41 
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1 1 R s (- - - ) 
Least squares fit of calibration data to equation Ro = e T To for 
TABLE A-II 
thermistors TIN, TOUT, and TlOl to TllO 
-
s Ro 
The r- Constant Resi stance Regression 
mi st or in Eq. at tempera- Calibration Equation coefficient 
Number (AI- 1 ) ture 2980K r2 
TIN 3516. 14 910 . 22 3516. 14 T = l1.80+1n(R/910.22) 1. 00 
TOUT 3562.20 111 0. 95 T = 3562.20 1. 00 11.95+1n(R/1110.95) 
T101 3394.75 831 . 31 T = 3394.75 1. 00 11 . 3 9+ 1 n ( R I 8 31 . 31 ) 
T102 3340.50 863.15 3340.75 T = 11 . 21 + 1 n ( R/ 86 3. 1 5) 1. 00 
T103 3317.72 955.33 T = 3317.72 0.98 11.13+ln(R/955.33) 
Tl04 3573.73 951.55 T = 3573.73 1. 00 11.99+1n(R/951.55) 
T105 3416.29 916.92 T = 3416.29 1. 00 11.46+ln(R/916. 92 ) 
T106 3454.36 1021 .20 T = 3454. 36 0.98 11.59+1n(R/1021.20) 
Tl07 3570.74 1043.32 T = . 35 70.74 0.98 11.98+1n(R/1043.32) 
T108 3525.72 1098.38 T = 3525.72 1. 00 11.83+ln(R/l098.38) 
T109 3421.48 934.11 3421.48 T = 11.48+ln(R/934.ll) 0.98 
TllO 3388 .61 933.01 T = 3388 .61 1 . 00 11 .37+1n(R/933.09) 
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C HEA T TRANSFER FOULING (ALL UNITS IN SI SYSTEM) 
DIME NS I ON Z ( 13 ) , IRE AD ( 1 2) , M ( 1 3) , T ( 12 ) , TC ( 12 ) , X ( 1 2) , Y ( 12) , T B ( 1 2) , R 
1 T 0 T ( 7 0 0 ) , T I M ( 7 0 0 ) , T C 0 N ( 12 } , C 0 R ( 1 2 ) , F OU L ( 7 0 0 ) , W ( 7 0 0 ) 
D I ~ENS I fJ N T 2 ER 0 ( 12) , D T ( 12) t RF ( 12 ) , XA ( 1 0) , CA ( 1 0) , T K ( 1 0) 
C PROGRAM 'PAR' TO CALCUL~TE RUN PARAMETERS FLOW RATE AND HEAT 
C EALANCE 
REAL ID,LEN,NREIN,NREQT,NTEMP,INARE, INSAH 
DATA ID/e01092/,0D/e01270/,LEN/e680/,CP/4el79/ 
DATA NREIN/910.22/,NREOT/1110.95/ 
CATA BETIN/3516 .• 14/,BETCT/3562.20/ 
DATA NTEMP/2q8.0/ 
1 READ(5,101,END=l00}R,V,A 
REA0(5,428)WR 
REAG(5,417}CONC 
REA0 (5, S28 )PH,O QXC 
101 F ORMA T(F3.0,lX,F5eltlX,F5el) 
417 FORMAT(F6e0) 
42 8 FORMAT{F7e4) 
~28 FORMA T(F3eltlX,F5el) 
WRI TE (6,103)H 
1 0 3 FORM 4 T ( 1 H 1 , T 7, 7 ( '*' ) , 1 RUN NO 1 , F 3 • 0, 7 ( ' * 1 ) ) 
V.RITE(o,l04)V,A 
104 F ORM AT(lHO,T7, 1 VCLTS',F5e2tT25, 1 AMPS 1 ,F5e0) 
wRITE{6,418)COI"C 
418 FORMAT(lHO,T7, 1 FERRIC CXIDE CONC (PPM) 1 ,F8e0) 
wRITE{6,107)WR 
107 FO RM~T(1HO,T7, 1 FLO~ RATE'.F7e4.T25, 1 KGSeM/SEC') 
~RITE(6,191)PH,DCXC 
1 9 1 F fJ ~~ t.1 .~ T ( ! H 0 • T 7 , 1 P H : 1 , F 3 • 1 , T 2 5 , 1 D I S S • 0 2 C 0 N C ( P P M ) 1 , F 5 • 1 ) 
REA0(5,102)ZIN,ZCUT 
102 F~RMAT(F7.2,1X,F7e2) 
XIN=ZIN/NRE IN 
CIN=BETIN/NTEMF 
TI NK=BET IN/(ALOG(XIN)+CIN) 
T!N=TINK-273.0 
XCT=ZOUT/NREOT 
CO T=BETOT/NTEM P 
TQTK=BETOT/(ALOG(XOT)+CCT) 
TOUT::(TOTK-27 3 .0) 
TBULK=(TIN+TOUT)/2e0 
T IJ R=TIN 
O=V*A 
1 ~~ SA f.< = 3 • 1 4 1 7 * I 0 * LEN 
CSARE=3 el417*0D*L EN 
OF=Q/IN S..A.R 
WR ITE (6,10 ~ ) Q ,QF 
10 5 f ORMA T(lHOtT7,'Ht A T FLOW SUPPLIED' ,F 8 eleT 3 7, 1 WATT S 1 / 
1T 7 t 'H EAT FL LX SUPPL I ED ' ,F10eOtT37, 1 't!A TT S / SO . M') 
106 FORMAT(1HO.T7, 'TOR=TINLE:T' ,F5eltT43, 'DEG C' ,/ 
1T7,'0ENSI TY!' tF 6 eltT2 1.'KGSe/CU.M',/ 
2T 25 t 'T OUTLET ' ,F 5 .1 ,T43 ,• DEG C 1 ) 
CALL PROP(RHO,VISK,THK,TBULK) 
WRITE(6,106)TOR,RHO,TOUT 
I NARE= 3el417*(ID**2)/4 
CUARE=3el417*(00**2)/4 
UBULK=WR/( RHO*INARE) 
RE=(UBULK*ID/VISK) 
PR=tCP*VISK*RHG/THK) 
WR ITE (6,10 8 )TBULK,VISK 
155 
108 F ORMAT(lHO,T7,'AVG TEMP'.F5eltT25,'DEG c•, 
l/T7,'KlNEMA TIC',/T7,'VISCOS1TYX100 1 ,F9e6tT43,'SUeM/SEC') 
WR I1 E{6,10 9 lU BULK, RE ,PR 
109 F DRMAT(1HO,T7,'FLUIO VELOC ITY'tF 6 . 3 tl30,' M/SLC 1 t 
1/T?, ' RE YN OLDS NO' ,F9el ,/T7, 'PRANDTL NO' ,F7e2) 
HTTR=WR*lOOO.*(lCUT-TIN)*CP 
HLOSS=O-HTTR 
PERL=HLOSS/G*lOO 
QF T=HTTR/!NS~R 
WRI TE (6,110}Q,HTTR,HLOSS,PERL,QFT 
110 FORMAT ( lHO, T7, 1 r E .~T SUPP' tFlOel, T30, 'WATTS',/ 
1T7,'HEAT TRANS' tF10eltT30t 'WATTS',/ 
2T7, 'HEAT LOST' ,FlOeltT30t 1 WATTS',/ 
3T7,'PERCENT HEAT LOST' ,F8e2t/ 
4T7,'H EA T FLUX TRANS'tF9eOtT30, 1 WATTS /SOeM') 
C PHEUICTED CL EA N Y¥ ALL RESISTANCES FROM TH E 
C SEIDER-TATE EQUATION 
XNU=Oe023*(RE**Oe8)*{PR**Oe33) 
CALLPROP(RHO,VISK,THK,TBULK) 
XH = XtiU*THK/ I D 
TWA LL=QFT/Xh•TBULK 
A= VISK 
C=THK 
CALL PROP(RHQ ,VISK·,THK,TWALL) 
B= VISK 
XNU=XNU*({A/ 8 )**0.14) 
RFILM=lOOO.O*IO/(XNU*C) 
~THIC=(OD-!0)/2e0 
RWALL=WTHI C /{14e 274+0e01332*T~ALL)*1000 
RTOTAL=RFIL~~RWALL 
XHTOl=lOOO .O/HTO TAL 
'hR! TC ( 6 ,1 20 )X NU 
120 FORMAT (//T7,' NUSSE LT NO ',F9el) 
WR! T E ( 6 ,1 2 l) RF IL~,RWALLeRTCTAL 
1 2 1 F~RMAT(T7,' RF! LM',F9e3t/T7,'RWALL 1 tF9e3t/T7,•RTOTAL 1 t 
lF 9 . 3 ,T 2 7,• sa . M-O EG eC/WATTS 1 ) 
WRIT E (6,1 5 0) 
'IJ fi I T E ( 1 0 , 1 5 1 ) 
DO 8 3 0 I = 1 , 1 0 
O T( I ) = OeO 
RF (l) = OeO 
TZERlJ (I )-=0 • 0 
E30 CON TINU E 
C DAT A TR ANSFCRM ATI ON AND LINES TR~NSFOR~ATI GN 
. -· 
-
'· 
.. 
...,.. - .. 
' 
-
NLINC=O 
REA0(5,171)M 
JP = O 
ZERO= O.O 
2 RE~D ( 5 ,112.END=10)RLT!Mt(Z{I,,I=lt13) 
JP:::JP+l 
TI...,E=Z(l} 
112 F ORMAT{2XtF5.-2,F7e2t/1XtllF7e2) 
N L I N E::::: r~ L I N E + 1 
C TEMPERATURE EVALUATIONS 
XIN=L(2)/NREIN 
CIN=8E TI N/NT EM J= 
TI NK=BE TIN/(ALOG(XIN)+ClN) 
TIN=TINK-273.0 
XOT=Z(3}/NREOT 
COT= 8E TOT/NT EM P 
TOTK=8ETOT/(ALCG(XOT)+CCT) 
TOUT=(TOTK-27 3 .0) 
CAL L TE~P { Z ,T) 
DELTA=TCJUT-TIN 
C CORRECTION F OR DROP THROUGH TUBE WALL 
DO 5 I= 1, 1 0 
TCON (l)=14.274+0e01332*T(I) 
· c oR <I> = o.o 
TC CI)=T(I)-COR (!) 
l F ( M( I+3)eNEeO)TC( I ):::0 
IF(JP. EQ.l)TZERO(I)=T(!) 
DT(!)=T(l)-Tl E RO(!) 
1 F ( ,_, ( I + 3 ) • N E • 0 ) D T ( I ) = 0 • 0 
If(OT(I).LE.O.O)GO TO 87 
RF(l)=OT(l)/QFT*lOOOOO 
GO TO 5 
E 7 RF ( I ) = 0 • 0 
5 CONTINUE 
~1=0 
X0=4.05 
DO b I = 1, 8 
XO=X0+-6e5 
X(!)=XO 
TB (I) =DELTA/67. 5* X{l)+TIN 
Ml =M l+ M(I+4) 
Y( I ) = T C ( 1+1 )-TE( I) 
6 COt,IT! ~JU E 
T t-1 = 0 
SY =O • 
SX l =O,. 
SX2=0 CI 
~Xl Y=O • 
SX2 Y= Oe 
SX 1X2= 0• 
SS Xl = Oe 
' • I 
J~v 
--
----
SSX2=0. 
D'J 7 1=1,8 
IF{M(l+4)eNEe0) GO TO 1 
TM=TM+TC( I+l) 
SY=SY+Y(l) 
SX l =SX l+X(!) 
SSX l =SSX l+ X( I)*X(I) 
SSX2=SS X2+X(l)**4 
SXlX2=SX l X2 +X(l}** 3 
SXlY=SX l Y+ X(l)*Y(l) 
5X2Y=SX2Y+X(l)*X(l)*Y(l) 
7 CONTINUE 
f- ~=8-tv11 
TM=TM / FN 
I F (JPe EOel) ZERO=JM 
FOUL ( NLINE )={TM-ZERO)/GFT*lOOOOO. 
FO'JX=FOUL( NL I NE } 
SX2=SSX 1 
B=SSX1-(( SX1**2 )/FN) 
C=SX1X2-SX1*SX2/FN 
D= S X 1 Y- S X 1 * S Y / F N 
F=SSX2-(SX2**2)/FN 
G=SX2Y-SX2*SY/FN 
B2= CD*C-G*B )/(C*C-F*B) 
8 1 = ( D- 8 2 * C ) / 8 
80= ( SY-8l* S X1-82*SX2 )/FN 
AA=B2 
88=8 1 
CC=B O 
VV1 =2*AA*56 . 50 +88 
VV 2=2*A.A* 1 1 • 0+ 88 
OI S C= BB**2-4 e *AA*CC 
IF{DISC.GT.O) GG TO 8 
RMDIS=SQRT (-l.*DI SC ) 
~ R E A 1 = 2 • / H M 0 I S * ( A T A ,.~ ( V V 1 / I~ ~ D I S ) ) 
AREA2=2 e/RMDIS *(~TAN(VV2/RMDIS)) 
Gfl TO g 
8 CCNT!NUE 
ROIS=SQRT( O ! SC ) 
VV 3=~ R S (( VV1-RDIS )/{VVl+RD I S )) 
VV4 =ABS ((VV 2-RD IS)/(VV2+RDIS)) 
AREAl=l/RDIS*ALOG (VV3 ) 
A f< E A 2 = 1 / R D I S ~ A L 0 G ( V V 4 ) 
g AREA=AREA1-ARE~2 
QW=OFT*5A e 5 / 67 e 5 
DT~=67.~05/AREA *(T8 (8)-T8 { 1))/(DEL TA) 
H=QW/DT~ 
R=lOOO / H 
T I '1 ( NL I NE ) = TIM E 
I F ( NLINE. EQ .l)W{ ~LINE ) = l 
I F ( NL IN E.G T • 1 ) W ( NL I NE ) = ( T I W. ( NL I N E ) -T I ~1 ( NL I NE-1 ) ) / • 6 
157 
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WR!TE(6,113){TC(I),I=l,10) ,TIN,TOUT,T M,D ELTA,H,R,TIME 
WRIT E (l0,114)(RF(I) ,I=ltlO),TIN,TOUT,FOUXtDELTA,H,R,TIME 
HTOT(NLINE)=l/H 
G'J TO 2 
10 WR!TE (6,73} 
73 FORMAT('l'J 
CALL BF IT{RTQT,TIM,NLINE) 
CALL PFIT(FCUL,TIM,NLINE) 
Go r o too 
150 FORMAT{ 1 1 1 tT3,'LOCALIZEO WALL TEMPERATUR ES (DEG.C)' 
1 , / T 3 , 'T 1 0 1' , T 1 0 t 'T 1 02 1 , T 1 7 t 1 T 1 0 3' t T 2 4 t 1 T 1 0 4' t 
2 T 3 1 , ' T 1 0 5 1 , T 3 8 , ' T 1 0 6' , T 4 5, ' T 1 0 7 1 , T 52 , ' T 1 0 8 1 , T 59 , 'T 1 0 9' , T 66 , 
3 'T 1 1 0' , T7 3, 'TIN' , T 8 0, 'T CUT' , T 88 .. 
2T73, 'TIN' ,reo, 'TOUT' ,T88,' TM' ,T94, 'DELTA' tT102,' H', 
3 T 1 0 9 , ' f< 1 , T 1 14, 'T I ME 1 , / 1 4 { 2 X, ' DE G • C 1 ) , T 1 0 7, 1 X 1 0 0 0 ' , T 1 14, ' H'J UR S 1 , /} 
151 FGRMAT('l',T3t 1 LCCALIZED FOULING RESISTANCE (SQ.M-DEGeC/WATTS)' 
1 'T 5 0' 1 X 10 0' 0 0 0 1 • / T 3. 'T 1 01. 'T 1 0' • T 1 02. 'll 7'. T 1 0 3 I 'T24 •• T 1 04 I • 
2T 31 , ' T l 05' , 138,. ' T 10 6' , T 45, 'T 1 07' , T 52 , 1 T 1 0 8 1 , T tJ9, 'T 1 0 9 1 , T 6b, 
3'Tll0' ,T73, 'T!N' ,reo,' TCUT 1 tT88t 'RFM', T94, 'DELTA 1 ,Tl02t 'H', 
4Tl06, 'RTOT' tfll4e'TIME' ,/T70, 
5(2X, ' DEGeC 1 t2X, 'DEGeC' ,gx, 'DEG.C' ),Tl06, 'X1000', T114t 'HOURS' e/) 
1 7 1 F OR M.t, T ( 13 I 1 ) 
113 FOR~AT(l3F7.l,F6eltF7eltF7.4,F7e2) 
114 FORMAT{lOF7e2t2F7.l,F7.2,F6.1tF7.ltF7.4tF7e2) 
100 STOP 
END 
SUBROUTIN E PROP(RHO,VISK,THK,T) 
RH OC= 0.988-(T-50e)*0•0006 
RHO=Ht-IOC*lOOO. 
VI SCC= l0•**((1.~272*(20e-T)-0.001053*(T-20e)**2) 
l/(T+l 05 )) 
VI SC= VI SCC*O elO 
V! SK= Vl SC/RHO 
TH KF=Oe296938+0e834355E-3*T-Oel80265E-5*T*T 
THK=THKF* le703 
RCTURN 
E"l D 
SU BROUTINE TEMP (Z,T) 
~~E ~L NTEMP, NRES 
DIMENS ION l(l3),T(lQ),NRES{lO}tBETA(l0},XA(lO),CA(lO),TK(l0) 
DATA NTEMP/ 298 .0/ 
DATA t-IRES / 83 1 • .31 ,10 98 .3€, 1 02le20t95le55,916.9 2 . 863 e15t934ell, 
1 9 3 3 • 0 1 • <; 5 5 • 0 3 ' 1 0 ~· J • 3 2 / 
DATA B~TA/3394e7 5 t3 525 .72,3454 e36,3573.73,3416e 29 ,3340e50, 
1342 1.48,338€.61,3317.32.3570.74/ 
DO 620 1=1,10 
XA(I) = Z(l+3)/NRES(l) 
Ct. (I )= BETA( I l/NTE:\1P 
TK( I ) =BE TA( I )/(ALOG(XA( I)) +CA( I)) 
T( I >= TK (I )-273.0 
t20 CONTINUE 
RETURN 
E"J D 
SUBROUTINE BFI T(Y,X,N) 
C PR OGR AM TO FIND THE BES T FIT OF AN E XP CNEN TIAL CURVE 
159 
C N=NUMRER OF POINlS,NI=~UMBER OF ITERATI~NS,EP=ERROR PERMITTED 
C THE EXPONE~I T IA L EO . IS Y= A +8 ( 1-EXP (-C* X) ) 
C A8&C ARE SUBS TITUTED B Y A=EXP(P(l)), B=EXP(P(2)), C=EXP(P(3)) 
EX T E J-H~AL AUX 
OIMENSICN X (700 ) ,y( 700) ,w( 700) tE1(50) t E2 (50) ,P( 5 0) ,YF(700) 
DA TA M, NI , EP/3,20,0.001/ 
P ( 1 ) = 11. L OG ( Y { 1 ) ) 
P(2)=0e0 
P(3)=0 
) 
CALL OPLQF(X,Y,YF,W,El ,E2,P,o.o,N,M,NI,ND,EP,AUX) 
WR LT E ( 6 , 1 0 0 ) 
WRITE(6.20} 
20 FORMAT (' ES TIMATES OF ROOT MEAN SQUARE STSTISTIC AL ERROR I N THE 
1 R A ~1 E T E R ' } 
wR I T E ( 6 , 1 0.3) ( E 1 ( I ) , I= 1 , M) 
WRITE(6,30) 
30 FORMAT ('ESTIMATES OF ROOT ~EAN SQUAR E TOTAL ER~OR IN THE PARAMET 
1 RS ' ) 
\'J R I T E ( 6 , 1 0 3 ) ( E 2 ( I } , I = 1 , ~ ) 
A=E XP( P( 1) )*1000 
B=EXP(P{2))*1000 
C= EXP (P{ 3 )) 
wR!TE ( 6 , 60 ) 
60 FORMAT (' ESTI~A T ES OF PARAMETERS RO,RINF AND 8 1 ) 
WRITE (6,10 3 )A,B,C 
'.AIRITE(6 ,40) 
40 F'JRMA T(f6 t'TI ME ' tT20 ,'CALCe RESISTANCE',T4Q,'FITTED VALU E ' ,/T6t'H ~ 1 
1URS ',T2 5 ,'({SQ .~-DEGC/WATTS)X1000)',/) 
DO 50 I = 1, N 
Y{ ! ) =Y (l) * lOOO 
YF(l)=YF(l)*lOOO 
50 WRITE(6 ,10 2 )X(I},Y(l),YF(I) 
WRITE ( 6 ,1 00 ) 
l 0 0 F C' R M ~ 1 ( 1 H 1 ) 
10 2 FORM AT(Fl0e2t2(10X,Fl0e4)) 
103 ~OHMAT ( 3 { F l0e 5 t10X}) 
RETURN 
tNlJ 
FU~JCT!l'N AUX ( P , O.X ,L) 
DI\-1 t:NS 1 CN P ( 3 ) ,0(3) 
0 ( 1 ) =EXP (P( 1)) 
0 ( 2 ) =- E XP ( P ( 2) } * E XP (-E X P ( P ( 3) ) *X) 
0 ( 3 ) =0 ( 2 ) * { -EXP(P(3)))*X 
.AUX=O ( 1 )+0( 2 ) 
RETURt~ 
END 
SUBROUTINE PF IT(Y,X,N) 
160 
C PR~ GRAM TO F I ND THE BES T F IT OF AN EXPONEN TIA L CURVE F OR THE 
C F OUL I NG TOT ~L RE SI S TAN CE VS. TIM E DATA 
C N= NUMB ER OF PO INTS, N I = NU~B ER OF IT ERATI ONS ,EP=ERRO R P E RMITTED 
C THE EXPONEN TI AL EO. I S Y=B (l-EXP(-C*X)) 
C AB&C ARE SUBS TITUTED B Y B=EXP(P(l)), C=E XP (P( 2 )) 
0 I •'-1 t:: N S I '] N X ( 7 0 0 ) , Y ( 7 0 0 ) , Y F ( 7 0 0 ) , w ( 7 0 0 ) , E 1 ( 5 0 ) , E 2 ( 5 0 ) , P ( 50 ) 
EXTERNAL P AUX 
DA TA M, NI, EP/2 ,20,0.001/ 
p ( 1 ) = 1. 79 
P ( 2 ) =0 . 0 
CALL DP LQ F (X,YeYF, W, E ltE2 ePeOeOeNtMe NI,NO,EP, PA UX) 
WRI TE ( 6 ,1 0 0) 
WR!TE { 6 , 2 0) 
2 0 FC R M~l(' ESTIMATES OF RO OT ~EAN SQUAR E STATISTI CA L ERROR IN THEPA 
1 R ~ ~1 E:. T E R • ) 
WR1TE ( 6 ,10 3 ) ( E l( 1), I = l,tJ) 
WRIT E ( 6 , 30 ) 
3 0 FORMA T(' ES TI MA TES OF ROOT ~EA N S QUARE TOTAL ERR OR IN THE PA RAME T 
11 R S 1 ) 
INH I T E ( 6 , 1 0 3 ) ( E 2 ( I ) , I= 1 , M) 
A=o . o 
8= EXP ( P { 1 ) ) 
C= EXP ( P ( 2 )) 
WRITE { 6 , 60 ) 
6 0 FORMA T( 1 ES TI MA TE OF RO ,RI NF,AND B IN RF= RINF((l. -EXP( -B*TI ME )') 
wRI TE ( 6 e l03 )A,Bt C 
WR IT E (o, 40 ) 
4 0 F OR MA T (T 6 ,'T l~E ',T 2 0 , 1 CAL C. RES I S TANCE ' ,T40e 1 FI TT ED VAL UE ',/ T6 ,' H 
1 u f~ s • • T 2 2 • I ( ( s Q • ~- DE:. G c / w A T T s ) X 1 0 0 • 0 0 0 } ' • / ) 
OC1 5 0 I = l, N 
50 WRIT E ( 6 el02 )X( Il ,y( I) ,¥ F(I) 
WR ITE ( 6 .1 00 ) 
1 0 0 F 0 R ~~ A T ( 1 H 1 ) 
1 02 F~R ~ A T ( F l 0 . 2 , 2 (lOX, F lOe 2 )) 
1 0 3 F C H~1 AT ( 2 X, 3 ( F 1 0 • 5 , 1 OX) ) 
Rc T URtJ 
E~D 
FUNC T : O ~J P.t.UX(P , O,X _,L) 
D I ~~ E NS ! O~J P(2 ) , 0 ( 2 ) 
IJ ( 1 ) = t: X P ( P ( l. ) ) * { 1 .. 0-EX P { - ( E X P { P ( 2 ) ) * X ) ) ) 
D( 2 ) = E XP (P ( l )} *E XP( P ( 2 })*X*E XP( -E XP ( P ( 2 ))*X) 
P~UX=U(l ) 
'R E T Uf~N 
=No 
SUP RrJ UT I ~J E CPl. QF (X, Y, Y F , W • E 1, E2 , P , 'tJZ , N • M, N I, NO , C P • AUX) 
DIM ENS I ON X ( 50 ),Y( 5 0 ) , P ( 5 0 ), E 1( 5 0) eE2 ( 5 0) ,W( 5 0) ,YF ( 5 0) 
0 I ME N S I ON V ( !:> 0 ) • 0 ( 50 ) , C U ( 5 0 , 5 0 ) , V V ( 5 0, 1 ) 
EQ UI V ALENC E (V(l),VV(l)) 
LOGI CA L S WI TCH 
DOUBLE PREC I S I ON 0 8 , C (l 2 7 5 ) 
DOUBLE PR EC I S I CN DSQR T,OA OS 
DOUBLE PRECISICN DP.WT 
I F ( N.L EeM) GO TO 200 
SW ITCH=eFALSEe 
· IF(NI.LT.O) SWITCH=eTRUE. 
NI I = IA BS (NI) 
ND= l 
IF(S WITCH) GO TO 1000 
WRITE(6,71) 
1000 NT= l 
IV =O 
5 ! J=O 
DO 1 0 I= 1 , M 
V( I )=0.0 
DO 10 J=l,I 
IJ=IJ+l 
10 C( IJ)=OeO 
TT = O• 
XX= O• 
0 0 2 0 L=1, N 
lF{ Wl ) 6,7,6 
6 WT=W(L) 
22 GO TO 8 
7 WT=l• 
e U= AU X ( P , D , X ( L ) , L ) 
XX=XX+WT*(U-Y(L))*(U-Y(L)) 
IJ=O 
DO 30 J -= l, M 
DO 30 I=J,M 
IJ=IJ+l 
DP=W T*O (I) *C( J) 
30 C(IJ)=C(JJ)+DP 
DO 40 I=l ,M 
40 V(!) = V(!)+WT.(Y(Ll-U)*D(I) 
20 CON TINU E 
10 01 
IF(SWllCH) GO TG 1001 
WRI T E. { 6 , 3 ) (P( I), 1=1 ,M) ,XX 
I F (IV.CO.l) GO TO 45 
I F ( NT- t-J I I ) 3 5 • 4 5 , 55 
CALL DSOLMT(C,VVtltiJt~tKEY) 
I F ( KE Y . ca . 1) GO TO 65 
D'J 7 5 I=l,M 
P ( I ) =P ( I ) + V ( I ) 
T C= ABS ( V( I )/P( I)) 
! F (TCeGTeTT) TT=TC 
7 5 CO"Jl 1 NUE 
N T = NTt-1 
I F (TTeLT. EP ) IV=l 
GO TO 5 
45 DO 46 I=l, ~ 
DO '~6 J = l, M 
46 CU(I,J)=OeO 
161 
or:: 4 7 1 = 1 , ~ 
47 CU( I,:) = l. O 
CtLL DSOLMT(C,CU,N,IJ,~,KEY) 
IF (K E Y . EO . ll GD TO 65 
DfJ 8 5 I = 1 , ~ 
0 '] C35 J=l. ~ 
E5 P( I >= P(!)+CU (I ,J)*V(J) 
~5 DO 95 I=l.~ 
<; 5 E l(I)=SQRT (CU(l,I)) 
IF ( SW ITCH ) GO TG 1002 
WR ITE ( 6 ,72 ) ~ ~T 
WRITE(6,3)(P{l),I=l,M) 
3 F ORM AT(lX,8Gl5e5tG10e3) 
W ~' I T E ( 6 , 3 ) 
10 02 S=O . O 
D 1J 1 0 !) L = l , t\ 
I F (W L ) 1 6 .17,lt 
1 6 \\IT= lv ( L) 
GO TO 18 
17 't11T=l .O 
1 8 YF- (L> =I.UX(P ,O,X(L},L) 
XX=(Y (L)-Y F lL1)**2 
S= X X* \-J T -f- S 
10 5 C:J fJT!tlUE 
PP = t~-t-'1 
F!=!>OP.T ( S/PP ) 
D':"' 1 1 5 I = 1 , ~ 
1 1 5 E2 ( ! ) = F I * E 1 ( I ) 
IFCSW!TCH) GO TO 1003 
WR I T E ( 6 , 7 3 ) S 
1003 IF (!V oNE. 1 ~A~D. NII eN E.l) ND=-1 
RET lJRt-J 
65 WR!TE ( 6 , 2 ) 
2 FCRMAT ( 22H LINEAR EQ UATI ONS FAIL) 
ND=O 
RETURN 
162 
71 FCRMAT (//53H INTERM ED IATE ES TIMATES OF PARAME TERS, SUM OF SQUARES) 
72 FORMAT (/30H FINAL ESTI~ATES OF PARAMETERS,35X,17hNO OF ITERA TIONS, 
1 I 5 ) 
7 3 F~RMAT( l H0 ,14H SU~ OF SQ UAR ES ,Gl 5 e 5 ) 
200 WR IT E { 6 , 2 1 0 ) 
210 FORMAT {'THE NUMBER OF DATA POINTS MUST EXCEED THE NUMBER OF ' 
c 
1 • ' PARAMETERS ' ) 
NO=O 
f~CT URN 
E'JD 
SU9ROU TI NE OSO L MT (A, B .L,M,N,K EY) 
D! MENS I ON e { 5 0,L) 
OOU8LE P~ECISICN A( M),X,Y 
DOUB L E PRECISICN OSQRT,OABS 
c 
IF {A(l).L E .OeDO) GO TO 150 
IF (M .EO. 1) GO TO 160 
A(l) = leO/DSQRT(A(l)) 
DO 1 0 I =2, N 
1 0 A ( I ) = A ( I ) *A ( 1 ) 
( 
c 
c 
20 
c 
INC 
-
N 
I 1 = 1 
IN - N 
NMl 
-
N 
INC - INC 
I 1 - IN + 
IN - IN .. 
NS 
-
1'\ -
X = Oe 
!SUB = Il 
1 
1 
1 
INC 
INC 
DO 3 0 I=INC ,~Ml 
ISUB - ISU B - I 
~0 X= X+ A(lSUB)*A(ISUB) 
c 
c 
c 
IF (A(!l)- X elleOe) GC TO 150 
A{Il) - DSQRT(A(!l) -X) 
IF (A(Ille EO eOe) GO T O 150 
A(Il) = le/A(ll) 
IF (INC .Ea. 1) GO TO 90 
Ill = Il + 1 
Lll = Il INC 
0 0 50 I = ! 1 1 , I N 
X=O., 
Ll = Lll 
L2 = I - INC 
DO 40 J=I,NS 
X= X + A(Ll)*A(L2) 
Ll = Ll - INC - J 
40 L2 = L2 - INC - J 
50 A(!) =(~(!) X)*A(Il) 
GO TO 2 0 
<;O DO 130 K= 1 , L 
Y = B(l,K) 
O (l, K ) = Y* A(l) 
LJ C' 110 I =2 ,t--. 
JM = I-1 
!SUB = I 
INC = N 
X = Oe 
163 
00 100 .J=l,JM 
Y - B (J,K) 
X= A(ISUB)*Y +X 
INC = INC 1 
100 !SUB = ISUB + INC 
Y = H (I,K) 
110 B(!,K) = (Y-X)~.A(ISUB) 
c 
120 
Y= B ( N,K) 
B(N,K)=Y*A{M) 
INC = -1 
Jl = Mf-1 
DO 125 !=2,N 
I t~C = INC + 1 
DO 
y -
-
X -
y 
-
120 
.J ~1 = j 1 - 2 
Jl = JM - I NC 
J SUB = N- I NC-1 
I I = JSUB 
X - o. -
J=Jl,JM 
.JSU B - JSUB + -
B(JSU B ,K) 
X + A(J)*Y 
B(II,K) 
1 
125 B(!I,K) - (Y-X}*A(Jl-1) 
130 CO"JTIN UE 
KEY=O 
RETURN 
150 KEY = 1 
RETURN 
160 8{1,1)=8(1,1)/A(l) 
KEY=O 
RE TURN 
END 
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APPENDIX 4 
(DERIVATION OF APPROPRIATE 6Tm FOR COMPUTING 
FOULING RESISTANCES) 
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APPENDIX 4 
Derivation of an Appropriate 6Tm (6Tmean) for Use in 
Cal·culating Fouling Resistances 
0 Tube Length X 
Symbols: Tw = Wall Temperature 
TB = T bulk (fluid) 
6T = Mean Temperature difference. m 
Assumptions: TB = mx + k 
Tw = ax
2 + bx + c 
Derivation: 
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( 1 ) 
(2) 
Consider an elemental unit of area dx. The differential heat 
balance 1s 
( 3) 
where m is the mass flow rate of the bulk fluid and c 1s the specific 
heat. 
Rearranging (3) we have 
UnDdx 
me · = 
integrating between limits of 0 - X, T81 ~ T82 yields 
UnDX 
me 
Writing the overall heat balance for the heat section we have 
Rearranging (6) we have 
UnDX 
me 
Substituting (7) into (5) yields 
= 
which yields on rearrangement 
= 
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(4) 
( 5) 
(6) 
( 7) 
(8) 
(9) 
APPENDIX 5 
(EXPERIMENTAL DATA) 
(i) FOULING RESULTS (ii) ELECTRON MICROPROBE RESULTS 
(iii) COULTER COUNTER RESULTS 
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PRANOTL NO 
HEAT SUPP 
HEAT TPAN5 2174.9 
HEAT LOST 98.0 
M/SEC 
liiAllS 
liATTS 
WA.TTS 
PERCENT HEAT LOST 
Hf!AT FLUX TR-1'45 
4.31 
9l227WATlS/SO.M 
NUSSEL f NO 
RF ILM 
RWALL 
RTOfAL 
Oo219 
0.0!58 
0.21, 
LOCALIZEO liAl.l f EHPt:RA lURe 5 COEG .c J 
DEC C 
DEC C 
SO,.M/SI!C 
1101 1102 TIO:J Tl04 1105 flO~ 
DEC.C DEG.C OECeC OEC.C DEG.C OEG.C 
11 <'7 'toe 
OEG.C DEG.C 
82·9 
9.J,.t 
83.2 
83.3 
83.2 
8 J. 2 
83.3 
8 .J.' 
el. 3 
83.4 
1 03·' 
I 04.3 
1o.-.e 
104.9 
l o.- • ., 
1 o~ .a 
I 04 .9 
105.2 
l 05.5 
I 05.6 
104.2 
104.5 
104.5 
104.5 
104.4 
104.5 
I 04,. ~ 
to•.e 
l05el 
105.2 
t 0' .4 
I 05. r 
I 0~. !J 
105.7 
11)5.7 
105.7 
105.9 
105.7 
l06o0 
I 06.0 
I05.Z 
105.5 
I 0 ~ • '5 
I 0 ~. 5 
105.5 
105.6 
I 0 5. 7 
10!5.7 
lOft. 0 
106,.1 
11)5.9 
106.3 
101'>.6 
I 06 ·6 
106.6 
to~.6 
106.6 
10~.3 
106.6 
106.6 
l'l6.e 
I 0 7. 0 
tot.o 
106.9 
101.0 
1?7.0 
t<H.I 
10,. z 
10 '· .. 
10 '· & 
I I I .f) 
I 1 Z. I 
1 u.~ 
I 12 .~ 
I 12.5 
I IZ ·5 
• 12 .s 
taz.~ 
1 a<! .r 
i ·~.1 
LOCALt~EO r-QIJLING RESI'HA .. CE: (SO.H-r>EG.C/WIIff,JJCIOOeOOO 
172 
Sf I"'" TES OF nonT MF.AN 5CUo\rtE Sf AT l<;li(AL EJHlO.R IN TtiF.VA RAMF.f~A 
1).16J ;? 6 ~-""526 
Sfi~AlES IJF ROOf MEAN SOVARE TOTAL F.IIPO~ IN THF. PARAM£T IRS 
o. 1 O-' qo Oe .J)t'>')l! 
STI~AfF. OF ROoRINF.ANO 8 IN RF~ntNF((I.-EXP(-O•TIMEJ 
O.OOIJOI) O.!J9'H" l.l'o64TT 
TIMF. 
ttUR<; 
1).01) 
o.zo 
, .. , 
o.f'>J 
0.81'\ 
I • 3? 
1 • 4 7 
I. e• 
l.JO 
2.42 
CALC• RF.SIS1ANCF. FITTED VA~UF. 
((SO.M-OF.Ct/WATT~JMIOO,OOOJ 
o.oo 
0.37 
').1St 
0.!59 
O.lSO 
0.6. 
0.7) 
o. TZ 
I. 00 
t. OA 
~.oo 
0.25 
0.44 
0.!58 
0.69 
o.eo 
0.82 
o.e~ 
o.es 
0.1]8 
ti09 litO TIN TOUT TM OELlA R TIHE 
OEG.C OEG.C DEG.C OEG.C 
i I J.O 
t I 3.3 
tt 3.9 
t l J.9 
I I J. 9 
ll J .9 
t I 4.0 
t1 3.9 
114.0 
t I •• I 
t1z.o 
II 2. 5 
I I 3 • I 
II J .I 
I I J. I 
t I J • I 
II J. t 
ltJ.5 
tiJ.1 
113.8 
50·2 
50.3 
50.2 
so.t 
so.z 
51J·Z 
~o.z 
~o.3 
50.J 
5tt.z 
5,. ~ 
,, .6 
57.5 
~T.5 
~, .. 
,, ... 
51.!J 
51·~ 
51 • ., 
er.~ 
DEc.c oEc.c • I 00 0 HOURS 
10 7.0 
I o 7 • .J 
tor.r. 
1 0 7 • ., 
I o t. 6 
I 0 T. 6 
I 0 T. T 
I 0 7. r 
I 0 T. 9 
to,.o 
T.J 1!J:!r.T o.t5~6 
1.3 1519.3 o.e'5ez 
T.'l 1512.5 Oof>t5l2 
r.z l51J.z o.t5608 
7.2 ·~·2·5 0.6612 
1.?. I!Jl1e4 OdH'>I6 
T.J 1!509.9 0.6623 
1.z 1511.1 o.~~tt:J 
7.3 1504.!J 0.6641 
T.j 1501.7 0.6659 
o.oo 
0.20 
0.40 
o. 6J 
o.ee 
I• JO 
I. 4 7 
,.,. 
Z.JO 
2·42 
1101 1102 flO~ TI04 TI05 flO& TI07 TIO~ 1109 
'''" ttN rou r RrH D EL· fA 
oro.c 
It nrot 
J!IOOO 
0.01) 
o.~7 
O • .JQ 
, •• ;! 
o.Je 
o • .- z 
0."5 
O • .JI 
, •• 5 
O.'!i<4 
o.oo 
o. 70 
I • I 7 
I. 19 
1 • I 8 
I. 21 
l.JO 
l.fl• 
I· 95 
2. 06 
o.?., 
0.2 ~ 
o. z 8 
, • 2 ~ 
0.16 
0.29 
0 .J 0 
0 .6J 
0-95 
t.oe 
o.,., 
0.41 
0.41 
o.J" 
o ... o 
o ••• 
o. 5} 
o.Js 
0.6 .. 
0.69 
o.,.,, 
O.l.J 
o.Js 
I).JJ 
o.•o 
1).4) 
0.55 
o.~? 
O.t'\9 
0.99 
').t'll) 
0. ·H~ 
o.eJ 
o.eo 
O.fO 
,_.,, 
o.tJ 
0.46 
o.~t 
O.t!Z 
o.,, 
0.19 
0 .I' 
o ••• 
o.z 0 
0 .z 2 
o. 2, 
o.JI!I 
o.l\1 
0.1~ 
o.,, 
O.JJ 
0. 7 1 
o. 71 
0.16 
0.19 
I. 06 
o.ez 
1· 0 I 
I. 0 I 
I).Otl 
0.26 
o ..... 
o.e? 
0.91 
o.9¢ 
I .04 
o.?? 
I • O!t 
1.16 
1).1)0 
0.54 
I • I? 
·- ~<t 
t .2 2 
t • 2 l 
I . l 4 
I • 5 I' 
l • !!II\ 
1. qe 
DF.G.c Der..c 
'.5?·l 
50.3 
50ol 
o:;o.z 
50.l 
!SO·l 
,o. 2 
~0.} 
50 • .) 
~0.2 
57.5 
51.6 
51 . '5 
'}7.5 
'.51 •• 
5 '·. 
57.'.5 
!JT. 5 
57.5 
57. !J 
0.1)') 
O.JT 
0 .(~>1 
0.59 
0.1\0 
o.n• 
O,TJ 
o.rz 
I .00 
r.ol'l 
r.:J ts:rr.T "·6'54e 
1.J ISI?.J 0.'\ 51'!~ 
1 • 2 I ' I l • 5 0 • 6 '•I ~ 
1.2 t51J.z o . 6~oe 
r.z •~•z.s o.~e•z 
7.2 1511·· 0-661" 
t.J 1509,9 o.~ ~'-J 
r.z lsts.t o.otH') 
T.) 150-\.5 0.6~1 
7.J 1501.7 0.665? 
n.oo 
0.20 
f) ... 0 
o. ~ J 
o.ee 
I • :J 0 
t ... , 
1.o• 
2.:10 
2 •• 'l 
••••••tRV~ NO ~.••••••• 
VOLT S I2.60 ~~PS 210. 
Ft.O 'If RATE 0.0680 KG'•"'I'SEC 
HE~T FLOW SV?PLIEO 2646.0 
___ ,,~ 
HE~T FLUX SUPPLIED 113421. WAT f !VSO .M 
TQR-.TI"-LET 50.0 
OEN~ITY: 9e~.2KG,./CV.N 
T OUlLET s~.l 
AVC TE"'P s•.~ DfC C 
KlNE,.,A liC 
oe (; c 
OEG C 
VISCO,ITY~IOO Oe00005l SO.~/SEC 
FLV10 VELOCITY 0.737 H/S~C 
R EY N OLDS NO 1 5&~&.9 
PRANOTL NO 3.6? 
HEAT SUP9 Z646.0 .AT1~ 
HEAT TP_N, 2627.4 ~ATfS 
HEAT LOST le.& WAlfS 
PERCE~l HEAT LO'f ~.TO 
HEAT FLUX lRAN, tl 26~ 4WAff S~SO.~ 
NU~SE~T NO 84.4 
RF IU4 0.2 2 5 
R'IIAl. L 
RTOTAL 
0.058 
0.283 
\ 
LOCI\LI~eo FO~INC nESI STANCF. CSO.H-O~G.CIWATTSt•loO.OOO 
Tl 01 
o.o? 
Oo~o 
Oo40 
0.41 
o.J, 
l)o4l 
o.sr 
0.46 
TIOZ 
o.o? 
I o 00 
l.t, 
1-91 
I • qJ 
l 0 69 
1.21 
1 o eJ 
tJO:J 
o.?o 
o.oo 
0.')0 
o.oo 
o.o 0 
o. ') 0 
o . i!e 
o.oo 
o.o? 
OoJJ 
Oo?) 
I • ~) 
Oo11 
o.oz 
O.J, 
o.oo 
11 tt5 
Oo'l') 
o.oo 
1).01) 
O.OJ 
0 .o I) 
OoOO 
0 • ) l 
o.o,., 
LOC-Ll t~O •-'LL 1 E>4Pf':P.IIlUR!!S (DfC.C. t 
?.oo 
0 • .!9 
,.~. 
0.~9 
0.'56 
o •• , 
0 . 11 
a. o• 
1101 TI Ol liOJ 1104 TIO~ fl 0 6 
DEr..c OEG.C O~C.C DECoC OP.C·C O~C.C 
e•.o 
~·· 6 e". ~ 
e •.5 
e.__ • 
e • • '5 
e •·' 
e•.~ 
1 or. J 
l 09 • I 
l 09.4 
I 09 • ., 
1 0? • ., 
I O?. 4 
I 0?., 
l0?.4 
1 0? .2 IO?.Z 
1oo.1J to?.~ 
109.0 l0'1.Z 
1 09 . I ltl).t. 
109.1 107.3 
109.1 10?.2 
10?., 107 . 6 
109.0 IO').t 
109.7 
10?.4 
10?. 6 
t ?~-e 
109.7 
10'1.7 
I l 0 • I 
10?.!\ 
1 0 It·' 
106.9 
10?.0 
'')?.I 
I 09 .I 
I 09 .o 
I09o) 
10'1.6 
1107 
o.oo 
o.oo 
').')0 
o.oo 
o.oo 
o.oo 
0. 1 1 
0 .') 0 
Tl 01 
vec.c 
tl I o7 
I tl • I 
,. 1 •• 
ll I •' 
II I. 0 
I I 1 • 4 
" •• It 
II I.~ 
TlOe 
o.oo 
o.4J 
o.•z 
o.~, 
0.58 o.,., 
o. 9. 
o •• , 
TIOIJ 
o~c .c 
t 1, .:J 
11:).7 
I • .,., 
l I~ o9 
I I., .9 
11.,.9 
1 lb. J 
.,,_, 
173 
STI·w~q; 5 OF OOO T .. F.AI'f SCUI\~E Sf.I'TfSJrC.I'l ERPI)o JN TH1!PA 
o.9nry~o 4.5~4 25 
STI~ATES CF nnor HEAN SOUI\Rf TOTAL ER~OD JN f"E PARA,.,~J 
O.Jt~IR 0.9?1~1 
STIN-T E OF ROoRII'fF.~I'fO A IN nF ~ QihF((t.-E.P(-8tTJNEJ 
o. ooooo 0.5 0~?5 IO.IO,Jr 
TINE CALC. RESI~fA~E FJTTEC ~-LU~ 
Huns f(So.M-cecc/•Arrst•&oo.ooot 
Tl09 
o.oo 
O.J? 
o. rn 
o.r• 
0.41 
o.oo 
0.94 
0.4? 
Tl 0? 
Of':C:.C 
llO-J 
"o. 7 
117.0 
.. ., .. 
I I 0. T 
I I 0.9 
II T. J 
l16oPI 
0.')') 
0.01', 
o. '5 
().4) 
I. 51 
I . 82 
2 o I o 
2.21 
fl I 0 
o.oo 
I. 4 0 
lo60 
I • T 7 
a • o a 
1 • TO 
2.04 
1-69 
TIN 
OEC.C 
so.o 
!10.0 
50.? 
,o.o 
50.0 
50.0 
50.0 
50.1) 
TltrJ TIN 
oec.c o~c.c 
I I~. 6 
ll , • ~ 
I I T • ., 
117-6 
ItT. T 
II r.~ 
111'.9 
I I T." 
~o.o 
~o.o 
50.0 
~o.o 
.,o.o 
50.0 
~o.n 
o.o, 
0.25 
0.36 
O. Ol 
o.•.J 
0.4? 
o.7J 
o. :Jr 
Tour 
OEG.C 
:;?.Z 
59.2 
59oZ 
59.2 
5?ol 
:s<i.z 
!i?.J 
59.2 
Tour 
O!:C.C 
59.l 
5?.2 
5?. 2 
~9.Z 
~9.Z 
o.oo 
o.:z~ 
0.)(\ 
o.ot 
0 •• -, 
o.• o 
o. r J 
o.)r 
,,. 
o~c.c 
It o.? 
II 1 o Z 
111-:J 
I I I • 6 
I I I • 4 
t I I • J 
11 1 . r 
It •• J 
OEL TA 
0!: c;. c 
H 
o.oo 
o.zJ 
O.J'J 
O.!jO 
0.51 
O.!SI 
o." 
0.51 
R>TO f 
XI OM 
9 • J I T .J ? • 6 0 • 'J 14 e 
9.2 ITJ4.~ 0.5~~ 
9.2 17J 0 .4 t).!i7T9 
9.2 1722.4 0.5~5 
9 • 2 I 7 2"•1' ?.5 Te'J 
9.2 1TJ O. l 0. 515 0 
?.J JTIQ .2 O.S~IT 
9.2 1729.? 0 .. 57ttt 
OELYA 
oec.c 
tf 
Q.J ITJ9.~ O.'J"e 
9.2 17')4.~ o • .,,...,~ 
?.z ITJI>.4 O.'.)TTO 
9.2 17'Z2.4 0·5M~ 
9.2 112~.r o.~,..,., 
9.2 17J?.I o.srt'o 
9.J 111?. 2 o.""'' 
?.Z 172'?.~ ,_,,...., 
• 
o.oo 
o .oo 
Oo15 
o •• J 
,_.,, 
t. e 2 
2 .. t " 
=l• 2 I 
o • .,., 
o.oo 
Ool5 
0.4.) 
I • '} I 
'. 0 z 
l. I 0 
l.ll 
•• t• •• tRUN NO 9. •• •• •• • . 
VOLTSI2o60 ANP5 4!1 0 • 
PH!6.9 0155.02 CUNC CPP~t 6o4 
HEAT FlOW SUPP~IfO 2~46.0 -•TT~ 
HEAT FLUX SUPPLI~O 113421. ••TT!,SO ... 
TORsTI"'LET 50.1 
DENSITY: 985.9KG5./CU.M 
f OUTLET 56• ~ 
OEQ C AVG TEiiiiP 53.!9 
I(INENATIC 
YISCOSITY•too 0.0000,2 
~~UIO VfLOCITY Oo985 
REYNOLDS NO 20~75.8 
PRANOT~ tiO 
HEAT SUPP 
IVS I!C 
HEAT TR•H5 2~88.0 w•TTS 
HEAT LCSf 58o0 WATTS 
PERCENT HEAT LO!l 2·1~ 
HEAT FLU• TRAH' lt09J8WATTS/SQ.M 
HUSSE~T NO 104.1 
RFILM Oot02 
RWALL 0.058 
PTOTAl, 
LOCALilEO WALl TEMPEPATUnES COEG.CJ 
TIOI TI02 fi~J Tl~4 1105 TIO~ 
OEC.C OEG.C OEG.C OEG.C DEG.C OEG.C 
8 z. 0 
8 2.1 
6 2·' 
8 2. l 
0 2. I 
0 2. 1 
e z. 1 
82· z 
82·2 
82.2 
82.3 
82.J 
82.2 
82·3 
82.3 
9?.7 
I 00. I 
100.5 
I 0 t .5 
I 0 I • 1 
,, •• a 
I 0 2 .o 
lll2o2 
10?.o.J 
I OZ.• 
1?2 .5 
102.5 
102 •• 
102.~ 
102.5 
'0'. 0 
aoo.e 
aoo.e 
100.0 
I 0 I. 0 
I 0 I. 2 
I 0 I. 2 
101.6 
aoa.e 
I 0 I. 8 
I1Jio9 
101.9 
101.8 
'0 I. 9 
101.9 
l OJ. 4 
I OJ. 4 
IOJ.4 
10Jo4 
I OJ .5 
I OJ .6 
I OJ. 6 
I 0Jo8 
IOJ.8 
IOJ.7 
I Ol • 1 
IOJ.8 
l O:J • 7 
IOJ.8 
103.8 
·~ 2 •• 
10<?.4 
1'>2·4 
102.4 
I 0 2. 6 
IIJ2.7 
102.7 
I OJ.') 
'0 J • . 1 
IOJ.O 
II)J.1 
10~.1 
IOJ.I 
I OJ. 2 
IOJ.I 
04.6 
o•.e 
1)4.6 
o,..e 
04.5 
o-t.e 
04.7 
o•.e 
04.8 
o•.T 
~·-7 
04.7 
o•.r 
04.8 
o•.e 
C~G C 
DEG C 
ll 07 
OEG,C 
,, •• 1 
102.0 
11)loZ. 
10 J. 6 
I OJ, 0 
10 ... 0 
104.1 
104.) 
ao•. • 
10 ... 4 
to•.• 
to•.5 
to•·• 
"\o•.' 
10 •• 4 
fii)IJ 
OfG.C 
I 07.6 
101 .e 
I 09 .I) 
I 09.4 
10?.4 
I 09.5 
I 09.& 
1 o9 .e 
I 09.8 
109.9 
tto.o 
I 10 .o 
I 10 .o 
I I 0. t 
I 10 • t 
LOCALilF.O roVLtNC PESI~l'A~CE C50.M-OfG.C,WA1'T5,•tOOotJO~ 
174 
!ITIII~TES OF ROOT MeAN SOUAI'lE ST-ll~fi(Al EPilOR IN fHEPA nAM£fE,_ 
0.56671 t.6004f! 
Sfllo4,flo S OF ROOT .. EAN SOVAqe TOTAL I;QPO!l l'i THt: PARAMET IRS 
'>·029f!6 ?.IJA404 
Sfi14ATE or- PO,RIUF,A,~O e IN PFar.r••f"tfi.-EliP(-O•TIMEf 
o.ooooo 1.2170? t.J206J 
liME CALC. RESISIA~C€ FITTEO VAlUE 
HVR S ( (SO • M-OE <":C /lt A r f; ) • I 0 0 • 00 0 I 
o.oo 
o.oe 
I). 2' 
o.sJ 
0.70 
o.e2 
0.91 
I. II 
I. 2 I 
I. 54 
I. 11 
z.t• 
2.20 
Zo32 
2.40 
T I 09 1' I l 0 
OEG.C OEG.C 
" .s It • , 
I I • 5 
II • ~ 
II .s 
.. , -~ 
II • 7 
I I • e 
II .8 
II • 7 
II .a 
at .e 
II •" 
11 • 9 
II .9 
109.J 
l 09.4 
11)9.7 
09.9 
ao.o 
t 0. I 
IO.J 
10o6 
to. 7 
I 0.9 
I I •I 
l I • I 
1,.9 
1 I • I 
I I • I 
o.oo 
0. 09 
o. JO 
0.62 
Oo69 
o. 01 
o.ee 
I. 09 
I • I 2 
I. I 0 
I. I 7 
t .. 19 
I. 15 
t. 2Z 
J .. 2' 
o.oo 
o. 13 
I).Jt 
0.64 
0.11 
o.e• 
o.e? 
0.98 
I. OZ 
I • II 
I ... 
1.zo 
I • Z1 
1.22 
I. Z2 
TIN TOUT T H OEL r" ,, 
" )(I 000 oec.c or:G.c 
50 .t 
so.t 
!JO.t 
~o.o 
50-I 
50. t 
so. I 
50.0 
so.t 
50.1 
50. I 
50.0 
51). I 
50 .. 1 
50.1 
56.9 
56.9 
56.? 
51S.7 
56.9 
51'\o9 
56.9 
5~.9 
56.9 
56.? 
!31').9 
56.9 
56o9 
56.9 
51\.9 
OEG.C O F. G.C 
I 0 4. 0 
I 04. t 
104.3 
104.7 
I 0 • • 7 
'0 •• 9 
104.9 
ros.:z 
105.2 
I 0 5· Z 
10 !}.) 
I 0 ~. J 
105- 2 
'0 5. J 
I 0 5. J 
c;.r I'H:Z.tJ o.s n ? 
6 • n 1 ? o 1'1 • J o . s ~" o 
6-fJ 901).T 1).5261 
& • 0 113 'J 4 • J 0 • 5 J O 1 
c;. " e.,~. 1 o. 5 J? J 
6 . ? 8~1.3 0. 5 JI5 
6 • D 9 t 6 • I 0 • 5 J2 !3 
& .. n eee.e o.s.:n1 
e.o eee.e o.5J51 
e.e 667o4 0.5349 
6.0 067.~ 0.5)5 5 
6.8 s&s.o o.5Y.Z 
6o6 067.4 Oo5355 
o.e 86~., o.5J60 
6o8 066ol Oo"l359 
TIM E 
fiOUil ~ 
o. oo 
o.oe 
0.21 
0.53 
,_,, 
o • .,2 
0.91 
I • I I 
I. 2 I 
1 • 54 
1 • 7 I 
2. '. 
2o <! O 
2.J2 
z-•" 
fiOI TI02 TIOJ fto• TJO~ TIO~ TI07 l108 TI09 TIIO fiN TOUT PFM DEL U 
O(;G .C 
nro r 
Jl(' """ 
o.oo 
o.o~ 
I).O'j 
o.o? 
0 .I) z 
0 .o" 
0.09 
I) •• & 
0 ·' ~ 
0.18 
0 .. 21 
0.21 
0.17 
0.2. 
I).Z~ 
o.oo 
o.JQ 
o. ,. 
a.er 
t. e • 
1.97 
z.or 
2. JJ 
z ••• 
z.•.J 
2.'$& 
2.59 
2.•8 
2.&1 
z.eo 
0 .oo 
o.oo 
o.o o. 
0 .o 0 
0.1)8 
0.2 0 
0.2& 
o.5e 
0.62 
o. 7, 
0.04 
o.e& 
O. T r 
0.90 
1).89 
o.oo 
o.no 
o.ot 
o.oz 
o. OT 
o. 2 1 
0.2. 
o • .J? 
o.•o 
0.27 
o • .JJ 
o.:J~ 
o.JJ 
0.35 
0.35 
o.oo 
o.no 
o.oJ 
O.O'!t 
o.l& 
o.z, 
0 • .)0 
0-5, 
0 .6~ 
0.59 
0.64 -
0 o6 7 
o.&• 
Cl • 7 I 
0.&8 
o.oo 
o.ot 
o.ot 
o.oz 
?.oo 
0.02 
0.09 
0.20 
0.22 
~-01 
o.aa 
o.u 
o." 
0.16 
0.16 
o.oo 
Oo25 
o.•J 
1.&7 
I • ft 7 
z.oz 
2 ·I 0 
2·32 
z.Je 
z ., e 
z •• 0 
2 •• 6 
z.•o 
2.45 
2.43 
o.oo 
o.t5 
1.2!) 
1.eo 
I • 5 P' 
I. 67 
I • !H 
2·00 
z. 01 
~.I) J 
Z • II 
2.11 
z. II 
z.zo 
z.u 
o.oo 
o.o:J 
o.o. 
o.or 
o.o2 
O.I:Z 
o .ae 
O.Jl 
O.J& 
Oo:Zl 
O.JJ 
o.J• 
O.l.l 
0.)7 
o • .Je 
o.oo 
Oo04 
Oo.J6 
0.5J 
Oo6l 
0.71 
o.e~ 
I • I T 
I • 2 T 
I • 4 6 
•• 56 
1 .. 60 
1.42 
1.62 
I .64 
oec.c oec.c 
~ o. I 
5o.r 
50 .I 
50.0 
50 .. t 
50.1 
51). I 
50.0 
50.1 
50 ·I 
50.1 
5,.0 
50.1 
50.1 
!SOot 
56.9 
56.9 
5 6.9 
56.7 
56.9 
56.9 
56-9 
'!16.9 
56.9 
~6.9 
56.9 
56.9 
56.? 
'36.? 
56.9 
. 0. 00 
o.~9 
O.JO 
0.6 <! 
0 . 69 
o.,l 
o. oe 
f .0? 
I • t 2 
f • I 0 
I • I 7 
I • I 9 
I • I 5 
I • 2 2 
•• 21 
6.T 
6.8 
o.e 
6.8 
6-8 
(,.9 
6.8 
6.8 
6.6 
&.8 
6.8 
6.8 
6.8 
6.8 
6 . 19 
9 1 2. 6 0. ~ 22 9 
90"-J 0.52\0 
900.7 o.~~~ 
61'14.] 0.5~1 
885.7 Oo!'JOl 
e.,t.l o.5Jt5 
818.1 0.5J:Z5 
868.19 0.5J!JI 
e~e.o o.<J~I 
869. 4 o. '!JJ~ 9 
867.5 0.5;}'5~ 
865.1) 0.51(,2 
1'1~7 ... 0.5J'J!\ 
, 6<J • 7 0 • ., J6 0 
886ol O • ., :J'59 
o.oo 
o.oe 
0. 2' 
o.~J 
0.70 
o.ez 
Oo9l 
I • I I 
I ~ 2 I 
I • 5• 
' . 71 
~-I• 
~. 2 () 
z.J:z 
~-•o 
• f tt • • •RII"f NOI o. •• •• • * • 
1\' .. DS 210. 
f" f: f)'l I C f'J)t I Of CONC fPP.\4 t 
Dtt: Ft • 0 01 S~ .Ol CONC f PP"') 6 • . ) 
HF.~f FLOW SUPPLIEO Z5~6.? 
Hf.l\f FLU)( S•JPPLIEO I 13•?1. 
WI\ ITS 
WI\TTS/5').'4 
l('P.,TINLFT 50.1 
OEN~ITY! 91J~.9KGS./CU.M 
J O..JTL£f ~f'I.'J 
oe:c c ~VG TIO "'P 5:1.~ 
kiNr;"'I\TIC 
VISC051TY•IO~ 0.000~52 
rtutn VfLOCITY ~.?~5 
OE VNOL05 NO 20577.8 
Pllft ... nTL NO 3o76 
HF.I\T 5UPP 264~.0 
''f"' rnANC\ 2s no.r 
IIF.AT L05 T C.SoJ 
WI\TT~ 
WAlTS 
WATTS 
PF.QCE"fT H~AT LOST z.•r 
II~~?ZW~TfSI'SO.~ 
I'IU<;"; f: l T NO lOIII. T 
IJFILM t)•I B2 
r."' 1\LL 
llTOTAL 
o.o~e 
o. 24 ~ 
u•c J\L 1 ~r-:'J wi\LL 'F"'r>r:n.~~ru~~.,. n~ r:c;.c 1 
ti OI TI02 TIOJ fl04 TI05 
OC G.C OE G .C r.E G.C OFG .C OE G.C 
q 7. • .1 
n 2 . :1 
, 2. -' 
(l ;? .l 
" =? . J 
I)~- J 
n 2. z 
s :>. ~ 
n2." 
A 2. o\ 
8 2 ... 
0 ::!. ~ 
"""'· .. 
1no.s 
l'lt.l 
I 0 I • J 
I, I • 4 
I 0 2 .o 
II" ;> . I 
1')2 .') 
I 07. .0 
I n co .? 
I 02. I 
102.0 
~·c • 0 
Q'l. , 
1 :> n. 1 
'00. J 
too.• 
I 0' • 0 
I 0 I • 2 
arn o1 
10 I. I 
I 'l I • I 
I 0 I • I 
I 0 I • I 
01 .J 
,, . :; 
.,,_, 
01.6 
01.5 
0 I .Q 
01. A 
0 2 -1 
01 • 9 
0:! ., 
0 2 .I 
Ol. 0 
aoo.o 
1:1n.J 
'0 o. , 
IOO.IJ 
I 'l'l.<J 
IOI.'J 
1()1.1 
IOI.f> 
I 0 I • 6 
I~ I • 1 
I 0 I. 1 
10 I .o 
TIO.., 
nr:c .c 
I 04.1 
l'l4.7 
I .,,. • 1\ 
Ill.,.~ 
I •H .6 
11)4.7 
,, .... 
I?'\ oil 
101\.!J 
',.,.,.a 
IO.,.IJ 
1 o" .e 
OF. G C 
tl 0, 
Of: G. C 
I 0 I. 6 
I 0 J. o 
10 J. ~ 
10).7 
I'll·' 
104.2 
10 ". 2 
IOo\.2 
1 o.-. l 
I'll\.;!! 
I o •· J 
1o•.J 
"I), 
0 f fi. c 
I OIJ . Z 
IO'l • 1\ 
1 0 ? -~ 
'10 . 0 
11•).') 
I I 0 . " 
11'l-7. 
I I 0 • J 
I 10. J 
'l'l.J 
I t 0. '\ 
I I 0 .4 
LOCIILI~EO rnuLINti OfSISfA~CF. (SO.N-n~r..C/WATT~I-100.000 
175 
Sfl ··~llf i: S OF POOf ... EMf SOIJ'~ ~ 5ti\TI5TJC ·\l. EPnf'.l" IN TIFf?A P'14~ t~P 
O.llt'J1'1?6 I ,J r,r. t" 
STI'-41\Tfo; or- ROOT MF:A~f ';QOJ,t)F. TOfl\1 . l ' ll~tnll HI Htr: p""""""'' IPS 
0 , 0:1 2 03 0,10T(•<t 
Sti~IITE ~F qn.RIN'•"~O 0 I~ Pr- ~ ~~ ... ~111.-EW~(- n •fi~Et 
"oo 
OFG.C 
t t • 1 
I I • I ' 
I I .I) 
I I .0 
I I • 'l 
1 I. J 
t I • 0 • 
' l • " 
1 I • • 
I I • '5 
I I • '7 
' t .6 
o.ooooo ' · "~'l ll4 f',I)J16? 
o.~"O 
"·~" 0. )4 
Oo 5 4 
0.75 
.., • Q7. 
I. 15 
I • 20 
I. 50 
1. qz 
2.15 
z.Jr 
T 110 
IH: c;. C 
1 1'1 r.? 
Jr)q.') 
ll) ' l.r, 
11'1?.11 
I"'Q.? 
IIO."t 
I In."' 
IIO . 'j 
I I 0. '5 
111).:; 
110.'5 
110 . ,. 
TIN 
'l F.C..C 
'50.1 
5 0. I 
50 •• 
5 0. 1 
5 'l • I 
o; o. I 
so . o 
50. t 
51).J 
'5.., • I 
'>0. I 
51.1) 
CALC. n(S l::ifi\N(f" FIT Ff"O VALUF. 
f t so • .,._ oc c.c I' w "1 r s '-c 1 o..,. I)').,. 
tour 
or: G. c 
~~.? 
sr..a 
5, .!) 
S6.1l 
~6.1) 
56.? 
s&. a 
5'>.1!1 
Sf>.? 
56·'1 
5,.? 
s~.n 
o.oo 
'l. 52 
n. r 'J 
').A9 
0. QJ 
I • 3 I 
I • 2 T 
I • J~ 
I • J 7 
•• Jfo 
I • .ot I 
I • 42 
, ... 
{IF r. • C 
I OJ.!! 
1')).9 
11}'1.1') 
1o•. z 
I 'H. ?. 
104. 6 
I'>"·'· 
t o 4.r 
104 . 7 
I 'l 4 • T 
I 1J 4. T 
,, .. ') 
:> ELT~ 
r)f'fioC 
.. 
o.oo 
0.47 
0, 7 I 
?.95 
I • II 
I , 21 
··~6 
I • J? 
I • J6 
I. 4 0 
1. 41 
I. 4! 
'- · 0 1?\1.0 ?. '5 15 2 
c.. r 191"·~ 'l.')?l? 
r •• o I?Oil.2 o.«;?1f) 
(, ,') 1901.'l I).'>?'>.) 
r •• n l?l)z.s o.'5?.'i "' 
r..o 11'111)7.7 o .s nr 
~-" .""'·~ ').5?)" 
..... ~ .,,,._, 0. 5 )")7 
, _ , tfl'H.a ,. '330 6 
~ . n •~o~.o o.sJn, 
'-•~ IORJ.l 0.5JIO 
6 • A I 1!9 ')I • 1 I). «; Jl ' 
fl"' ':' 
HflUil5 
o.oo 
?o?? 
o • . 14 
o.s• 
o. 7«; 
0.97. 
.. ,, 
1.20 
lo S ? 
1·9 7. 
2 ·' 5 
!.17 
TIOI TIO?. TI~J TIOI\ flO~ 110~ fiOY 1100 TI09 Tl I 0 fIN TOIH 
" 
P TO f 
It ' I) ,, 
o.oo 
0 .o J 
').') ·l 
o.o .. 
O.'lZ 
o.o~ 
o.oo 
~. 15 
0.09 
o.n<) 
0. I 0 
n.1n 
o.ofl 
1.02' 
I • f) I 
1 • 1, 
1 • nl"l 
z.•o 
2 .46 
~.4') 
z.•t 
? .4? 
?·"'· 
l.o\1 
0 .o 0 
O.fl. 0 
1).<1? 
I • I 6 
I • Z 1 
a.re 
I.?~ 
1·118 
I. R 9 
I. 06 
'.89 
I .o 1 
o.o1 
0.1.) 
o.z? 
O. ). t'> 
1). I l) 
o. s t 
0.42 
I). I')~ 
o.~z 
'l.6~ 
0.6-J 
0.64 
0.1)() 
n.J ::l 
,.,., .. 
o.rr 
1').05 
I • 4 I 
' . ,. ' 
... , 
I • 5 I 
I . ~4 
o.oo 
o.on 
., . ') ') 
'l.()O 
·l. ?1 
I') • OJ 
o.oo 
o ••• 
0 . I'; 
~. ,.,, 
o. 15 
n • '' 
o.oo 
I • n r. 
I • SJ 
I • T 0 
I • ,,.. 
z .16 
2.16 
2·11\ 
l.?, 
2.1 6 
z .27 
2 .l, 
o.oo 
I • n" 
I • 1\ I 
I. S T 
•• ~5 
2 .1)1 
I • I) 2 
•· e-. 
I. ?l 
I.J't'-
1. C)~ 
.. , .. 
0 .01) 
o.n'l 
0.')0 
o.oo 
'}.')') 
0. I 1 
Q.t')O 
0-JI 
o.Jo 
0 .:1' 
0 • .)1 
0.4, 
o.no 
O. '>O 
I • " 1 
t.rd 
I • T T 
Z.l l 
z .J-s 
;'! .Jo 
2.1 .. 
z.J;J 
z. :H 
z . J? 
nrc.c ner..c 
'lO • I 
~ 0 ·I 
o; 0.' 
S'l. I 5.,. ( 
'10. t 
!}1).1') 
50. 1 
'31'1.( 
5~.? 
5~ . , 
51"l.O 
!> .... , 
5 ~-o 
•>t>.? 
5 '• • ., 
50.A 
5'•. q 
sr, . -, 
~f't.? 
.,,, . "' 
0.'>1') 
O·'S! 
o. r '' 
ll,'t? 
'). 9, 
t • ) I 
I • Z T 
l-J6 
1 • :1, 
t • J ~ 
I . 4 I 
' •• ? 
6.'l 
,_, 
~-" 
t>.O 
().IJ 
,, • n 
"·" 6.6 
o.n 
"·" 
941.0 0.'51'#2 
91"'·'" ?.'S?IZ 
?0.,. 2 o. -.~ 0 
70J.'J o .~ l'SJ 
?')?.-; ?.5n& 
""'·, 0.'5 ??1 
e e r. r. o. "> l ?., 
IJ"\4 • .) 0,5:Jt>T 
IHH,IJ 0.'5n6 
,,,., ,., • 5 )1)5 
"" J.J o. 'SJJ a 
""''·" 0.5JI~ 
o. oo 
').l') 
0.)'1 
o.,. 
0-75 
o.9z 
t.l)., 
I. lO 
I • '5" 
I.? l 
2.1~ 
loJ1 
•••••••·~UN NUll.••••••• 
V Ill l <; I 2 • (, 0 
H ~Al FLn• SUPPLIED 
tiFAT FLUIC SUVPLIEO 
ton •T INLFT 'if'.O 
21\01). 
26 ,, • ., 
IIJ421. 
PENSITY: qo&.?kGSoiCU.~ 
'"GTE"'~ !\J.• 
KIM:MArtC 
T OUTLET "~• 9 
OEG C 
6. I 
OEG C 
OEG C: 
VI~C05 1TYXIOO ~.o~nn~z SO.MISF.C 
FLUIO VF.LOC ITY o.qA, MI~EC 
QO::YNt)LOS NO 20!1"0.1 
PUA~OTL ~0 Jo7& 
IIF AT SUPP 261\t-.() -.ATI3 
ll !O IIf Tni\NS 2626.7 WATT<; 
IIE AT LO <; T l7oJ ,.ATfS 
PFPCE~T HEAT LO~T 0.6~ 
II(Af FLUJC TAAN!J lf2619WAJf~I'SOo~ 
NUS<;FLT NO l04e8 
nrtL'4 o.t~z 
o.os t' 
1).240 
L0Chl. l ~f.n W'LL TP.4PC:: PAHHH-: S CO F.G .C I 
Ttnt Tlll 7. T103 TIO-t TIO<; 
Of. c;. C I)EG .C N '( •• C oe:r;.c flt:G .C 
"1 • n I)'." 
,.,.'l 
61. q 
li ~. n 
~ 2 • I 
" 2 . I 
(1 ~ • I 
!)2.2 
6 ~. ~ 
10loJ 
IO? . h 
I ·) ~ • 'l 
10=! .0 
1 1:1. J 
1 03 .• 
1 OJ • .'1 
1 ,3 •• 
10).6 
l?J.!i 
102.7 
I02.to 
112 .(1 
IO?.A 
l'lJ. O 
I 0 J. I 
I o:_, . I 
I?Jo2 
to:_,.J 
1'13.?. 
1 OJ • 1 
'0 J. 1 
I?J.Il 
1 OJ.'l 
I ')" • ·) 
1 o• .1 
Int. I 
1 01\ . l 
l 01\. z 
I ., ... z 
10 J. ~ 
lll J .6 
I 0 ) . 6 
IOJ.8 
,, .... , 
101\.0 
IOI\. I 
I 0 t • I 
104.) 
l'l •• Z 
T II),, 
OFG .C. 
t o•. '> 
1 11 4.6 
' o• • 1 
Ill'·' 
I 'Ho'l 
IO,.o 
101\.q 
10"·" 
105.0 
l'l5.') 
"07 
OF.G.C 
to .... o 
1 o •. n 
10 '. q 
t 04. ~ 
11)5 . I 
I 0 s. 2 
10~·2 
IO'Jo2 
10~.· 
l'l!$.1 
t I()~ 
O F'GoC 
I 0?. 6 
I OQ. 7 
I O'J • 8 
10? . '3 
1 I 'l • Z 
110.4 
1 1 n .z 
I I 0. J 
1\0.3 
ll'l.S 
LU('/\LI ~EI"'I FOHLINt,; Of5 1 5f ANCF f <;0. "4-0'?•;.C I'WATT S tJClOOoOOIJ 
176 
Sfi""Afl: :; OJ: rtClOT Mt: A~ Sll'Ji\1~1;: S fllff SffCI\1. fr•nort fN Tttt:~" 
n .n'l' JJJ J.5.12n? 
S1f P ... AT f:<; OF' R OO f M'2AN SOtiAUF. IOl i\L f'f'llflR IN T HIC f"AAJI"'Ef 
o.o~•~~ o.t ~~ " s 
STI~I\f ~ Qr- RO .RI~F.ANO 0 I~ OF' = fliNr.(fl . -~~P ( -" •TI~r-t 
o. ooo l)o o.sr~~6 6.15'3"" 
l I '_.F CALC. RF.'i ISfMK E f"IT TF. O V"LIJF. 
HU~ S ( fSO.M- OI: GC,•4f f<;JXI'l'loO'J'll 
Tt oo 
OI::G.C 
11';.9 
I I r. • I 
t I "• 7. 
llr..J 
ll .... 'j 
II 6. 6 
flt'>af't 
116· 7 
116.0 
116., 
0.1')1) 
1.1) 
0.0'3 
n. o~ 
0. 2 1 
n.Jr 
., • 15 
o.rr 
0. ~J 
.... , 
f I I o 
OC: G .C: 
I 0 1. t 
I 0 T. I 
1 o r. z 
I 0 T. 2 
l'lT.J 
I ll T. 4 
11')7.~ 
lOT. ') 
tnT.f.> 
l'l1.r. 
so. t 
'iO.O 
o;o.o 
">ll .O 
5'l ·'l 
4'l.9 
4 ., ·9 
5 0.0 
5 0.0 
S'lo') 
o.oo 
f).'lt 
0.20 
r). u 
o.•J 
n. so 
1).5') 
O.S'!:i 
,_,, 
o.&t 
tour 
or::c.c 
51'>.6 
5~.[\ 
sr.. " 
5'• .I) 
'!j(,. 9 
5f't.9 
5'· · 9 
!J~.fl 
!H.I'J 
r;~.? 
,,.. 
OFG.C 
f I')~ .? 
,,, . ., 
1 01'> .1 
106.1 
'""·" 
IO f>.4 
,.,,_, 
t or. .'l 
ll'l6.r. 
'"'··~ 
H 
o.oD 
o.so 
o. I-:; 
? . ZJ 
o.4 ~ 
o.sz 
o.sr 
o.sr 
o.stt 
0. 5 , 
n 
~ t MIJ 
r, . r.J 1 'l ~ 0. 8 0. 5 .11 T 
">.? 1'3TT.6 I). SJ! !> 
' •· ? I'Hl.• o.~JH 
t>.? I'Hl. l 0.53-\1 
r, . ? t n 6 " • ., o. 5 J~ :J 
7.'l trl 61 .1\ O.!i:JTI 
~.9 101\Zo? o.r, JTI 
r,.Q ,~,0.5 o.~Jrs 
r.n t~ s~.r o.sJ9n 
(••? IA57.T O."i31t) 
IllS 
0.1)0 
,,. ') l 
0. 05 
o.nl) 
f'). ~ . 
0 • .1 1 
'lo75 
0.77 
o.nJ 
I • "0 
Tint fl0 2 TIOJ TI04 flO~ tln6 TI07 Till~ Till? TIIO Till rtF'.I Oi-L ' o\ 
o r-c; .c 
H Rfrlf 
Jtl 000 
T 1 '.1 r; 
H IJII"'., 
o.oo 
?o'll 
0 ·" •) 
o.nc. 
,.:>o 
n.<!" 
').? 7 
o.~~ 
o.Jn 
,.:_,~ 
o.oo 
.... JJ 
o. ~ t 
') • 61 
(\.'leo 
o.o., 
'1.?7 
' • 0 0 
' . ' .. 
t. I 0 
o.oo 
' . ., , 
0. I 'l 0., ~ 
O.J4 
n • .J ., 
').'\ ~ 
0."" 
o . .. , 
0 •• ~ 
0.1)') 
').')~ 
o. I .t 
tl • t I 
Oo l ? 
o . _,5 
"· )') 
o." ~ 
1).~! 
o ... , 
0 .oo 
'la')1 
0. I 5 
n.ts 
o • . t5 
o • .,., 
., • • . 1 
o.•~ 
,., .r., 
0 .o; I 
'l. no 
, . ,, 
o.1 z 
.., • 1 I 
o.~J 
n . JO 
'loJ2 
1).!6 
., ... ~ 
0.4"J 
o.no 
, • ,., ? 
O.OQ 
....... , 
0 • ., ~ 
o. J t 
O a26 
0.) J 
, . ' , 
o.J'J 
1).01) 
'l.OZ 
o. 1 I 
').I, 
0 . '\? 
o.<Sr. 
o . .. , 
o. o; r 
f).,.,"! 
o. 79 
o.on 
0. 1? 
'>.:- .. 
1.]'1 
0 . !i"l 
t).t>5 
O.f'>\J 
0.71 
"·"' 0. ,. 
o.nl) 
0.1)0 
0.0? 
'1 . 1)/l 
n. ;:o ' 
n.J7. 
11 - J l 
0.17 
,.,., .. 
0 ... ? 
OEG.(. 
~, • I 
c;o .o 
:;o.o 
:; ., . ., 
-;o.o 
4Q .? 
C9 .'l 
o;o.o 
~ .., . ., 
50.0 
-;r, . 'l 
n.o:J 
0. f')T 
n. ;,> l') 
.,. z~ 
0. 4 ::t 
n .-:;n 
0. 5 0 
0. 5"j 
I) ·6'• 
o.r-r 
(, • {I f ('IIH) • 8 f) • ~ Jl 1 
' • • q I 'J 7 '· (. o. S::J7 (. 
r • • ? lll72 ... O.SJ.41 
6. 9 I n T ~ • :J 'l . 'S 1\ I 
~.9 10~4.9 O. '!:i J~J 
r.l) 106 1.8 'l.'JJT1 
~.? lnr, z.IJ o. s JTI 
6. 9 s ~r, o.5 I'J.~Jr~ 
7 . "1 tti'J I,_T IJ. S:J'\ 1 
r •• q tnsr.r 0.'5.JI'tJ 
,_,., 
o.o J 
o.o"J 
., . .,a 
0. 2 1 
1).)1 
0 .15 
n. r r 
o.nJ 
1.40 
• • •• • • •nuN NrH ,_ •• •• •• • 
v Ill_ f • 1 ~ • ,. "' 
t(r>'li C OXIOF.: COUC (PP'4J 
, ,,. : ,, • 1 
•41: <\t FlO• SUr>r>LIEI) 26"('.•0 
~r:" T f'LL'X SIJPI•L I EO I I :HZ I• 
'lfAltS 
WATfS/50."4 
HW::YINLF.t 5 0.0 
ol(~ISI tY : ()!)6.Cti'!.GSe/CU• "4 
f OVflf:f 56.9 
1\Vr. f f;: MP S:J.'\ OEG C 
1(1Nf':MI\tiC 
VISCOSffYXIOO O.ODOO~l 
r 1.\J I o \' F.UIC I r Y 0 • 'l'13 M/"i F.C 
r>f.YNOLD3 NO 
Plll\~flfl NO 
IH: II f SUPP 
IH; 1\ T t 01\N~ 
205 t-O.t 
J. 76 
W"TlS 
YATTS 
II" ' T LOSt I 1 • :J 'If 1\ T T5 
·~nCr-NT HF. "T LOST O.~, 
II F: AT FLUJ( TRANS l 12&79WATTS/S'l.~ 
N\IS~· F. l t f'IO 
nr l l M 
lhtALl 
'HOT AL 
'lol£1 ? 
0. 0 !'0 
o. ?.4 I) 
L (IC AI. t ~ <:; n 'II"Ll l [M r>EOI\TIJO!: <; CO F.G .C J 
,,.,, ,,.,~ fll):l ,,,. 11'15 
O~G.C O F.G .C n~G.C OEG.C OEr..c 
I'l l. , 
n?. :J 
ll 7. . 2 
l-\ 7. J 
~ ~ ... 
n ~ ." 
n.?." 
'l?.o4 
E'Z ·" 
1'\ 2 . ~ 
0 z. 41 
"2·" 
"~- .. 
I'> ? · " 
I 0 ~ • 7 
1"1JoJ 
1 OJ • <l 
t OJ.<J 
I 1 l. 9 
I OJ. '!J 
II)-\ • 0 
I 0 •. 0 
tn'l.et 
1 1 " • I 
I 0 '\.I 
t n ". 1 
I ')J o1 
, 0 J. 1 
I OJ .c; 
'0 ·'. 5 
IOJ . S 
11 :1. 4 
103 . 5 
I 'lJ." 
10Jo6 
IO.J. S 
II) J .6 
I OJ. 5 
1'):1.6 
I r>'\ •'> 
I Oil. '5 
I IH o6 
IO'l .6 
I r>'l .1\ 
I 'J \ • 't 
I 0". 6 
I r)\.5 
IO'l.7 
IIH .6 
l')\.6 
I 04.6 
I n4 •, 
1 1)"· 1 
to•·" 
1'll\o'7 
I I') ". 5 
1 o". r. 
1')1\ .... 
I 0 ". 6 
I ?S.'l 
104 .... 
11')4.0 
IIJ '.h I 
I 0 5 . 1 
l'l5.l 
,,,,. 
Ot=G .C 
,.,.,_., 
t o~.? 
I , o; •" 
IO !> .~ 
10 5.~ 
1 '15 . ~ 
Jll ~.~ 
II')«; ... 
105.1'. 
105.6 
1 0'1 .~ 
tor;.r. 
l'l S .6 
OF.G C 
OE G C 
",, 
Ot::G .C 
l'l ~ . " 
1 05.8 
I 05o'3 
10 '3. 7 
I0 '5 .R 
I 0 5• 1 
105.9 
l'l 5 o 1 
105.9 
to 5. a 
ao s .s 
tos. 8 
I I) 5. 8 
' 1()1) 
OtG.C 
I O.l 
10.9 
1 I • I 
I I . l 
tl • I 
I I • ~ 
II • ~ 
I 2 • I 
1 I • 9 
ll. 0 
l l o 7. 
12 .J 
11.5 
L(IC \t I lr:_'l FOUL IN C. OI:: S I <; t~-. CF. f ~~."4 -U~G.C/•ATT~I~IOOoOOO 
fiOl TI O.? TIO.J flO'\ 
o .oo 
'l. J 7 
0. \ ~ 
n.~") 
o.~"' 
, • ~·? 
ll • ';'I 
o.~, 
o .r.o 
0 .~, 
o . ~! 
' • J~ 
1 - J• 
I • . 1 t 
I • 3' 
1 • " "' 
1-·~ 
I • 4 5 
I • 5l 
I • ~6 
I. 5 1'> 
o . n o 
,_.,, 
0 . J c; 
0 . ) ;1 
0. J 5 
O.Zfl 
, • J 5 
0 .z Q 
o. •n 
0.)6 
0 •• , 
") o)J 
o • •• 
o.nll 
.,_,, 
o. '\7 
Ooo\6 
o. ~0 
o.•~ 
').")? 
o.• l 
, . ~ .. 
o .~J 
n.11 
"·"' 0.'51 
rtn~ ran~ Tln7 rto~ 
o.on 
,.,., 
o.•o 
ll ... ? 
0 ·"' 5 
O.:lff 
,.,.~ "j 
0., 3 
'lo5'l 
0-76 
0 .? 4 
I). ?~ 
0 .<J ' 
n.oo 
l. '" 
O . fJ O 
•l. ?t' 
0.'1') 
f). <;,. 
I • 'l J 
". ~l 
I • I')'J 
I • 01 
t.on 
I. 011 
I. 08 
o.oo 
I).J'l 
0. J, 
1o Z? 
O.JJ 
0 .2Q 
Oo'\l 
0 .z 2 
, ... 7 
0 .) , 
0 . )(\ 
o.Jo 
0 .J 8 
0.1')1) 
'>· r,o; 
O.(l ... 
I) • • , ., 
o.q,. 
I • Ill 
' ·"' 1.72 
I. '; J 
'. ~, 
I. T T 
I . ?I 
7. 11 
177 
Sll:4\' rr -; nr- 1-fll(lf Mr; AN SOJAitE ~fll lr o; rrr.lll r:nnoR IN fii!;PA 
l).o\OOt)IJ ,?.I)JI(''j 
<;ll ·~.\ J O:S OF P(lllt MF AN ~'ll}II.P f: l O Y AI. F.f" POR IN fHE PI\RA'(f.:f 
1).07.:35'\ 0.1 OfoiO 
Sli"'Al F. CF Rl),qJNF'oANO fl l ~f PF:R INf' (fl .-f'I(Pf-n•fl"fEJ 
'l • 1 'l, I) 'l I) • 'J I " ~ J J .11 l4 ? ~ 
Tl"4f: CAL C . llF.SISTIHICF; FITYF;O Vlll U"' 
HoJU't ( f 5 tJ. '4- OFr.C/'111\T T$ JX IOO, OOo t 
n .oo 
o.t :; 
•>·2'l 
,·"" 
'l o6) 
'). 7) 
n. o'\ 
I • 0 J 
I. ?J 
I. S R 
' • 9 4 
7..1'll 
~.Ill 
" 'l9 
OFG. C 
II Ilo I 
II r, • • 
lilt.') 
I I 7. J 
tl T. Z 
II r. 2 
I I 7 .l 
II? . I 
11 r. J 
II 1. J 
II T o l 
II 7. Z 
I I 7 •! 
ftO<J 
n .on 
o. z ~ 
(l • Tl 
I .'l') 
o .9 r 
('. 9 . 
o. o') 
0.1' ? 
I • 0 ~ 
1.0 ~ 
Oo95 
Oo91 
('.~ 
I 'J T. I'I 
I 0 T.? 
l 'l'Jo l 
I f) ') • ~ 
'""·l 
I O'l·l 
I O'l.l 
11f1.1 
I 0 6 • J 
I O'J. I 
1 ')'1 . 7. 
1?6.2 
,.,,.2 
1 I I 0 
n.nll 
0. ,' 
o. ?~ 
I • )J 
1 .0) 
I • 06 
1 • 0 T 
0.97 
I • I o; 
O.?l 
l • ()? 
l • 0 2 
I • 07 
f IN 
OF.C.C 
so .o 
'50 .0 
4\9.? 
50 .0 
50.1) 
o:;o .o 
!;O.O 
'51.1) 
so.o 
~o. o 
~o .o 
so.o 
5 'l ol) 
T I'' 
so .o 
!>'J .o 
so.o 
~ '). ') 
so.n 
so.o 
o;o.o 
'JO.o 
u.o? 
I) • .t T 
0 • !-I 
, • Tl 
"· , ~ 
n.rJ 
n.e? 
o.,. 
O.ll'J 
l).f19 
0.9J 
0.'} .. 
•• 00 
TOIIf 
OF.G.C 
!j(j.() 
5~.9 
56. ? 
'5(,.!! 
56.9 
!';~.!) 
51!1 .? 
~1\.9 
',;~. ? 
'}~ .9 
s~ • ., 
::;~ .? 
5 1\o? 
rnur 
"if\.9 
'il\.? 
5 1\. e 
5~. ? 
5&.Q 
51\o? 
";6.? 
56o'J 
~1\.9 
~ .... ') 
fM 
Ot:G.C 
I 0 6. Z 
l ott- . r. 
l ')t; .? 
J 0 7. 0 
1o r.o 
l OT . ? 
I 0 7 . I 
l'l7ol 
I IJT.Z 
I 0 T. ~ 
I O T.:J 
I 0 T • J 
11)7. J 
RF'• 
o.nn 
0 . :H 
!l. r) l 
0. Tl 
o . T? 0., ,1 
o .oz 
O.ll4 
t) . tt~ 
o.,'l 
0. '7 J 
<'·"" 
1 . n? 
:> F.L f~ 
Ot'G.C " 
o. oo 
IJ .)J 
0 .52 
o.ro 
,_,,. 
o. 81 
,_,, 
o.~tr 
o.e? 
o.? I 
0.91 
'le?l 
O.<JI 
" X I 000 
'•·" 10(,7.7 0.53')"1 
C'-.9 1 13~)) .9 0.5:.?4 
6o9 1 04 4o6 O o542 1 
6 . 9 I 042.1 O.S'~Z? 
6.? I IH~ . T O.'H! T 
" ·~ PUI.2 o.s"'JI 
.... ? t~J~.s o.s•J~ 
G·· a 1 8J"· 1 n. '5HIJ 
~',~? 10)6.5 0.<'1445 
t<o.? I nJ~.9 0 . 54 , T 
(, . 9 I 'JJ5.2 o.'5449 
~.9 ·~J4.1 0. 5 "15l 
7 . 0 I "J I • 2 0. 5 41\ f 
H JJT n r 
J(l 000 
r •• o 1067.7 n .s :H• 
~ • ., 1 n s J. 9 o. s .J'l"' 
(•.<l l£1"14.6 O.SIIZI 
6 o 9 l ~"'lo l "lo5'1?9 
6.'l 1 6"12 .7 n.<;'IZT 
1":1· '1 I 1)41. ~ 'l.~HJI 
I', . ? ll'l .l?.5 0.54Jt} 
"" . fl I 0 J". I 0. 5 "" n 
~.9 I~Jh·5 n.r,4'~ 
6 .? t oJ'J .9 o.~ .. , r 
~.9 '"J '5.? ~.o;,,Q 
6. " I "J • • I 0. 5 "1'5 l 
T. n I ftJ I • 2 0 . 5 ,.,, I 
RA'4F.ff:" 
o.oo 
0. l 5 
'l.?n 
o. • n 
., • ~ J 
o.r~ 
0.'11'1 
t.O J 
J.Z J 
I • ~6 
1.94 
2.01 
~.to 
''"'1: 
unvqs 
,_.,, 
0.95 
,.,_,., 
., .. ,. 
o. 6 J 
?.7J 
o.nl't 
I . 0 J 
I • 7. 1 
I. Sil 
I • Q" 
l.O I 
? •• , 
•••••••RVN NOI~··•••••• 
VOL T S l I • Q 0 
P ... :6.7 OI~S.Ol CO~C ( PPM) So-\ 
t<EAf fLO.-
t< E AT FLUX 
SIJP9L 1 ~0 
SUPPl:. ff'_O 
2201.5 
Q" JM' • 
TOR,.TINLET 'SO.FJ 
DENS1TY: 98~.J~GSe/CU.M 
'IIATTS 
W4Jf5/So .~ 
DEG C 
T OUfLEJ ~o\.1 DF.G C 
AV~ T EW~ 52.6 DEG C 
~ t••!:: .,.. f I C 
Vl~COSITYXIOO 0.00~0~~ SOe1>41'S~C 
FLUJ O VfLOC ITT 1 •• 01 
~EYNQLOS NO 2~076•9 
PPA"fDTL Nl) 
t1 EAT SUPP 
._EJ,J TRAN5 
t1EAT LO ~H 
220l.:J 
2l i6.-
e~-· 
"4/SF.C 
WATTS 
w•rrs 
WATTS 
PERCEMr ti!Af LOST ~. 6& 
~EAT FLU• TRANS ?072Z•4JT5/30.N 
tltJ SSELT NO lJ6.7 
RF tL"4 
A 'Ill ALL. 
RTOrAL 
o.,.o 
0.0~9 
0.19" 
l~C&liZ~O ·~~ re•~--fU.tJ f O( GoCI 
fl)l ft?.l YIOJ f104 fl O ' 
CI!:G.( P!(,eC. OI!G.C O!!G.C O!!C .. C 
··- 0 · ~- 0 
11&.0 
ll&ol 
11o.1 
.,&.I 
lll\o2 
ll&. :t 
, .. ~ 
~~ ~ -.r 
e•.z 
II&.~ 
II&• J 
··-~ 1111.2 
e& • .z 
ee..J 
e&.J 
e•. J 
116.3 
ll~l 
lll>oZ 
" ~ ·· Ill>• 2 
... ] 
ll&o] 
eo.) 
116.] 
O&o] 
., .. ] 
116. J 
ll&o.l 
ll•·l 
••• ;z 
, • • J 
... .) 
.... J 
i& • .l 
118 • .) 
ll'J •• 
I 0.._ J 
I 09 ·..1 
tot.• 
I ?<a..• 
1 .:1~. 7 
I O'Jo 7 
1 0 ~ •• 
ao •·• 
I tOol 
II o. o 
11 0• .! 
l I Oo.l 
11 0· ' 
II o., 
It o. , 
II o. 6 
110·6 
II Oo6 
I I o •• 
II o.s 
II o. S 
II o. 1 
• l '· ., 
I I Oo 1 
II o •• 
II O.T 
II o. 1 
110·11 
I I o. 1 
I 1 0 .11 
at o .s 
II o •• 
1 I o • .l 
ItO.• 
II o •• 
II Oo, 
.. ., . ., 
II 0 •6 
10 ".' 
a? "•I 
to e. 1 
I <J ... :t 
toe. • 
aoa.• 
,., e. • 
10 ..... 
I 0 II• 6 
, ., 11-11 
to e. 1 
109• I 
t o~ • 
1011. , 
109.0 
1 o o.a 
1 0 9.' 
10 ... 1 
IO q.z 
I 09o l 
1 o-..1 
IO'Jo. I 
t o~. z 
I O 'Jo. Z 
I O ~.I 
to~. z 
10 ... J 
109. J 
1 09-.] 
I O<a.. .l 
t O <a.. l 
10 o. I 
IO OJ. a 
\0 o. I 
109. I 
,,.,. l 
10 "J. I 
I 0 'I • I 
l ol~ J 
10"·· 
I 0,._, a 
I O 't. 1 
t o"•' 
109.0 
,.,.,_, 
10'>.1 
I OO.l 
IO<J. J 
toCJ.• 
1 09.] 
IO ? •• 
t o ••• 
t 09•• 
t09·. 
I 09. • 
aoo;o • • 
t OIJoS 
IO'fo ~ 
1 0?. ~ 
l o <Jo.• 
1 09.1 
I O'lo~ 
1 09. ~ 
109 .• 
I 09. :» 
I 0 9o 6 
t)9.S 
1 09 •• 
1 o~. ~ 
I o ?o 4> 
t oo.s 
l OfJ.• 
1 0~ •• 
1 09 • • 
a o•. • 
1 ? 9 •• 
1 :> 9.~ 
I o9. a. 
I OCJ oO 
1 o~. a 
109 • .) 
to•. a 
109oJ 
to•·• 
10 9 • ., 
IO'JoS 
109., 
l09o1 
t o ••• 
1111.1) 
to ~ • .., 
IOc:t •• 
I O'J oS 
I O'J o'l 
l 09o 'J 
I09oCJ 
II OoO 
1 09. '2 
1 0 ..... 
109.,. 
10 •• ? 
to~., 
t oo.-. 
I 09e, 
IO 'J • ., 
ll 0 .o 
liOoiJ 
I 09. ~ 
tto.J 
109 •• 
,.,q ... 
' 0 9e7 
at o .o 
II o .o 
ato.o 
I I O. 0 
I IO • .J 
IIOoO 
II OoO 
II o .o 
I IOol 
II o . Z 
IIOol 
II o •• 
'a o.• 
II o ... 
II o.~ 
l lOo O 
a to•• t. o., 
1 I ll • 1 
110., 
II o. 1 
I I 0 • a 
It o. t 
II 0. 111 
Ito •• 
tao . 1 
IIOo:l> 
1 I o. :1> 
It o .• 
I I 0 • 1 
I I o. 1 
I 1 -J . a 
II lo& 
II ?o 'J 
II? • ., 
lt ?o9 
I I o. 7 
" '·. I I o. a 
II O o 6 
I I ?o 1 
I I ? • 1 
I I o . 7 
I I ' • r 
fJ01 
OI!CoC 
I \Oo 9 
II o. 9 
1 t o • ., 
a1o. • 
111. I 
Ill• :t 
lit • .) 
Ill• • 
I II • • 
.... 6 
Ill • • 
I II • I 
'"· 7 Ill• 9 
lllo., 
1 u.a 
I I Z • l 
tl2o a 
I l l o I 
1u.a 
a a.z. t 
l l loO 
I tl• I 
lllo I 
lll• I 
lll'•' 
IIJ•l 
I I Z • .J 
Ill • .) 
Ill . lt 
1 u.J 
I U. 0 
Ill • 9 
t "·. 
I II• 9 
11 2 · 0 
112.0 
I ll • ll 
l it. 0 
I IT • I 
ll ' · ' l1o.Z 
1 -r.z 
I r • • 
I r •., 
I r.s 
. "·. ,., .. 
I 7.' 
,,_, 
I 7 • 11 
I lllo] 
I" ·" 
18.0 
11·1 
I "•l 
I llo J 
I I II • .1 
I I o. Z 
II " • I 
1111.0 
lto. z 
I I Ool 
I Ill• I 
I l'lol 
II !l ol 
llllol 
al &. ) 
llll · l 
ll.,.l 
, .... 
II '• I 
I 1 "• o I"., 
115.2 
118 •I 
118·2 
II 'I ol 
~?C)I~\ LiUJ ·~~~ ~31Sr-"'"<a cso.-o.u•"rfS)•too.o•• 
II '•• 
II '·• 
I I '• 1 
"'· , 
II T •" 
I I P. <J 
11&.0 
II II• I 
II "• I 
"e.-2 
II II • .I 
II -' • • 
II-'·• 
II,., 
I I &•• 
II -'•3 
II II·' 
II &.• 
II' • • 
114.0 
II&. S 
II, • .Z 
II 1J o2 
lt ii. J 
II II• • 
II &. • 
II "• S 
II~ • ., 
II II- • 
II "~• S 
II ' • ~> 
II o .s 
I I e. • 
11 .... 
II 8 •) 
II 1\o o 
1111 . o 
I I"· • 
II ~ . • 
tiOI fiOJ fiOJ fl04 fi OS fl.l. flo1 TIOe fl O~ 
o.oo 
o.o, 
OoOl 
0.1) 
Ooll 
o . t.) 
<>-ll 
O.la. 
o.:. 
Ool& 
o. t• 
O • .l~ 
o.J, 
Ooll 
o.z• 
o. za 
0 -J I 
o • .lf 
0 • .)9 
o.J. o.,., 
0.22 
0 • I II 
0.2. 
O· ll 
o.~, 
OolO 
o. lo 
0 • .)8 
e.JJ 
o.Jo 
o.z• 
o.zs 
o.ztt 
o. J • 
o . ,. 
0 • .)) 
o. J 't 1.,. 
~.,CJ 
o. o~» 
o.oo 
Oo:ll 
0 • .) . 
.. ,. 
o •• , 
o.3 o 
o.~ t 
o ••• 
, ... 
o.• l 
1 ·0 , 
t.J. 
' . .~ . 
l ·l · 
l.l2 
l o) P 
,.,. 
I • l • 
I. J .. 
loll 
1 ... . 
• ••• 
I · • ., 
a.)l 
···' I . U 
I •., 1 
... , 
' . 00 
lo .10 
1 • .ro 
1.0 .. 
t . I I 
I .J s 
.. .~. 
I • .ro 
I • .l J 
0 .o, 
o.o9 
o. o J 
0 • •• 
.. ,. 
0 .J . 
o.,. 
o . .. ., 
o., . 
o.re 
o.• • 
I • I ,. 
o.QI• 
o.,. 
l oO O 
l • I l 
I ·I • 
l olf 
·- ~· I·•• 
'·I. 
1·1 ' 
I .J • 
a.zo 
I · II 
loll 
.J. 
• J, 
.,. 
• :r:r 
-.) .. 
• I o 
. .~. 
. o .. 
_, ) 
•• • 
.... 
.I. 
. ;r 0 
• • ,o 
o . oJ 
o. oo 
o.o• 
o.J • 
o.J• 
o.•G 
o ••• 
o . . .. 
o ••• 
o.•ct 
··~' o-•• 
o. r .1 
o ••• 
0-"" 
11. 1 l 
o.,. 
•••• 
0-SJ 
•• 11 
o.sa 
o ••• 
O.$. 
o • .,, 
o ••• 
o.rr 
e . e o 
•••• 
o.oo 
o.o1 
o. "• 
.. ,. 
·o . 7z 
o ••• 
o. oJ' 
o.-
•·•• 
..... 
o.;,o 
o. 04 
o. oo 
Ooll 
&.J .. 
II• JS. 
o • • ,.. 
o.~. 
O. 'i• 
o.rr 
o ... 
t .o. 
·· " o.tJ 
o.ao 
..... 
o . '> I 
o . ~ . 
I . 0 1 
o .... 
•••• 
o. eo 
O. QJ 
Oo9) 
Oo'IO 
Oo'll 
o ••• 
t. o.r 
lo 09 
o. , • 
l o II 
o.,.. 
o ••• 
o.r o 
I • o I 
a. o .. 
l.O• 
I .o,. 
l olO 
Oo:IO 
o . o , 
o • ., .. 
o.o • 
o.2 1 
o.1, 
0 • .) . 
o ... , 
o • • , 
o., . 
••• .J 
o •• , 
0.111 
•·'" o.,. 
o ... . 
o . &• 
o.•l 
o. e .. 
0 -'» 1 
e •• , 
o., a 
o.so 
•. 6' 
o.,. 
o . ,. 
•••• 
o • •• 
o.o., 
... ., 
o .~ .. 
o.r~ 
O- •• 
o. 1 I 
o •• , 
o.t• 
o.,. 
o.ra 
o.,. 
o. )O 
o.o• 
o. 0 I 
o. I 0 
OoJJ 
O.J, 
o. , .. 
o...•. 
o • .,.,. 0.,. 
o.•' 
•· o• 
o.or 
a ·• r 
I • .lO 
loJ J 
.. ,. 
·-.. t. • I 
I. • I 
lo.)' 
l • .a' 
lol J 
'· .. 
t • •• 
I. J, 
I·'' .. ,. I·. J 
•••• 
'·.) 
I .10 
I • l,. 
lo I & 
•• 1. I·', 
l .:r . 
lol., 
.. '., 
0.\)1) 
o.o. 
o.o, 
Ooll 
o • .r. 
•••• 
O • .)o 
o.,, 
•• )0 
•••• 
· - ·~ 
o.I.J 
I • J I 
.. ,. 
•• o o 
a. o e 
I .J l 
, _ _,, 
t •• , 
I .lo 
I. II 
.. ., .. 
1-.t• 
I· .ll 
1 • I I 
t. a • 
'. '. t .u 
I • J I I.,. 
I • J I 
I.' 0 
1 -e> • 
loU 
o. &• 
I • I • 
I • """' 
1 .1• 
I • OJ 
,.oo 
o.o J 
0 .o. 
0 •II 
o.zr 
o. JJ 
o ••• 
.J.)J 0.,. 
o • • , 
o.• ca 
o.s <J 
a. oo 
o.')~ 
o ••• 
0. 9 11 
I • .l ll 
I • Ill 
I • I I 
I • I I 
o ••• 
o- •1 
o .• o~ 
0. , ., 
o ••• 
O-• J 
o ... ., 
o ... . 
1.1 r 
l oO l 
'· '" o.-
o.•o 
;). ~ .. 
O.'JP 
I . O't 
'.o. 
I . I I 
I • I I 
Tl I 0 
o,; e.c 
It ~.9 
a' II•? 
I Itt • 'J 
11&.9 
It .l. I 
II 9 ol 
II Q • .l 
I I?• J 
II 9oJ 
I I "• ' 
ll ~- · 
ll 'Jo 7 
lt9 . a 
I 19· 9 
II 'Jo9 
1 to. o 
I zo • l 
t 20·1 
I ZOo ll 
120. 1 
l.ZOol 
t zo. o 
t2 0o l 
&:::o.~ 
l lOo l 
ll Ooll 
I ::<>.J 
IZ<>•l 
1lo. J 
llo • .z 
IZO.J 
llOoO 
ll)oO 
1 20.0 
I ZO oO 
1 2 o . I 
ll)ot 
I Z o. I 
l 2> ol 
fit 0 
o.oo 
o. o• 
o.oo 
o.o. 
o.z, 
o.,. 
o •• ., 
o .... 
o. ,l 
o. , . 
e • • , 
o. •o 
a. o• 
l · ', 
lo Ill 
l·l • 
I . J, 
•·•o 
... , 
••• o 
I.Jr 
I ·Z' 
•••• 
I·•• 
1 •• ., 
... , 
l o ~ I 
l.'l. 
I • f> J 
•• 'll 
..... 
I • J ~ 
I - I 't 
lol) 
l oJ r 
1 -J J 
lo l l 
I · JS 
,_,, 
",_" 
,0.9 
~o.o 
,o. ~ 
so.o 
,o.o 
)0 •• 
, 0.9 
)0.9 
~o.• 
' "·· ,o." 
,o •• 
,~ .. 
so • ., 
,o. I 
)0oO 
so. 0 
, .... 
, o.o 
~o.q 
,.).Q 
!10.11 
!10.0 
)0.9 
,.,.9 
)O o 'J 
)0., 
)0. 8 
)Q . II 
,0.8 
!1 0 . 0 
,o. 8 
!10-? 
so.o 
, o. 9 
,0.9 
!I O.'J 
?o. • 
,, .. 
!1 0 •• 
) 0 •• 
, .. ,
1 o •• 
!lo ... 
,o .• 
, .~-. . 
,,_ . 
,o.o 
so •• 
,o •• 
,o •• 
,.,_. 
,o .t 
, 0.. " 
,.,_. 
")0. 11 
,.,_ . 
~ I) •• 
,0 •• 
) 0.. 0 
so •• 
!l)ol 
,., .. 
s o.• 
, ... 
~o • • 
, ... 
) ;) ... 
,o .• 
' C)· · 
,.J •• 
, ... 
, .., . 
s o • • 
,o •• 
).).9 
so •• 
, ... 
~··' , .. ,
, .. , 
~~- " 
, .... 7 
~· • T 
, .. ., 
,. _, 
, .. , 
~·-, 
, .. , 
, .. , 
, • • & 
~·.& 
, .... r 
~··, 
, •• 7 
, .. , 
.,._, 
, .. , 
,.. 7 
., •• 7 
1•·' 
~·• T 
, .. ., 
,... , 
,. ·II 
, •• 8 
')•·, 
, .. , 
,._ .. 
., .. .,
, .. , 
,.. . , 
'•. r 
, .. , 
., .. , 
, • • & 
') • . T 
r ou r 
s.• .. , 
~·-, ,,_, 
, •• 7 
~··., 
~·-? 
, .. , 
., .. , 
, •• 7 
, .. , 
,.. . , 
, .. ,
, ... ,.._. 
, .. , 
.,._, 
., .. , 
, .. , 
, .. ., 
, .. , 
, .. , 
, •• r 
,... , 
, .. , 
, .. , 
, .. , 
, .. . 
, .. . 
, .. , 
, .. , 
, ... 
, .. , 
, .. , 
., .. , 
, ... ., 
~·. r 
, .. , 
, .. , 
~·-' 
II I. • 
II 1. • 
II I. • 
Ill •• 
.... " 
Ill· r 
II l o 1J 
II I •• 
I I 1 .8 
llo 0 
I I· 9 
I Z o Z 
' : • .l 
llo.l 
l2ol 
I z. ~ 
I Z· l 
J .z.• 
ll . .. 
I .z. • 
llo J 
ll.l.J 
I I lo .l 
ll l o J 
II l•l 
Ill. J 
II z . e 
II lo • 
II z. S 
II l . • 
I I 1. ' 
II l• J 
I I l. 2 
112·2 
II z • .Z 
Ill• • 
Ill. J 
lt:!.J 
I I ~- • 
.. ,. .. 
o.oo 
o.o. 
G oO I 
o .o• 
o • .ze 
o . J? 
o • • , 
O.!I>J 
o . s;z 
o • .,, 
o .,~ 
·-~J 
I oO I 
o ••• 
o .... 
a • o• 
I .o 1 
I ·I J 
I • l l 
I ol I 
I. o • 
o .... 
Go90 
t .o ' 
. .o• 
I • Cl J 
lo l l 
I .I' 
.. .,. 
I o il 
I.J, 
I .CI J 
0-0" 
o.•J 
e . •• 
I ol 0 
1.04 
a. o, 
I .I .) 
• 
1!1 00\t 
lo~ IJ?loO OoTJ~' 
l.& IJSI.S o.,_, .,~ 
) .8 IJ)lo2 o.•J~~ 
Jo1 ll)Oo ) OoT••• 
l.t &J••·• o .. r • .ar 
J •• ll••·• o . ''J' 
l.~ tl•J.~ ~.,.4. 
l.e &l•a . J o .,•~• 
J.e tJ •• .s o. , • ..,. 
~.a I ~J 7 ., G• T•I• l·• IJ•o.o o.t•~.J 
J-9 I lJI.9 o.•,.t• 
lo& I JJt.o Oo1 31 .J 
l •• llJ l oJ 0.7, 1~ 
J.9 IJ J I.~ 0.7)10 
lo? I JJO •• 0.1,1• l·• IJ:Jo.o o.,,,~ 
J.a 11 2,.~ o.r,l• 
J.'J IJ2~· • o . T, l& 
loll I )2?.9 Oo 731 ~ 
'·" IJJo., o.,,,. 
J.a I.J J • • • 0. T•ct• 
lo9 IJJJ. J Oo 1)0 . J.• lllD. r o.,.,,~ l·• llJI.& o .rs1o 
loll Jl l i .S O.f,IO 
l•9 lll'J·• o-7'1, J., llz,. o o.r,;rr 
lo9 Ill&•' Oo1)Jt 
).O IJ lo. J O o 7).1J 
J.'J IJ ~&. 7 o.I,Jt 
J.9 tJJt.z o.r.,,z 
lol IJ J .Z.J o. r so-. 
] o il IJJJ . e Ooi!!>O• 
loll I 'lloJ _,_, , .._ 
)o'J IJ) ;) •~ 0.1,1., 
l ·'l IJJt . o 0•'''~ 
J.l') tJ)a.4 ().P,tt 
J.8 t)Jo .. > o ... r:t t • 
OtL..f.& 
o~c:..c " 
"ro r 
• 1 ()0. 
J.9 ll~ll-> o.,,., 
]ol IJ,I., o.1JY• 
loO IJ !I>l•l OoFJ•~ 
J • ., I J~. ) o .t•o• 
J.• •~ ·~·• o.,.~~ 
J.a \J'-••• f) • ., • .~,. 
).I ll•J·) o. , ••• l.• tl•I · J o.•·~• 
J.e tl•t.s o.r·~· 
l · " lJ.Jr. • o.r• P• 
>· • 1 ~ • o.o o.r.~ 
l • • IJJ& •• o.r w• 
Joe IJJ io() 0 .7)1) 
loll I)Jio, O•'")tO l ·• ,, ,, .• o.,., •• 
l•• IJ)O.• 0•7'1• 
~ .? tJJO . O O.f )\ 9 ) .• ,, ~ .. ~ 0-'~·· 
) .~ I J~•·• o .•111 
).a I)Z9o) 0.1SI 9 
) • • 'J J~ • • o .. ,,, • 
l•S I JJ • • • 0.1•._• 
J.9 l .l )lol o.,,~ 
Joa IJJOo7 o. r~ IS 
J.l llJio6 o.rste 
) .II 1))1.~ o.,, •• 
J.'l Ill•·• o.r1~' 
.l . '9 l)lflt•&o o . r .,..tt 
J.9 IJ Z&.J 0.11)7 J-• 1Jl9 • .J o.•~rJ 
J •• l)~·-' ~.,, •• 
l·• IJ )IoJ Oo iHI 
J.9 I IJ I - J ~-''->• 
J.e lJJJ.• o.,.,h, 
, •• ll J l . J ··''~~ 
,., IJJJ . ~ o.·~ ~., 
)., I JJ I .() ., .IJ,I .J 
J. 9 I ) l I • • 0 • P) t t 
J.a I l)O .... o. r,, ft. 
o. 0 0 
0 •' 0 
o.aJ 
o.l, 
o .... ,. 
0. '\I.J 
Oe3lt 
.,_...., 
o. ,, 
o.Q-t 
\o OIJ 
t.;z~ 
I • • ol 
I. 6 J 
• • Q() 
I • 01 
.. ..,, 
z.ot 
;z. I, 
loll 
.z:.td 
.z.•o 
l · r r 
l . rot 
' · 5-) J . o).) 
J.o, 
).<Jr 
J . r o 
,_,, 
J.o i) 
'·•J ,_ ., 
~.M 
... ,
.. ,, 
•·.l "' 
... '" 
•.&a 
o .o~ 
0.1-J 
o.1 J 
Ool) 
o •• ., 
O."'\.J 
o., .. 
t. &.) 
0. , . 
0- ·~ 
1. oo 
.. .~. 
' •"0 
• .. 8l 
•• '>0 
' . ~' loO) 
.z.oP 
1.19 
z. I J 
.~.,., 
t •• ., 
I • 11 
"·'· 
•. eo 
).0) 
J . o-. 
J.or 
) -,., 
J-l~ 
J.•o 
) . • J 
,_., 
,_ .... 
... , 
.. ,, 
• .. J'I 
•. ,o 
· ·~· 
178 
• • • • • • •nuN NO I '-'• • • •• + t t . 
VOLf';l2.71l 
OIS'JoOl CIINC (f't>Ht 5ol 
IIF'•T f.l.OW SlJOPt.lf: n 210~.1 'ItA T T::; 
Hf • f rt.UlC SUPPll trn I 159~"• WAT f S'StloM 
Tl>rl.,.fiNl.F;T ~o.o 
OFH~ITY: 985.7k~S./CU.N 
AV(; TF.HP !53o8 
It IN£ HAT I C 
T OlHt.F.T 57o7 
OI!G C 
OF.G C 
OEG C 
Vf~CO~ITYXIO~ OoOOOO~Z SOoN/SEC 
f"LIII n VH OCI TY 0.1172 fU'lEC 
IIFYNI"IlflS NO lf'.ll5or. 
P"ANOll. NO 3.7 .. 
2 10 !5. I WATTS 
II E AT TR~HS 2~95•" WATTS 
II ~ AT LO~T 109.6 WATT~ 
orucrNr HEAT t.O::if •·~5 
ti(~T FLlJX Tf'AH5 tliZ~1W.AfT5/SOoN 
NlJSSELf NO 
nF ILH 
RWALL 
IHOT~L 
0.199 
1).058 
0.258 
t.PC.\l llEIJ ~~tAt.L fFMr>f.r?A TU~F.S C nEG .c J 
tint 110?. TIOJ Till~ Til)~ TIO~ 
OF.:GoC: O[G.C Ol""G.C OEGoC nr:G.C ltE~.C 
nIt • (o 
"f> · ,, (\(,., 
.,r..u 
,,, • <) 
""'· , 
""'·') 
Mf"• •!) 
nc..' 
II o. 2 
11'>-6 
ItO." 
II 'l.? 
II I • J 
I II • I 
1 I I • I 
I I 1 • Z 
I It • I 
101').1'1 
10Q.O 
I o 9. I 
l'l'loJ 
10'1.6 
Ill?·• 
IO'l.fl 
10'}.6 
Ill?·" 
1 o·J • "' 
109.7 
I 0?.? 
ll'lo'l 
110.? 
IIIlo I 
1 I? • 2 
I I 0.2 
I I 'l.') 
IOQ.T 
I I 0. I 
II 0. J 
ll'l • ., 
I I O. 1 
"0. o:; 
I I o. fl 
Ill') ..... 
II 'I •" 
t t I • "; 
I 1 I .~ 
I I I .6 
I I~.? 
I I Z. Z 
I l '! .o 
1 I Z • 0 
11 I .? 
Ill o9 
Tt01 rton 
Qf:G.C OF.G .c 
II I • 7 
II 2. I 
.. 2. J 
liZ·• 
II 2. 1 
lllo!l 
ll2.1'» 
II 2. 6 
liZ·" 
II?.') 
II 'I.J 
II?., 
I I? .q 
I 7.0. I 
IZ?ol) 
I I? . 9 
I I? .6 
I I?.~ 
"LOCIILI !FO ,.OVLI~I~ R£!>1Sfi\,..Cr. C ~u.M-nt:G.C/WAfT,tlCIOOtOOO 
179 
Sfll>l"ff" «; OF RllOT M(MI <';OIJ"'fF <;TATi j fi ( IIL EPPOn PI THF.P.A nA"4ffi"P 
0.711011? ,_.T6'tTT 
Sf I-..\ f ( S OF ROOf ~F.I\N ';l)l)Arl(. TrlfAl rP<>nP IPI THt:: ,._R~f:T f~<; 
0 • 0 7" t'tl 0 • 2 1 (1 s (, 
Srt~I\T(! UF RO.RINF.IIUO II IH m· -: ~al•lr"f(I.-EJCPI-n•fl'4 f: J 
Tl oo 
orc.c 
119 •• 
'1 q. ~ 
119.0 
121) .. 
1 7 0 • . 1 
12').1 
120.'. 
120.1 
uo.o 
').1?'l'll) ?oTl~R" !';.fl ... 'l79 
t I .. C CALC. PE'OISTANC~ F If TEO VAI. UE 
HUrlS C fSil.M•Of:CC/"~ff$1li'IOn,rxJOI 
o.oo 
Ooi J 
0. 2 0 
o.?s 
.., ... ., 
o .r.o 
0.79 
1.01 
1.?~ 
t 1 a o r 1 N rnvr 
nF.c.c oec.c nF.~.c 
I " '·' 
1 7 I • 0 
1 2 1 • 2 
1?.1.~ 
IZI.IJ 
tzt.r 
I 2 1 • 7 
I 21 • A 
1?.1·6 
!)1).1) 
'50.0 
so.o 
r:;o.o 
'30.0 
~,., . ., 
'30.0 
so.o 
!';OoO 
51.1 
5 T. 1 
sr.r 
'31.1 
~ r. a 
'j T • T 
sr.r 
!JT.T 
!JT.r 
o. 00 
0. 2ft 
0.1\~ 
O.f')J 
I) • O<t 
0.60 
t).7.J 
o. 71 
0.62 
o.oo 
1).)? 
o.so 
1'1.'5~ 
o.M, 
o. ro 
1).7? 
o. TZ 
n.7J 
TM n e t TA p 
Ot:G.C IJC r. .C XI Of'!) 
f I Z. 4 
fl?..r 
I I Z. '' 
I I 1. I 
tl J •• 
t I J. Z 
1 I J. 1 
1 I ~ • Z 
ll:l·l 
1 • (. I G ~ T. j 'J. I) "l 4 
7.1 l!•4,..r. O.I'>O't 'l 
r.r I64J.2 o.~?"ft 
T. 1 H'>.J1.9 0.~1 05 
'·" 16Jl.l 0.1'>111 
1. T H•J"•l ').~ll Z 
r.r I6J~.• o.~lll'> 
1.11 II'>JS.ft O.t\lt't 
T.T 1~39.4 0.6100 
?.'l? 
0. 1 J 
,. ~ o 
o. 2 5 
0 •• f) 
?.~ll 
o. ,,., 
I • '1 I 
1. l,. 
ll o 1 T I 'l! T I 'l :l f I 'H fl 1~ fl 'l ~ Tl 01 f I 'I" fl 'l? Ttl? TfN ffiUf Pr-'4 o r: Ll " «HOT 
J; I OM 
" _.., ., 
0 .I)) 
0.10 
o. z .t 
o. 7 r 
'l • I (• 
o.z~ 
o.IQ 
0-1" 
,_,.,., 
l).l ') 
0 .... o 
o.t-o; 
o. 9ft 
I). 7, 
0. 7~ 
I) • IJ6 
o. ,, 
,.,, 
0. J, I)." v 
0 .... , 
O.Q2 
1).1"'! 
0 ·", 
Oofll 
o.r~ 
., . ' ) ') 
0.14 
o.-.z 
0. 5 , 
0.76 
, ... ., 
o.~, 
o. ,,, 
o. ~ 1 
.,_,., 
0 • .J .t 
Oo4? 0.,., 
0 ·"(> 
tl.(· ~ 
0 .uo 
,_.,., 
o.r.3 
... ,-, 
n. or. 
'lo::!4 
"·"' 0. '>A. 
"·":l 
,_ 46 
0. 16 
o. :Jl 
,_,, 
0. :l, 
0.'52 
o.,.. 
0.'1 .. 
"·~" 
o.rr 
?.no 
0.1'12 
o.'ln 
o. :Jl 
o."l<l 
o.o~ 
I. oo 
,,_~I 
0,1)6 
o. Tl 
0.79 
,_..,., 
o. on 
11.34 
"·"" 0.7? 
').~, 
o.e.r 
.,.&') 
o • .,,., 
'l.l)'l 
O.J~ 
0. '" 1 • nr, 
o.? z 
0. 9( 
I • 't ~ 
'·"" 
nFc . c OEG.C 
so.o 
*Jt').O 
'31-'J 
'>1).0 
";O. 0 
5 1).0 
'3 0. 0 
'3'1· ') 
so.o 
, , . ., 
''·' 5 T • T 
57.7 
5 T. A 5, . , 
!H. T 
sr. r 
!J T • T 
o.oo 
0.2~ 
').4~ 
I). 6 J 
0 . '). 
o . r.o 
o.rJ 
')." 
OF. C. .C 
r.~ '"'~'·J O.f;.O.J• 
r • r 1 I'\ • "' • ,., ., • r, n-:. ~ 
'·' l .... ,.z ').~,-; 
1.1 IOJ7.9 0. 6 10 5 
r.~ 16Jz.r o.6r t r 
~ . T lr•J 6 •2 0 • '•lt7. 
'·' '"'l'f.l 1). 6 11,. 
.,._,. ltt.1~·6 "·"'"" 
r.r tftl'1.4 o .... tno 
o.no 
0 . 1 .1 
., • ? .., 
O. Z 'J 
n.•, 
0.60 
0.19 
1 • '> I 
I. Z 1\ 
\ 
• • • • t t •~•JN tiOI 7. • • •• •• • . 
•tr AT n _ow :;uP~'- I F.!l 
IIFAf FI. UX 'iUPPt_lt:t> 
TOP~fiNLF.f SO.O 
( 1>1'141 21\0'). 
0 I S <; • 0 :Z C ONC C f'f' t~ t 
'lF-. N">ITY: 911"•etKGSo/C\1.14 
A V r. T F. '4P 5 J • ? 
1<1 ~'~':"'A TIC 
T UUTt_fT 5~.4 
O':G C 
5. I 
O~G C 
OEG C 
VI~CU3lfYXIOO O.OOO'l~J SU.J4/$£C 
f"LUI!l IIFLllt:l T't Q.6~"i M/SEC 
u1 : v :~oL n~ ~10 I 77 ?0 • 'J 
1'11/INIJTL "l'.l 3o7n 
•tt=l\ r SlJI->P 217ft.?. 
Hr AT T RAN'; ? l Z 7 •?. 
tr r: •U I. IJST "?• 'l 
WATT <; 
WATTS 
""''5 
z.zr; "rPCOU •tF.I\T LU~f 
IH"A f f'LUlC TnANS 91 I ".JWI" TS/50."4 
tJU '5 >~L f tiO 
t•F II . '4 
•n• All_ 
''TnT 1\L 
o.~o3 
O.O!l'J 
,. 2t.3 
9.J.t 
L'lCIIL I !Ell WAL'- Tf" H'Effl\ flJUE~ (I) EGoC J 
TIOI Tl?? 110J TIOI\ TIOS TI06 
OFG.C OEG.C OF.C.C OEG.C OFG.C ll~~.C 
, '·:! 
1 1. :' 
, '·It 
''· :J 
T 1. tt 
, , . ' 
7 '· J 7,. ~ 
97.·6 
,, J. z 
'l).4 
9 J ·" 
9J. n 
?J.I) 
'l.J. ,, 
9:1.9 
., I •? 
' I I • 6 
Ql. 9 
q I • 'J 
92·2 
90.1'> 
91.2 
'1 I • 5 
?I. 2 
Ql • s 
9?. I 
9~. I 
9~.2 
ao.::1 
.,, . " 
9 I • 7. 
9 I. I 
91.5 
9 I ." 
? '. ') q'. 'l 
')J.It 
·•J .") 
'lJ.I"> 
'lJ.4 
'l .~. ~ 
Q '.?. 
<tJ .6 
,, ) ... 
Tl or 
OEG.C 
91\.0 
Q s . I 
9S • .J 
95.2 
95.6 
95." 
9~ ... 
95.5 
flO" 
O[G.C 
99.2 
<n.s 
')').7 
99 .s 
I OrJ. ~ 
99.9 
?? • , 
9'lo9 
LIIC"IIll ~(0 FOUt. l~1r, l-11-Sf<;fJ\II(r-: ( SOoM•nr~.C/WATJSJJ(IOOollOO 
180 
Sfflo4Art: -; OF POOT ~A•I <;()lJI\'ll: !.fi\TISTfl'"'ll f"PI:OP IN THCP• nAMEf£11 
o.-, ;-r, rr. '·"'<'0' 
$YI~a.tt-: :> 'II" ~linT f~EAN SO'JII~r TOTAL FPPQI"l fll Tl'€ PARAJ4F.f 
O.t7'l ll 'J.)S'),.I 
STIMI\Tr ur: ROoRINroANO 0 IN nF::~INf"fft.-t:TPf-rHTI"4ff 
, • .,,.,,, •• .,.,,.,~ !.1'551') 
l I ... F. C AI_ C • 'l F. <; 1 S T 1\ t~ P: F If T F. 0 V Al'.JE 
1-4\ln '? f f SO. 14- OF GC "'AT T S I X Inn • 00 0 I 
fl OCJ 
OJ::G.C 
9'l. I 
Q? ... 
qo. T 
99.J 
9?. '5 
9?. 7 
9'l. 9 
99.') 
o.oo 
n.n'3 
0. )J 
o.<>t 
').7? 
I • 0? 
I.JJ 
...... s 
T I In 
nr:r..c 
9?. ,., 
J O'l.J 
.,.,, • 'j 
rno.-1 
I ll ').? 
I 0 I • 1 
lflt.l 
I 0 l • Z 
TIN 
?C::G.C 
• .,.9 
4?.6 
:;o.o 
49.9 
4?.9 
SO. I 
40.9 
5().0 
0.01) 
, •• .J 
0.6~ 
n.r;n 
?.eJ 
o. 9,., 
I • 04 
•• 0? 
TOUT 
O!;G.C 
!;6.J 
sr. ... 
5"·" 
5 r,." 
,, .. 
~6.4 
56.) 
5~-· 
,, ..
OfG.C 
9 J. '1 
9 •• J 
?'\.5 9•.• 
94.7 
94.6 
9t.Q 
94.9 
O El T' 
ncr..c " 
o.oo 
'l . I 7 
0 .5-; 
0. 71 
'lr8J 
0.9T 
I •? I 
··~ 
q 
r 1m" 
f·.• tos~.r IJ , "\11, 
~-~ ,q,~.~ '1.5t1'l 
6 ." JQJI . 8 o.~ITI\ 
~.~ I~J5.~ "-~156 
r, .4 107.0.4 O.'SZOT 
6.J 191Q.T ?.'S ZQ'1 
~.5 17~?.] ~-5lJS 
'"'· " l?t~.-. o.!S='~" 
109 
o.no 
,_,, 
o . ... J 
O.'ll 
o. 7 0 
1. 09 
' . . n 
t.o, 
ftnl 110? fiOJ riO\ flO"\ Tit)~ TIOT fiOA lt09 Tl I 0 'r"' 
'"'" 
OCLfA 
OEr..r 
nrnT 
It ' , ,., 
' ' .. ,. 
•tr i \Jil'; 
o.o, 
, . •)" 
n • I " 
o.n , 
'lol'• 
0.' l 
'J • I ~ 
n.oo 
rJ.nn 
').'\J 
n ·'·" 
n • Ml 
' . '), 
I • I I 
I~ I T 
·- ~~ 
f). 0 0 
., ... , 
0. '" 0., l 
I • 1'14 
I •" 4 
I • r; J 
I ·"' 7 
0.!)1) 
.,.,, 
I. o 'l 
0.11) 
I· oz 
I • ..,, 
1.7') 
I • ll I 
0.0') 
, . ~.., 
n.'lo 
0. ''I 
I • ?. 9 
' • , 1 
.. ,., 
I • 7 T 
n.oo 
"'·"! 
o. I ? 
O.fll) 
0. '0 
n.oo 
'1.1'5 
o.otJ 
o.oo 
"·!" 
0. "f) 
0. • I 0.,, 
0. 5 9 
.,.,) 
0. 7?. 
o.oo 
n. Jl 
o ... , 
0 • .1, 
Oo'l? 
0.7'-
0.!'tl 
O. Tl 
O.t)O 
l).~'j 
o.r.• ('. zz 
"·"~ 
n.t-1 
?·11" 
0.!'12 
o.nll 
, . (,Q 
n.QO 
0 .Q _t 
I • J J 
I.CJ'l 
r • C•., 
' • ,, n 
""·? 
.. ., ... 
o;;o.o 
4?.? 
.?.'J 
~ n. I 
• ?·9 
-.o.o 
51\.1 
56·" 
sr,. • 
~" ... 
"jlft. 4 
~,.. 4 
o.nn 
"·"-' 
o. r, '1 
'l.S"l 
o • .,J 
n • .,.., 
I • fl" 
I • I) q 
~-" ~~~'·' o.~••~ 
( , • ( . I '' l ' • ~ 0 • "> I 1 0 
r •• 4 I 'l . ., I • e 0 •. ~ I 1 t> 
~-~ I~J~.6 ~.~1~6 
r •• " 1 q 7. n. 4 IJ • -s ~IJ T 
~.~ IQIQ.T 0.5 2 JQ 
(-. 5 '?0<). J o. 'j'.J~ 
'··" l'lt2.e o.'S~" 
o.nn 
o.o, 
0. ,_, 
.,.r.r 
0.70 
foO? 
' • . 1 :l 
1 ... ~ 
•••••••RUN NOI~.••••••• 
VOLT~\2 .80 
FfP~IC OXI O( CQN C f r> ,>>l) ~- 00. 
PH! t>, 3 01 S<; . 02 CON<: fPPMI 5.2 
HEAT FLOW SUPPLIED ?ea.~.~ WATTS 
H~AT FLUX SUP~LI ~O \ZJ•St. WAtT SI'StletC 
TOP• T I NLf:T 5 0.'> 
DENSITY: 96b·•~<GS.I'CV•Iol 
T 0\J l L fT 55. 3 
I<IN!:MATIC 
VI,COS JTYXIO O o.no~~~) 
FLUID VEL OC IT Y \,J7S 
RET1>40LOS NO 28~-~.1 
e>qA1>40l L NO 3.82 
2f'~O.O WATTS 
H(&l T P ANS 2'l - b el WATTS 
~lfi.T LOST )),1; III&.TTS 
P(~CENT HEAl LOS T I ,l l! 
HEAl Fl.U l( TPA•I!'; 1219~1'\WIITISI'SQ,It. 
NUSSEL T NO 1, s. 2 
D~Ci C 
DEG C 
n F I L " 
PWALL 
A TOTAL 
0 • I &I 
0. 0 !')<,I 
'). ?').., SO • .,.. !)fC'.oC.I'WAl TS 
L OC II L I ~fO WAL L T r "4Pf . I.IAT•J•~E S COEG o C I 
Tll)l. 110 :? TI OJ Till& TIO o; T10(, 
D t:G . C OIOG.r. lli"G.C !>l'<i .C I>F.G .C o r: r,.c 
..,,, 'I 
J} • • , 
""·'' 6•. , 
, ". 'J 
A4 • 7 
""·" P! &o'l 
t!'. 1 
"'• . r 
"'"·" 
I 0 c,. 1 
I'H.• • .1 
1 11'). 4 
1 '>'· • ~ 
1 n r • • 'l 
I 0., .II 
I""' • ~ 
1 ,, • Q 
I 0~· . 'l 
I l)h • 1 
• o 1 .o 
I ~ .1. Q 
I O J , f.J 
I 'lt • I'J 
IIlii . " 
I 'I ~ • J 
1 ')II • II 
I O il . '3 
I 1\ • "> 
104.~ 
,, .... . 
tnA.'-
1 0~ . ... 
1 I) '). J 
1 'lS . • 
l n'> . t-
1 ')"; · 6 
I f) "; • r, 
1 no;. r 
1 oo;. r 
1 o-; . ,., 
I 'l'; •' 
1 ,., • r 
I 0 '>, I 
1 ~ S . I 
I 'l!} • :? 
I OS.5 
I 'l S • 'S 
10 5 . '5 
I 'l '• ~ 
1 o s . ~ 
l'l '5 , 5 
1, s . 4 
I O !i.'• 
I OO.'l 
I '> 11 , o 
1 1)"1.? 
10~.9 
I 19 • ') 
100.9 
ln'l,f) 
1!'1 ? . 0 
108.? 
I'1A.7 
1nn.9 
181 
.S TI"'I\11 5 Ill'- llfiiJT ~EAN <;OUA rtE 5 1Atl';l1 C AL (RnO A tN THf;PA ~AMftEn 
0 . o I 0 7 o 4 • I 5" 0.._ 
S fl Ml\ f F <; or !lOOT MEAN SOUAqf T'J TI'Il (DPIJ I7 IN tH£ DARAIIIf:T IRS 
~.1,~~· ~.7. 7 71 r. 
S T I .. ,. 1 r: U" flrl • R I Nl • AND " IN II r ,. "1 I NF (( I , - E JrD 1- n • t I 14 E t 
n .nonoo "·"' ''!17 4.'ltl')?l 
l I ,. " C. .&.l C. • RES I :; T" ..,C t:: F If 1 E 0 VAL liE 
IIUI:l; ( CS0.1'4•0fGC/ WAT f'IIXIOO.OOOI 
0,01) 
I'J. 1 n 
"'. I 7 
0 • .H 
...... , 
1),'17 
1. ll 
I • J I 
I • 4 I 
I. 75 
I • ?I 
o.oo 
, • ' 1 
o. 2 1 
0 . 42 
.., ... 
0.45 
o •• , 
o. !5~ 
0. 45 
I). 35 
o. 53 
o.oo 
0. · ~ o,zJ 
O,J1 
, .. ~ 
o.•~ 
o.4r 
o.e7 
o.4r 
"·"' 0.47 
Tl07 tiO'J flO~ Ttl(! TIN TOUf HI Df.L TII H f) '-'·"'!::: 
~G.c oEr..c or~.r. or:r..c or:c.c o~c.c OF.G.c DEr..c K t O:l I) • Hfll.Ul c; 
10 7 . 3 
10 1 ,5 
10 r . 6 
108 .0 
,,,,, 
108.0 
I o 8. I 
to n . 2 
I 0 8 . I 
11)0.1) 
10~. 2 
I 16."' 
1 I r. • 'J 
' 1 1 • , 
I 17 .2 
1 17 . -
tl7. 4 
I 17 • ~ 
11, .'5 
1 11.5 
It 1, i! 
117.r, 
I I r,. 7 
""·' I I "> • '1 
11 6 . ? 
I I e. . 0 
"'·" II r. 0 
11 r.o 
I I ">. 'l 
116.1) 
11 , • 0 
II 7. 1J 
I I n • 0 
' ... ,. J 
I 1 'l, "' 
11111· " 
I I O. 1 
I I 6. r 
II Ill. 1 
I I 'l • '3 
II"·' 
118., 
50.0 
~n.o 
'l'l.O 
4 ? ,9 
~..,., 
5 0.0 
">n . o 
"\0.0 
50 .0 
!J').I) 
49.9 
!55., 
ss.J 
,~ . J 
s '5 •• 
55· " 
55 .4 
55.4 
55." 
!I S .J 
!J5o4 
!J 5 •• 
I o I). T 
1 ""· '!! 
10 8,9 
109. 2 
1?9.2 
10? .2 
11) 9 • .] 
IOQ .J 
109 .2 
11)?.1 
109. ] 
'5 • J I 9 0 5 . 2 0 • 5 21 9 
s . J 19 " 1. 'l '), !I?S 'I 
5,.3 I P<>7, 1 0.~:!11 
!> .4 l f\f\9.5 o.!'\~2 
s .s ~ ~~~.o o.~?9" 
5, .1 lA 6l'.J 0.5~(. 
s. !' 1 ,. f' r. ,. ., • , ?91 
5.4 1PIPf>.O 0.~~ 2 
s . J 1" fH .7 o.s~e 
5 o4 IA92 •f' Oo"l:!tl ) 
5.!1 HH!'S .• o.'5::JO• 
. . 
. . o.,.no 
'I • 1 ., 
- o . I 1 
o • ., r 
~-~~ ~ 
~.o? 
I • t I 
\ • J I 
... ' 
I ; 7 "\ 
.L. S I 
Ltt(l'll l'f;f'l FOUL ING OF.'; I ST A"fCt: ( ':;'l.'4-'.>F. r..C I'WAfTSI Kl oo.ono 
TIOI T102 fl ~l TI06 lt05 Tll)6 tl07 TIOIII l!O., 
0 ,'1 1) 
, . ., , 
n ,'n 1 
0 • .., 1 
o . n.-. 
I'J,'H) 
.,,.., ? 
o . o 1 
, • 1 ., 
0,')0 
n.~r 
o .no 
'>·""' 
o.(>l 
'1.1)1 
') , '17 
0 . '1 I 
1.91 
I • 0 I 
'),'1 ) 
o ... ., 
.. ,.., 
o.no 
,.~~ 
0, I J 
"·"" 
o . Jn 
0,44 
0 • ..,, 
0 , 5 6 
~. 4 ., 
0 • • , 
0 .'HI 
n. oo 
O. I) O 
0,03 
'l • I 'J 
0 . ... f) 
o . 2J 
n. 7 1 
1'1. 2 , 
~. 2 ~ 
0. I 2 
O,C'Q 
o,on 
0 .1)0 
0,'17 
1 . ~'! 
I) • ~ ? 
o .J :> 
o . J'j 
0." I 
O.JJ 
o ,on 
o. 0"5 
0,0'!> 
., • 'l 'J 
0. 1 .. 
'1 , I I 
0 . I 2 
0 . I J 
O . 'H 
0,0 0 
n.o9 
o . no 
0 ·I 2 
0.2~ 
,., .... ') 
0. td 
o. ~ o 
Oo64 
0.12 
1).6J 
0.57 
0 ·6 9 
o.on 
Oo 2 1 
0. l!l 
1) .. '5 1 
o. 74 
0.71 
0. ,, 
0 , 1'1 
1).1, 
0 ,.,'\ 
"·"" 
o.l)n 
o.o4 
0. I 1 
I) • 2 J 
0. :? II 
n. 2 11 
o. 2q 
o.2~ 
'I • 7 6 
0. I I 
n.tr 
TltO TIN 
n.nn 
0. 1 0 
, • • 4 
,.,_,, 
O.fl"l 
11.71'1 
0. 7.] 
n,r1 
~-"~ 
0. , J 
"·"'' 
DEC# • C 
50.1"1 
!10.0 
5 0 . 0 
IIQ,9 
so .o 
!li'J .I') 
!10.0 
!'1 0,0 
5 1). ') 
!10. 0 
49.9 
TOUT 
OF.G.C 
'55 . J 
'55 ., 
!IS . J 
55 •• 
'I S. '\ 
55·" 
~ 5.• 
!t!L 4 
o; 5. J 
5 '5 •• 
55 ... 
0,'11 
0, t I 
0. 2 1 
., .. ., 
0,441 
'). 4 5 
o .•IJ 
0 . '52 
o.•5 
O.JS 
n.5J 
H 
"'"' Itt 000 
s. ~ 1 C)~'5. ~ "· 5 ? • 9 
~.J 1on1.0 o.s P>o 
5 • ~ I f1 Q 1 • I n • '3 27 I 
~- " ' ""~·'5 0 ."1'7~~ 
5. "I I 8 fl 9 , 0 0 , 52', II 
s.• t~'~l''l·J ,. ~?1 ~ 
5 • 5 1 ~" r • " o • -.; '7? 1 
5 ,4 lf\ IJ&.O O,!t~ #! 
~ . ~ 1 1'1 61. 1 o. 5201) 
~.• 1~"~ 9 Z .e o.szo ~ 
!" • ~ I 1'1 R S • 4 'l • !l J 'l • 
TfW" 
HOV"S 
) . ')., 
o. I 0 
, . ' , 
o. ~ 1 
0. ~ , 
., • .,7 
I • 1 I 
I • ;1 I 
1 • & I 
1 • r ~ 
I , o I 
~I 
.. 
. . 
•""' 
• • •• •• •RUN NO I 9. •• •••• • 
VOLT Sl 2 • A'l AMP<; '?0 • 
F(nniC OKIOE CO,..C (n~~~ .,., 00. 
r .. , :6. 1 OISS.02 CO~C IPPMt 
II F. AT F"L(Hit ~UPPLitO :i'~ If• ,0 WATTS 
~FAT FLIIK '.;lJJ'PLI F.O I Z'l7'H\. •AlTS.fSO ... 
TflllcT I NI..F:T 50.0 
llFN<; IT Y: 9Af>o OICGSo 'CU.~ 
T OIJTUO"T ~6. 1 
AVG T t: ~P "iJ.J OEG C 
KINt:,..ATIC 
VISCOSfTYXIOO O.OUOO"iZ 
FLUIO VELOCITY I.OAJ 
R(YNnLOS NO 22~6~.3 
~PANOTL NO 3,77 
HF.AT SU"P ?8lbo0 
H E AT TRANS 2784,0 
H(AT LOST J2.0 
loiATTS 
WATTS 
WATTS 
rt:~CF.NT ~AT . LOST 
HF.AT FLUK TRANS 
I • I 4 
li933&WATTS.fSO,M 
NUSSfLT NO 11 z. 8 
~F IL"' 
P"ALl 
ntOlAL 
o.l6? 
o.o5e 
0. 22, 
LO C AL f ~f:O WI\Ll Tf .... PE RATUnES ( OEG .C J 
Tl'tl Tf'll Tt').l TI'H ll't:; 
OFG.C OC:C.C OEG .C OEG.C OE<P.C 
f\1,. I 
",, .. 
",,. " 
~"~"·" 
'"·." l11• o S 
" l1 . 5 
' " · • (> 
"c .. 7 
II") • 'l 
I I 0. 'J 
111'1.9 
II I. 0 
I I 0 • T 
lllo'l 
I I I. 2 
I I I • ? 
Ill • 2 
I 11.0 
I 07. fl 
I 08. I 
101\.l 
I 0 ~. 3 
I 06. I 
I ')fl . 5 
106.~ 
1 or: . b 
I08.f> 
IOf\.5 
I ') ~ • :5 
1 oe. 7 
1()'\.1 
101\oS 
101\,f> 
I 1)':\.'7 
10'1.9 
I 0 '1. 1 
I O'l. 0 
'ou .9 
,,., ..... 
10'1.0 
t(IQ ,') 
I 0 <J. I 
I"B.'l 
I? q • "? 
101.0 
I 'l 9. 4 
109,4 
1 n 9. 3 
Ot:G C 
DEG C 
SO ,M.fSf"C 
T I 'l t• 
oec.c 
I II • I 
I I I • J 
Ill .3 
I I I • 4 
I I I • ~ 
II I •" 
II I • 4 
II I • 4 
I 11 • 5 
II I • 4 
Tl 1)7 
OEG.C 
ll I • 4 
II I. 0 
II I • 9 
'". 9 II 1. 7 
I I 2 • 0 
11 2. 2 
I I 2 • 2 
I I 2. 2 
I I ?. • 0 
' 'I')" Of.G,C 
120·0 
I 20.4 
I ?'l • 4 
120.7 
'21'1 •• 
I ~0 o6 
I 20.7 
I 2'l • 7 
1 20 .e 
120.5 
LOC~L I~FO FOULING ~ESIST~NCC f~o.~-ocr..C/WATT'JtXIOOtOOO 
Tl ')9 
or=c.c 
I I 9.0 
I I 9. ~ 
II 9.5 
1t 9.1!> 
11 9. 6 
II Q, T 
"9. 7 
II Q •" 
t I 9. A 
II 9 • ., 
TIOI TIO? TIOJ ftOA fill~ ttnr TI01 1108 ttn9 
0,1)0 
., ... ~ 
0.71\ 
O.JI) 
, . ;,, 
O.J') 
') . ) , 
0 ..... 
n. • 1 
o .• ,. 
o. 00 
., •• 6 
0. 15 
O.".!J 
'). 6'~ 
O.QI 
I • 'l J 
I • 0 7 
1. 01 
0.".!7 
". 0 0 
.,.~(> 
O.JI 
0. :J 7 
0 • .,,, 
0,55 
., • , , ? 
0. , , "' 
, • c. ., 
Oo!i6 
o.oo 
1) .?1 
0. ~ l 
o.zr 
0. I o; 
0,)7 
'l. ~ , 
0 . .. , 
o ... , 
o. J t 
o.oo 
., ... ~ 
0,30 
O·J" 
o.?!'l 
o ... n 
'I • , 1 
'l.f>? 
0.64 
n.r, ;J 
o.oo 
').~~ 
o.?o 
o.?1 
0 • If\ 
0. 26 
..,, 2'Q 
O,i?O 
0. J, 
('1.27 
o.oo 
1) . ?9 
O.J"> 
0 .J 7 
0·24 
0.51 
'l.(,J 
o.r.J 
o.r,_, 
Oo48 
0,1)0 
f) • i!l) 
0. J I 
o.o;t'> 
o.J1 
0,49 
1).~~ 
O. '\I 
0 .f,J 
0.4J 
11.on 
, ... 
o.•J 
n. 51 
0 •• 7 
0,51 
, .(l 'l 
0,1'>? 
"·"" 
o.,.,J 
182 
!HII•UTCS ~ROOT MCAN SOIIAilE STATISTICAL ennoR IN THF.~A RA•Et 
o • o 5, 1 o .1 • 6 9n 1 9 
'TI~AT £:.<; or ROOT "!!AN SOUA"'( lOlAL ff. AU~ IN THE PARIU4ET IH~ 
o.o1r."5 n,)J31• 
STINATf or- AO,ntNFoAND 0 IN OF•AINFC(Io•tXP(-O•tJ~Et 
T I I I) 
DEG.C 
122.J 
l i? 2. 5 
, <! z. 1 
1 ~ '--" 
122.7 
17. '-· 'l 
~ ~~ .Q 
I~ J • I 
I 7 J. t 
lZJ.I1 
o.ooooo o.~5n~J 4,q3132 
Tl"'r. CALC.. llE5 I !U ANC r F ITlf"D VAl\IE 
HllllS f (SQ.N-OCGC"/ WATTStXI')I),I)')fll 
o.oo 
.,. ?? 
O.fll 
o.Jr 
Oo'3? 
0. 61 
I • IS 
1 • 2'R 
1.4? 
I. 71 
tIN 
oec.c 
~0 • I 
50.0 
49.9 
5 0.1) 
..,o.o 
!lO.o 
'50.0 
'\'),') 
49,Q 
51).0 
TOUT 
DEG.C 
51'>.1'> 
51;,fo 
56. 7 
56.7 
5(l.f'> 
!'16.T 
o; (, • P} 
'56oT 
51'>,7 
!56.7 
TM 
OEC.C 
II 2· 0 
t l 2. " 
I I 2 • 5 
112.1) 
IIZo4 
t l 2. 1 
l I 2. 7 
,. l· 8 
112. A 
l I =! • 7 
n.oo 
') • J I 
0. ,, 
o ••• 
o. 31 
0,52 
"· 5~ 
0.6Z 
0. 64 
o. 51 
?EL TA 
or-r..c 
H R 
K1000 
,. • (• l 7 1,.,. 1 0 • !'I 6l q 
f> • '• I 1 61'1 • 0 0 • !'16!> 2 
r •• ~ 1 764.? "· 5o~n 
"·' 17f>l.l 0.5678 
6. I'> I 7 ~f't • ') I). 5 1'1~ J 
6·' 175<;.4 o.561:'t 
,-,.o ITSQ.S n. SM J 
6 • "! I 7 5 1 • ~ 'l • 5 69 I 
r •• a 1755.1 o.s6?0 
" • ., ' ., 59 • ., ., • 5 ~') J 
o.oo 
'lo2'1 
0.32 
'lo46 
o.so 
0.52 
f). 55 
0.55 
Oo55 
0.55 
o.oro 
o,n9 
"·18 
o. 3., 
'loS? 
0.61 
I • J 5 
I • 2 A 
t.•q 
1 • 1 I 
T I In 1 I N TOUT AP:,. DELTA ItT Of 
X I 0 1)1 
rr•r 
HOUPS 
"·"" 
'l • I 6 
O,l"J 
') •• z 
o.J~t 
n.56 
') •• ? 
0.7(1 
,,,..n 
0.63 
or:c .c nEc.c 
50. l 
.,,_, 
•9.9 
5').') 
~o.o 
0\0.0 
!\'l .') 
50.0 
.?.? 
50.0 
56,1\ 
'56·" 
51).7 
5t-.1 
5f>.~ 
5f· . , 
5f>o1 
!'1&,7 
56.? 
,6.7 
o.no 
0 • .J I 
o.J~ 
').44 
o.JI 
('1,57 
0.5{, 
0.1)~ 
0. f, 4 
O.SI 
orc. c 
~.~ 11T~.1 Oo56!9 
"·'· 1766.0 0.'5~7 
c..8 t. T'-4 • .;> o.~""·e 
f>,7 1761.1 1).561_, 
'-•'- I 7f'>'S.O 0.'5f~J 
6.7 17'59 •• , • .,~. 
l!>.e t75<;.~ o.!t6t'J 
6.7 11~P.?. {I ,'JIV"IJ 
f., n 1 r!'lo;.l ').o;~qn 
'•· T I T 51. 7 0 • ., t>~ ~ 
n.no 
o.oo 
0. I f' 
, • J 1 
0.'\0 
Oof>l 
I • 1 ... 
I . l,. 
I • • 9 
I • 7 I 
• • • • • • • Jtlltl Nll <! ') • • • • • • • • 
V ''" · r S I 2, H 0 
r-rncnc OXIOf. CONC (PPNI 
~Lnw r>ATF. 0.07'50 KGS. •/SEC 
DH: (,, 1 OISS,OZ CONC (P~~~ 5,2 
''""' Flll'll SU~">DLIF.O 
HEAT rLU~ ~Ur>DLIEO 
T'ln ,.,ffNLF.:t 4'ilo9 
DENSITY: ?~5.5KGS,/CU.M 
WATTS 
WATTS/SO,N 
oec c 
T OOTLCl ~a.5 OEG C 
OEG C 
"v (, '"' ,.., "'" • ? 
KINF:'"'ATIC 
VI~C OSI1YX110 ').')~~15l C.OOoM/SEC 
Fllllfl VELOCITY O.I'IIJ 
nrYNOLOS NO 171l'J,Q 
PUANOTL NO 
H( A. f SUI'>P 
l~f tt.t TPI\NS 
HF "T LOST 
~el6.o 
~69'>·1 
I 2 5. 9 
114/SEC 
WATTS 
WATTS 
WATTS 
Df"nCFNT H f Al LOST 4,47 
HI. AT r-LUll. fRANS I I 'JJO~WATTS/SI)e .. 
NU SSt:LT NO 
Jlf"fLN 
~WALL 
P T '11 AL 
0, 2 10 
0.056 
0.268 
LDC" L I !En WALL ~~~PEPAtunes (O~~.C I 
TtOI T10Z ltOJ tt?-\ TIO<; 11') (: 
OEG·C OEC .C. OF.G•C OEG .C OF.G.C. n.-:r,.c 
eo.~ 
""'·· 1'1 6.'5 
81\,S 
1'11'1.'5 
l'lfl,T 
en. r 
ne .t-
"'"· 7 ftOo!; 
eo.r. 
ee.c; 
61'1.'!> 
l'l(l. o; 
1 , '. 0 
" 5. J 
I I 5. 5 
It s. 1 
I 1 5 • 7 
I I 6 • 0 
II t'l •? 
I I C.. 0 
I 1 5. q 
I I 5 • 8 
I 1(, .o 
ll 6 o'l 
11 6 .o 
I 16,1) 
II Z. 1 
II Z. 9 
I I J. 1 
I I J, 2 
I I J • 2 
113.'5 
1 I 3. 7 
113.!l 
It J. 4 
I 1 3 · ~ 
113.5 
I I J, 4 
I I 3, 4 
II J • 4 
12.6 
I ? • 7 
IZ.!J 
IJ,O 
1 2.? 
t J. l 
I l • J 
I J, I 
13. t 
lJ, 0 
I J.l 
13 . 1 
lJ .I 
IJ. 1 
II J. J 
IIJo !l 
I I J. 1 
II 1 •? 
I I l • '9 
11 4. I 
I 1 4 • J 
II 4. I 
II 4 • n 
I 1 J, •1 
II 4. I 
I I 4. ll 
II-\. 0 
11 4 .I) 
I I • , 9 
I 15., 
11'5.1 
I 1 S ,J 
11'5.~ 
I IS. 4 
I I 5.5 
I 15, J 
I I S ·• 
I I Sol 
II 5,4 
II S o3 
115.3 
115 .J 
TI01 TIO" 
OE'Ce C Ot=C .c 
II 6, 3 
I I 6 • 4 
II 6, r, 
116 .e 
II 6. T 
II 1, 0 
111· z 
I 1 T. 0 
II 1, 0 
t I 6. e 
11 l' • I 
II r • t) 
1 I T. 0 
"'· 0 
1 23 .e 
I 23 ·9 
'24 .o 
I ~4 • 3 
I 24.2 
'24 •• 
124 .r 
I ~· •! 
I 14. J 
I :-4 • 4 
I 24. 4 
ll4 o! 
124.! 
ll4 .6 
t.nC"LI 'F(I ~01.1\.INC PF'JI")fAN Cr. I ';O ,M-OfG,(.,WAft~lll100oOOO 
183 
STI•4lFS OF POOT ME AN 500Jlut( STATISTICAL (POOP IN THfPA ft-~T 
" • R 0 Q 4 2 ?. , 9 3 6 J 1 
STIMATES OF ~OOT MO"AN SOVIHlE TOTAL t:PROP IN TH(; PAR.a14ET IR'S ,.. 
o.o"~3~ o,291~e 
STIIII.,t f" or PIJ.RINI",ANO 0 IN P'•RINFICI.-(XPC-IHTIIIIfl 
1).001)01) 0.61~71 ,,.,.,67ft> 
TJMf. CALC. RESJSfllNCE FITTED VALVI: 
HVP S 
0,01) 
1).2? 
0,41) 
o •• , 
0.57 
o.er 
').q') 
I • ? J 
I. 1J 
I • 40 
I • r.o 
I , ~5 
<' • I I 
2.1e 
( ( S 1), ,.._ ~ CC. 'W AT l S t X I?') • ~ 1 I 
o.oo 
.,_,, 
o. 26 
Oe4) 
o. 38 
0.60 
o. T4 
o. r.o 
.,. ,. 
0. 46 
"•61 
,. 56 
o.(.o 
.,.5e 
o.oo 
Oo2'7 
o.J• 
,.3e 
0,41 
o.st 
o. 51 
0,56 
Oo5l' 
o.se 
0,59 
Oo60 
0,61 
().61 
Tl09 TIIO tiN TO\IT fN Or:l.TA 
" 
fl T1"' E 
OECeC OEG.C OF.G. C OEr..c 
123.1 
llJoT 
124.0 
I ?4 • Z 
124o?. 
124.3 
I Z <\•5 
I24.J 
lZ4oJ 
124.3 
1:24 .... 
124 •• 
124,4 
124.4 
12.,. ~ 
1 ;!!1. 3 
I ~ T, T 
I ~ 1. !l 
127.9 
12 'l. I 
1~0·2 
1zo. o 
1ze.o 
121.9 
12n. 1 
121J·t 
I Z 8. 1 
1 ~"· 1 
49,() 
.,,,, 
50,0 
5').') 
!\0,0 
49.q 
49.() 
49,9 
5 ', ., 
50.0 
49.9 
s o.n 
49.9 
4().9 
~ .... 
'Sf\ •• 
'56.4 
, "· 5 
51'1.5 
'"·~ 
'58o5 
51'1.5 
58.6 
'"·' 58.5 
51'1.6 
5 ". 5 
58.6 
OE C • C 0 E c; • C: lll,1:) HOUDS 
116,, 
1 16. l' 
116.1!1 
11 l' • ., 
11 7. 0 
117.2 
'''·" I 17.2 
I I r. ~ 
11 T .1 
II T, 2 
11 , • 2 
111.2 
I 1 T • l 
n.~ 161~.4 o.~IQO 
"'·" 1 6 1~·5 o.&l9• 
n.~ t~o~ . r o.6216 
A.tr. 16~4.7 r).6Zli! 
0.6 1607.0 0.6 2!3 
0 , 6 I !' qo o 9 0 • 6 Z3 0 
"• f> I 59 4 • 8 0 • 6 ?T 0 
0 • f• I 5 9q • 2 0 • 6 ~ 3 
R • f> I 6 'l J • I 'I • 6 ZJ 1'1 
1".5 160J.9 o.,.ZJ5 
Ao6 1!Q0,4 OoG25 2 
l'lo6 1602 o0 0.~?42 
IJ.6 t'59n.9 o.62!'1" 
n • 6 I 6 ~ I • 1 ') • 6l4 P. 
n.on 
Oo20 
0 , 4n 
., •• 9 
O,'H 
o.er 
o. 90 
I. 2 3 
1. J J 
1 ... 0 
'.60 
'.,. 5 
2. I t 
l• I f\ 
T I n I T I n 2 1 1 ll 1 f I ,., " 1 I 'I~ 1 I '\ ,, r I ll T 1 I 1 I) T 1 ll 9 T I I , TIN tOUT OELT4 
OFC.C: 
IHOl 
11.10()1) 
tt'll ( 
HOtiU<; 
o.oo 
0.'. 
0,2 2 
f) • l ., 
n,:> ;> 
o.~o 
o.e ;> 
o.JJ 
o.lQ 
0, ? " 
,., . ) ,, 
0. 2., 
0. ? <l 
"· 2" 
1),1)0 
11. 29 
o.•• 
~.66 
"·"'" 0. 9') 
I , 0 J 
1) . 6 ~ 
'l. 0 I 
0 • .,. 
'l.f! ~ 
0 • II" 
0. 91 
1).69 
, • , 0 
0 . I 2 
'l.?l'l 
.., • • J 
0." <.' 
'lo6 6 
0.1'10 
1).~'5 
f').'jl) 
o.•"' 
').1)9 
, • 5 1 
1'1, 6 1 
')."14 
,_,, 
0.1) 5 
I). t 9 
.,,,., 
O.JO 
., • -; 1 
0 . '• 5 
0,'18 
0 . ~ '> 
0.)1\ 
, . .. 'I 
o.• z 
0,41 
Oo44 
,_.,, 
O,IJ 
o.:oo 
1)."1 '5 
o.Jr 
0 ·"'~ 
0.71'1 
f'l. 6 6 
o. c;~ 
0." ,, 
t).f>T 
o.sJ 
0 ·" 0 
o.~4 
'). "" 
o. or. 
, . ' .., 
0•?1'1 
1).;!~ 
"·"" ? • ~.() 
f). '" 
o.J '> 
0.7., 
"· ) , 
O. J? 
f).,. 
0 . :1? 
').1)'1 
0. I I 
0 . 26 
o.4o 
o. :n 
., • , , 4 
0.76 
n.6• 
0. '• :z 
0 . .. ) 
0 o68 
o . o;e 
o .r, I 
Oo!" 
o.'ln 
o.o~ 
0, I 1 
Oo4 J 
0.)5 
.,.,5 
o • .,~ 
n .'IJ 
0. 'I I 
o. "" ,.,1 
0.64 
o.~s 
o. 73 
!),,, 
0. 01 
0.21 
Oo41 
0.'10 
').!lJ 
0 .6 13 
o.5J 
0·5, 
0 • '12 
'lo'5 1 
0,'19 
o . ~z 
Ool'>l 
,, . ., , 
0 .0'5 
1),40 
o.~"' 
0,!113 
., . ,, 
0. "'" 
1).65 
o.rz 
n. ''' 
.,,,, 
0,79 
n.f\1 
o. rs 
•>e c. c n"c • c 
4Q.? 
50.0 
"1(),0 
~o.o 
50,0 
49o9 
.Q,() 
.Q.q 
,o.o 
~o . o 
4'1.? 
~o. o 
49.9 
49.9 
, l'lo 4 
5 e. • 
~n.• 
!\0·5 
!\ 8. 5 
so., 
!'\fl.!\ 
58o ~ 
sn.6 
58.~ 
, "', 
50.~ 
5e. 5 
!'\A • r. 
o.,., 
o. 1 n 
,.?6 
0.4J 
o.Je 
n.,..., 
0. 74 
n.6o 
0,!>4 
o ... ,.. 
n.l'>l 
o.s6 
0. r. 0 
0.58 
~.5 1 ~ 1 ~. 4 ~.t. I?O 
~-· 1616.5 0.619• 
e.s 16 ?o.r n.t.ll,.. 
"·~ '"o•.r n.,. ZJ2 
'\,(, l f\07 .0 0,1\223 
n • " 1 5 9'il· q o • 6 7; o 
"·" I ~Q•.e o.62TO 
f\,f> t :J9q,7 f) , f, ~ J 
n,f\ 1~0 ) .1 O,tc,ll8 
o. ~ 1o o1. 9 o.6?J 5 
1'1·6 15Qo , e o. (.r•2 
0.6 1607 .0 0,6142 
A. f. 1 !\ 9f'. 9 ') • t. 25 4 
A • '- I 6 0 I • t 0 • " 2 • t-
l).oo 
0.29 
, .. , 
o.•? 
0 •. '5 1 
n.,.,r 
0.90 
lo ZJ 
I . J 3 
I • 4 I' 
1 • "0 
1. e~ 
Z • I t 
"!.11'1 
••••••*RUN N021.••••••• 
"CL T s t 2 • e o 
2400. 
FL?• RAtE 0.05~0 KGSoM/SEC 
PH!6.2 OISS.02 CONC fPPM) 
HEAT FLO« SUPPL\EO 2816•0 •ATTS 
He AT fLUK ~UPPL1EO 120708. WATTS/SO•~ 
lOn>rTJNLET 50o0 
DENSITY! Qe4e5KCS./CU.M 
T OUTLET 61.8 
OEG C 
OEG C 
OEG C 
-: I Nt: w AT l C 
vt~cosrrY~too o.oooo~o so.wsec 
FLUID VELOCITY 0.597 
Pt:YN~OS NO 12932•5 
PRA.NOTL NO 
~E'l SUPP 28!6.0 
HE'l JRANS 2728e1 
HE A. 1 L 0 S T 87. J 
PERCE~T HfAT LOSf 
M/SEC 
wATTS 
wa. r r s 
W/I..TTS 
3.10 
It 6967W4T1' SI'SO.M 
NUS SE\..1' NO 
RFtLM 
RWALL 
PTOJAL 
0.262 
o.os8 
0.319 
72.5 
LGCALIZEO WALL TEMPEnATURES lOEGoCt 
TIOJ TI02 TI03 1104 tl05 TIOb 
92.) 
92·• 
92.4 
92·~ 
92.4 
92·4 
92.6 
92·6 
92.4 
92.5 
12 ... 2 
• 24.6 
124.9 
1zs.o 
124.9 
12s.o 
ll5.0 
125.' 
I 2~. t 
12'· 0 
12 2 • I 
1 2 2· 3 
122· J 
12 2. • 
12 2· J 
12 z •• 
12 z. 5 
122·9 
tz 2· • 
12 .3.0 
120 •• 
12 o. T 
I 20.7 
lzo.e 
12o.e 
12o.e 
121.0 
I 2 l • S 
I 2 o. 9 
121.5 
122 •• 
1 2 2.& 
122.7 
122.8 
122.7 
122.9 
122.9 
12.Ja2 
12.3.0 
122.9 
I 21 • • 
121.8 
t 2 I. 6 
121.7 
121.7 
121.7 
I 2 I • 7 
121.9 
121.9 
12&.8 
1'107 
12s. e 
t 26• l 
l2&. 0 
126· I 
I 2b· o 
126· I 
126.~ 
• 26.7 
126 • .3 
126· (i 
TI08 
JJz.z 
132·0 
132·2 
l::J2·3 
1.32.'5 
ll2·6 
132·3 
132·3 
IJ2.7 
I 33.0 
LOCALIZED FOULING RESISJ~~C~ ( S Q.N-O~C.C,WATT5)X100o000 
TI09 
131.6 
131. 6 
131.7 
1 J 1. e 
'31. 9 
131.9 
l3 ;:». l 
I 32.0 
1:JI.9 
131.8 
1101 TlUZ JI03 fl04 TI0'5 TI06 TlOF ll08 TI09 
o.oo 
o.oe. 
o.IJ 
o.1 5 
0.09 
o.' 0 
o.ze 
0·29 
0 • I I 
0 • I !I 
o.oo 
0.)0 
0. 5 !> 
o.e.z 
0.60 
o.6 e 
0.66 
0.99 
0.75 
0.65 
o.oo 
o.1z 
o.tJ 
o.z• 
o. 1 e 
o.ze 
0.). 
0.6. 
o.z8 
0.79 
o.oo 
o.zJ 
o.z• 
O • .)J 
0.2A 
O·.l• 
0 •• 1 
0. 5 ~ 
O.J7 
Oe91 
o.oo 
o.t9 
o.2• 
0 • .)1 
0.29 
o. •o 
0 ••• 
0. 71 
o.s~ 
0.40 
o.oo 
o.2r 
o. l6 
o.zo 
Oo 2 5 
o.z~ 
o. 2 0 
0 • .)5 
o.•o 
0 • ..) J 
o.o 0 
c. 2 .l 
o. I 7 
o.2 e 
o. 2 2 
o. 2 9 
o. 4, 
o. 15 
o •• '5 
o. 7 I 
o.oo 
o.oo 
o.oo 
0.06 
0.2) 
o.JJ 
0.09 
o. o• 
Oo4) 
0 .l' I 
o.oo 
o.1~ 
o.o6 
0 • I 1 
o.z, 
o.zc. 
0 .) ., 
0·3• 
o.z6 
Delb 
184 
Sli~ATES 0~ ROOT MEAN SOUAHE SfATISlJCAL ERR~ IN tHEPA PA~~ TI 
1.30315 . 4.23536 
S~I~AT(S OF ROOT M~AN SOUAR( TOTAL ~PUO~ ' IN tHE PARA~ET IRS 
o.o7ZQJ o.Jozoz 
STI.,All:: Of' ROoRINP'oANO e IN RF•RI~IFftlo-EitP(~•TJMft 
o.ooooo o.soo•t z.ozo5J 
Tf~E CALC. OESISTAHCE FITTED VALUE 
T I I 0 
I3Se5 
1J6al 
IJ6.2 
136.3 
IJ6.4 
136·5 
136·5 
l.lb.7 
1Jb.5 
l.lba3 
o.oo 
o.o., 
0.21 
0.29 
o.so 
o.es 
I • .) 5 
1.61 
1.es 
2.26 
.9.9 
50.0 
·9·9 
49.9 
50.0 
49.9 
49·9 
50.0 
.9.9 
so.o 
rour 
61.8 
61·8 
&1.9 
61.9 
() •• 8 
6le8 
&2.0 
62.0 
61.8 
61.7 
TIIO TJ~ tOUr 
o.oo 
0.49 
o. b I 
0.66 
0.7. 
o.eJ 
o.e• 
0.96 
0.87 
Oe65 
OEC.C 0~ c.c 
·9·9 
50.0 
.9.9 
49.9 
so.o 
49.9 
.9.9 
so.o 
.9.q 
50·0 
tJ I • 3 
t-1.8 
61.9 
bl. ~ 
e.a.e 
6t. e 
62.0 
62.0 
c-1.8 6' • ., 
'" 
o.oo 
o •• b 
0·19 
0.2& 
0.29 
0-36 
o. 36 
0.5~ 
o • .-4 
o.~e 
OE LfA 
o.oo 
o.or 
o.ar 
o. 22 
0.32 
o ••• 
0.47 
o.•e 
o.•9 
o.so 
xtooo Hou~s 
1 z~. o 
ll5.2 
125.3 
1zs.• 
ll5· 4 
125.5 
125.5 
125.7 
l 2 '·' 
'zs., 
''·" 1477.) 0.67b9 
,,_., t•7J.!t 0.&765 
tz.o 1•14.2 o.676J 
JZ.O 1411.7 0.6795 
a 1.9 1•11.1 o.679!l 
11.9 1•69.6 0.6805 
12-t t•b9.!!> o.&eo• 
I t • q I 4 66. 7 0 • II> !U e 
1~.o 146&.5 o.&el9 
••• ., 1462.6 0.68)7 
"F~ DELfA H l'lTOr 
XIOO() 
o.oo 
0.) 6 0.' Q 
o.zo 
0. 2 9 
O·l6 
0.)6 
).55 
o ••• 
o.s8 
orc.c 
1 a.e 1•11.3 o.&76? 
,,_., 1•73.8 0.6765 
az.o ••r•.z o.&l'".l 
12.0 1•71.7 0.67?5 
••• 9 l47l.7 0.6795 
11.9 1•6.,.6 0.680~ 
12.1 1•69.6 o.& e o• 
11.9 l•t.6.1 Oo!!> OI6 
1 2 .0 1•&&.5 0·6619 
11.0 1•61.6 0.68)7 
o.oo 
o.or 
o.z1 
0.29 
o.so 
o.,, 
l.J5 
··61 
•• 85 
ZeZ6 
o.oo 
o.or 
o.2l 
o.2~ 
o. 5 0 
0.85 
I • J' 
1. 61 
· · 6'5 
2·26 • 
•••••••RVN N0~2.••••••• 
Vf1Lf <;I 1.90 
rr.nn1c Q~JOr CONC (PP~I 2"00. 
s.:z 
llFAT r-LQW SVPULJ EO Z261 .0 
M(AT FLV~ SUPDLJ~O (1~9·~· 
ror>: T I NLI: f !iO • 0 OF.G C 
l"lF~4t;ITY: ?ni',.QKGS.I'CU.III 
T OU"Tl F'T 5:\o 7 OEG C 
Av r, ff71.4P !il,, OEG C 
KIN( """ T1 C: 
vrscnstTYKI~O n.ooons~ SO .MI'!iEC 
F I 1J I 0 VEL OC I 1 Y I • 4 61 
n ~YNOLOS NO 2Q7J7e4 
I"IIANI)ll NO J . 87 . 
H r: a. T ~u.1.? 
llFAT fnAN <; 2131.7 
11 r- 11.t LO<;T 1:Z9oJ 
MI'SF.C 
WAITS 
WATT S 
WATTS 
r>FR(.FNT H J; AT LIJSt 
11r; AT FlUX fAANS 
!\oT? 
91JT7WIITTSI'S0,'4 
Nll53r:L T NO 139.9 
~rtLM 'l.t :n 
llWI\Ll 
OfQTAL 
o.o~? 
0. 1 ?5 
LCltALPfO WALL Tt .. r>I"'~ATURF.S fOEG.CI 
T I 'll T f 1 ~ f I 0 1 T I l " T 1 1)5 1 I ') r, 
OEii.t: r>cr.. c o r:c .c IJ E•; .. c IJEG.c nr;c.c 
7 1, I 
17 • ., 
T 7, ? 
11. 2 
7 7. ;> 
77.J 1.,. J 
7 7. J 
7 T • ~ 
77,J 
7 1 • . l 
77.J 
93.9 
q" .o 
'l~.l) 
Q",o 
~".0 
Q4,J 
'I", 3 
'I~ • 2 
ti4,J 
'l4,J 
(14,3 
(1",3 
':)?. '! 
Q~.J 
92.4 
92.5 
t17,o\ 
9 2 .6 
9 z. ,., 
9?.6 
12·5 
9 2 .6 
?Zo6 
9 7.. ft 
91 • ., 
91.Z 
91.3 
QJ,J 
9J.:Z 
9 J. 5 
' U . 5 
9J.4 
9J.!i 
en . s 
93.~ 
91.5 
Q?,Q 
9 J. 0 
9.1.1 
? 1.' 
? J • I 
9 ). 2 
9 3.? 
9).? 
9 J. 2 
9 J. 3 
93.3 
9 J. J 
'1So 4 
C15,5 
95.'5 
95.5 
'l'LS 
CJS,7 
95.7 
95.7 
95,7 
'.J'l • , 
':'~.7 
9~.7 
111)7 TI'JO 
OEG.C OF.G .c 
94 • ., 
9!i. I 
95. I 
9 5.?. 
9 5. ' 
95· 3 
95.3 
qs.z 
95.2 
C15,2 
~5. 2 
115.2 
I 02 • It 
I 02 ,Q 
I 02.9 
I 02.9 
I 02.9 
I OJ ,J 
103.3 
103.2 
103,0 
IOJ,O 
I 03.0 
I Ol. t 
LO CALI' ro I'"OULING llr;S ISIAif(f rso.-nr.r;.(I'WATT!iiKtoo.ono 
185 
SJIMAl E<; or. nonr ~FAN SOUA"E STII.If S if C II L ennoR IN THr:PA 
I ,.1 5 ! 56 "· ~OJYI 
STI"'II.T F:1 or. rtOI)T MEAN ~OUAR( tOTAL F:nnoR IH Tllr: P'-RA ... Et 
o.o~9nn ~.Jtors 
ST1,..AT (' OF ~O.JHNr.ANO 0 IN ,.,I'":R1N~(rt.·-F.XnC-O•li'~EI 
0.00000 1),442?0 2o0CI73" 
li .. F Cf,LC. ~Et; I5TANCF. FIT f Ell VII.LUE 
"''~ s 
0. 00 
,., • 17 
n. ::? 1 
n.•o 
0 • ,.,. 
0. 1") 
I • I I 
1 • 7. !j 
I • 40 
I • 1 5 
1 • QJ 
~. llf 
,,,, 
'). I 1 
0. t? 
I). 2 J 
0 . I '3 
0,44 
') .. " 
o.•o 
o. J () 
o ••• 
~.43 
, ... 
o.oo 
,.,6 
0. II'> 
0. ~'3 
O.JZ 
0,35 
Oo4'l 
0.41 
0.42 
0.4) 
0,43 
Oo44 
Tt ')9 t 11 !) T t N TOUT 
oer. .c 
TM OCLTA p 
Of.G .C or.G.C OEG.C 
I 0 2. I 
11)2.3 
1'1?.~ 
10?.3 
an 2. 2 
10 2 ·5 
IIH, !-
I'J z.~ 
I 0 2. 6 
to z .~ 
to?.6 
I 0 2.6 
t'l5.) 
' () 5. Ill 
l'l S d 
105,4 
I 05," 
105.7 
to5.7 
l'l5.7 
105.7 
IOS.A 
105. 7 
105,7 
so.o 
50.0 
49.() 
">0.0 
50 . 0 
50·0 
~o.o 
4Q.9 
49.9 
sn.n 
50o0 
50,0 
5JoT 
5),7 
'53.1 
53.6 
5).1 
5.).7 
~3.7 
53.7 
!53.7 
5).8 
'SJ.(\ 
53., 
ot:r. .c ot:r..c X I 01) 0 
'15·9 
96,0 
96. I 
96, I 
96. I 
9().3 
9t't.J 
96.3 
96.2 
96.) 
96.) 
9ft.J 
).7 tt'l7o5 o.~!;O;> 
" ·" l,_lt.J o.~s:!l 
J, 8 I f'l')8o6 l)o !35~9 
J. "' 1 , 09. 5 0. 5 52 6 
J • A I f\ I I • 1 I) • 5 !5? ? 
3.~ 11'101.0 0.~55~ 
3 • 1'1 1 8 0 I • 4 0 • ~ ~~ t 
)of\ 11!'1'll o6 l)e 55S I 
3.e 1eoa. e o.555 " 
3. e 1 e, z • 1 ., • 5 s• 9 
J.A 1"02,0 0.!';549 
3.fl 1'903,7 0.'5564 
0,01) 
0 . ,,., 
~.21 
0 •• 0 
.,.61 
0.75 
t • I t 
1 ·15 
1.•o 
I • T 5 
I , o ~ 
:!.01 
ff'll Till ;> TIO:l ltf)4 flO<; TIOI'\ Tt07 TIO_, flO? fltO fiN fOUl 
DEG,C 
Ill'"~ Of. L fl\ ~ RTrJT 
x 1 o on 
n.ol) 
0 ,1) <, 
., . ., ,, 
0 • ' (l 
o. n r 
I) • ' . , 
n • I ~. 
1.'" 
n.t o 
0. I 1 
0 • I r; 
0, 2 I 
I).OO 
0.09 
'). 1)9 
, • I 1 
0 • I 7 
0.4'5 
0 ,44 
'l. lQ 
() • " ? 
0·"' 0 ,<\ 7 
0. "7 
0 .01) 
n • 1 I 
1), ;!1) 
0.2'> 
n. t 8 
O.:lt; 
O,J? 
, • J 5 
0. J' 
0, J T 
0 • .,6 
0. J, 
o.oo 
n.zr 
.,,J z 
0 , .1 f; 
o . u 
O. !; O 
n .r; l 
0.49 
0.'11 
o.s-., 
o. 56 
0,'51\ 
o.oo 
n. 1 ., 
'loZ? 
o.Jo 
O.?t) 
0.40 
0 , 4 2 
'l.l? 
0. J(, 
n ·"" 
0 • ~ J 
1),42 
n. oo 
I) • I J 
'l • I J 
0. ''S 
'l • I ? 
I). )7 
O,J7 
').) ... 
0. JC. 
1), "' 
n.J9 
0, 4 I 
o.oo 
0, 26 
n. J7. 
n. J 6 
0.? 9 
0.52 
0,"50 
0. 4 5 
0. J D 
1).1\5 
0,1\4 
0,44 
o.oo 
o. I J 
I). ' 0 
o. l 2 
ll • I J 
o.~l 
o.so 
1).40 
o . z ~ 
'>· ?5 
0. 24 
, • 31 
o.oo 
0. 11'1 
0.' 3 
0. I 1 
, • ?8 
0 ..... 
0,41) 
Q,3 0 
n. ~2 
1),5'-
0. 5:0 
0.55 
o.oo 
"·"" O.l)r; 
0. 1 0 
.,_.,, 
0, 4 I 
n • 4 I 
O,J'l 
0. 'I I 
'1.4 ') 
0·"" 
(),411 
O" G . C 
'50.0 
50.0 
"'},() 
'50.0 
'51.') 
50.0 
s o.n 
·~.Q 
4?.9 
o; l. 1 
50.0 
50.0 
5:1. T 
5.3. 7 
!'iJ.7 
~). 8 
5 :1. 1 
!iJ. 7 
!l J • T 
5 J . 7 
~J.1 
5).(1 
~n. s 
5JoA 
o.oo 0.' 1 
o.IQ 
0,2:1 
'). 1 0 
o .... 
o • •• 
0.40 
0,1 9 
"·"" 
o.•J 
o ••• 
OF.G . r: 
·'· 7 11ll7. 5 0.~!'1'2 
=' • A 1 e 1 1 • 3 n • 5 ~? 1 
:lofl IAOt\.6 Oo5!""xn 
J,f\ IAO'l,S n. 5~ 6 
3. 'I I n I I • I 0 • 5 5~ ? 
J,A lf'I01 .. 0 O .SS'i2 
J • 0 1 n 0 I • 4 0 • 5 53 I 
J • A I no I • f , 0 , "i !"i'; I 
J • 11 1 A 0 I • A n • ~ '>5 0 
),1' IAI)~.J ?. '5~\Q 
J.A IA0 2.0 0,~'549 
3., 1~03.1 ,,.,~,. 
o.oo 
,,..,7 
0. 21 
n, • n 
"·".>1 
O. T5 
I • I 1 
l •• 0 
I • '5 
I. QJ 
l • -" I 
•••••••nuN NU~J.••••••• 
VOL f o;. I I. 9') 
f"FOr>JC OKIOE C~C fr>P""I 2400. 
HrAT Flll"' SUI'VL IEO 1.212,9 
HF"T "LUX S\IPI>LI~O 974~1}. 
TOO : TJNt.ET 50,0 
OEN~ITY: 9~~.2~GS,/CU.~ 
T OUTLET 56.0 
AV G f~Mr> 5J,O DEG C 
~ I t-1F ~u.r I C 
VIS(OSITYXt~O 0,00005) 
F LUIO VELOCITY 0,974 
REYN~O~ NO 201Q~o9 
PR"NOTI. NO :t.79 
HFAT SUr>r> 2272,9 
HE AT I nANS 22 6!>.1 
HEAT LOST 7.8 
IVS!!C 
WATTS 
WII.TTS 
WII.TTS 
PCRCE NT HF.AT LOST 
tl( AT rLUX TPANS 
Ool'\ 
Q7094WATTS/SQ.I4 
HlJS<;ELT NO IOJ,O 
c:-r ll N 
PW AL L 
~TOTAl 
I) • I 05 
o.o~e 
0. ~-. 
LUCI\ll ~EO WALL TF.HPr: PATUn r;s toer.,CI 
DEG C 
or:c c 
T I 'It tl 0 2 1t 0 J Tl 'l 4 T1 ')~ Tt 0 I'> 
nr c. c nn; .c vr:r..c tJEt>.c nrc.c " Er..c 
~ 'l • I 
eo.J 
,.~.J 
eo. 3 
I'IO,J 
!'1"1 • • 
,. 0 .5 
l'ln.s 
'10 •• 
.,o.• 
"' ').., 
"0 , 4 
I '> ,,_ 'l 
IOO.J 
tnn.5 
1oo.r 
too.• 
,.,.., _, 
I 00 , 9 
1 no. q 
I 0 I • 0 
100,9 
I ll I • I) 
100.9 
'lf\, !5 
96.9 
. "'". 9 
99.0 
9<),0 
9._, I 
99. 2 
9Q.J 
Q'l,J 
9';1.2 
QQ,J 
99.2 
9'lo? 
99,1\ 
99o4 
9<1.4 
9<1,'\ 
99.5 
99.6 
9 9 .7 
9'1.1 
9<1,6 
9'-1.1 
9 ·~.,. 
9,.9 
99 •• 
99.4 
9 "· s 
99.~ 
9 '1. 5 
QQ,T 
99.7 
QQ,7 
9<1,7 
99.n 
')Q,7 
,,,_, 
lllO.C. 
'")') .6 
I ?0 •'> 
I llO .~'> 
'.,, ·' 
I oo , 8 
Jl)l).g 
100.9 
I 00 • ., 
1 ,o .e 
' 00 ·" 
"1)7 """ Of:G,C OEG.C 
11'\f,J 
l 0 I, 1 
,,,_, 
tot. 8 
'0 l • ., 
1., 1 • e 
102.0 
I 'H.O 
102 • I 
I 0 2. 0 
10 ~.I 
101.9 
1 or. 1 
1 OIJ. ~ 
106.4 
1 oe .3 
10~.3 
I 0" • J 
'08 •• 
l O'l • 5 
I 013 , 7 
100,5 
t 01} .7 
108.'5 
L0f""li ~ F.I) rOULINr. P f!S IST .. .., CI" I S '),IIII-I')r:r,,(/WATTSil(lnl),nOO 
186 
5Tl~ft: !' (lr ROU T -..t: AH SOO.IAttE STAtiSTICAL EPROP IN THEr>A RAMF.Tt!R 
"1.4~J~e ?..e~•~J 
STI~TLS (lF RfiOl ME AN SOVA11[ TOfiiL f'IJnrlP IN TI4F r>ARA ... Ef IRS 
O,Ot.J•'T ll,J7!Hl4 
STIM .. TF Of' RO.RINf'o ANO 8 IN pr.,RfNF"(C l ,-,IIPf-A•Tfi'IEI 
o.oooo<' o.r•tzs r.rooso 
.,,,., 
0,07 
"·'" 
.,. 33 
0.'55 
l),t>l 
o.qo 
I • 25 
I • 41 
l • , l 
' • ., l 
loPI) 
CALC• ~ESI~T~NCF- FIITF.O VALUE 
( f SO. 1•- DE GC/W AT T S I K I 0 0 • 00 0 I 
I). ,, 
o. 51 
0,49 
0.'55 
0,52 
., • !i9 
o. 11 
o.f't 
o. er 
o. 79 
.,.ee 
o. 76 
1),1)1) 
0. 31 
o.s ... 
o.&e 
0.73 
'). , . 
o. 74 
0. 7'1 
o. 74 
o • .,. 
., • 74 
o • .,. 
Tll)9 TIIO TfN TOUT TM Or:LTA 
nrc.c neG.c o~c.c oe:c.c o~c.c n~c.c 
P Tl ,.F: 
J1 I 00 f) ~"IJR ~ 
107.) 
too.o 
l'llhl) 
ton.o 
100,0 
too.o 
1 oa. 7. 
I Ill\. ~ 
10 o. 4 
1 o~. J 
101}.2 
108.?. 
110.7 
111., 
1 I l • 1 
111. 8 
Ill • 1 
II I • 'l 
1 I ~ , I 
II ! • l 
II~ • . 1 
II 2 • I 
tl 2 • I 
112.1) 
40 .9 
'JO.O 
~,., 
4?,9 
'JOoO 
4Q.9 
50.0 
,,., 
!JO.O 
5o.n 
!JI), I) 
"\O.t) 
5So9 
!55,9 
'55·~ 
56.0 
56 . 0 
~5·~ 
56,n 
56.') 
56.0 
56·0 
51'tol 
56,1) 
I 0 I , f'> 
lOl,l 
102.& 
toz.z 
I 02 • l 
10~.2 
102,4 
,., l· 4 
102.'5 
Jr)2 •• 
'0 ~ . ., 
to2.4 
~.o 1743.& o.snr 
6.0 17Zto.J n.5nJ 
o;. Q l 7 2 o. , ., • 5 78 1 
"·' 172~.6 0.5792 
, • n 1 r z 1 • ~ o • 5 7~ ., 
1'>,0 172J.A 0 ,5ef)l 
" • o I 7 I 9 • 0 0 , 5 et 1 
6o'l l716oZ 'lo5f'ZI) 
,,0 171tl.9 0.51:!.24 
6·" I''"'·' o.~fl'?? 
t'l.t 1111.1 o . 5~• 
6,0 I'Tte,f 0,5f91B 
o.oo 
n.o1 
f). I 1 
o.JJ 
.., .s~ 
0.63 
n.«Jo 
'. t 5 
I . 4 I 
I • 'l l 
I • 1 I 
'· eJ 
TIOI flO? 110J Tln~t flO!\ 110f• 111)7 TlOB 1109 TIIO lft~ TOIIT •• PTIJl 
Jll 000 
o.nn 
") • ? I 
0 . 2 :1 
"),('"\ 
0 . 2 ' · 
n. J? 
"1,44 
, •• 1 
'). ~ ., 
0. ~ " 
n. • 1 
0. J'• 
o.no 
"l.Jt't 
o. :u 
'). (> q 
o ..... 
ll, 7 0 
~-93 
O.Q~ 
1 • 1)6 
n.or 
I • 06 
~. ~(. 
n.oo 
., . " ' 
o.Jl' 
I). 5 ') 
, .. ., 
n.S4 
0.11 
o.no 
1'1.77 
0, 6 Q 
0,63 
0 • 1 I 
o.oo 
o .•• 
o. Jf, 
o . .. j 
0. "I 
0 ,46 
Od~S 
o. 6 7 
I). , 7 
o. 6 0 
0 • 1 I 
o.fll 
n.on 
0·51 
o •• , 
"·5 "5 
o .~P 
n.l'>o 
0.79 
n.e• 
.......... 
O.AO 
0.90 
0.77 
.... on 
0. ~, , 
0. ", 
,,.,., 
n.•9 
o. s• 
0 . 1:! 
0. 10 
., . .,,, 
0. 71 
I). '" 
0.1"14 
,.oo 
0 ... 5 
o.Je 
,,,, 
o • •• 
0 ... 9 
n • '•" 
n.r• 
1),77 
0. 7 2 
n.l}l 
o., .. 
o.n!'l 
o.r,. 
0,64 
llo5'5 
o.!\7 
o.57 
0·"9 
0. 110 
O o ':l!_'i 
0,17 
I. 00 
o ... ., 
n.eto 
0. 7 ~ 
0.11 
I) • 1 I 
0,74 
n • 7fl 
I .oo 
I ,00 
I • I 2 
I • 02 
..... 91 
O ,?f. 
o.on 
o.n1 
1 . oo 
I • 1'1 '\ 
I • 0 I 
I • 1 7 
I •" ~ 
I • "• 
I • 5 T 
I • II '3 
I • 19 
1 • , '\ 
OE G.C 0[G , ( 
11'1.? 
'50.0 
so. 0 
4 <1.9 
so. 0 
• .,.9 
~ o.o 
50 . n· 
~").') 
'3 0. 0 
5?.1) 
50.0 
55-9 
5 5.? 
55. 9 
'5 6 .1) 
5t.,n 
55.0 
56.0 
~"·" 
56.0 
~1'>.0 
56• I 
5(;,0 
., ,.,, 
o.~t 
0 . 4 Q 
n. 55 
o. s~ 
').59 
0.11 o,.,, 
OoE'7 
0,79 
1).8 .. 
0,1(\ 
f!-,1'1 17~1.1 1),5n? 
r,. ~ I 7 ~". l 0. !\ ~ 3 
5,o t7 ~ e.n o.smr 
r..1 ITZI't·" o . s~:z 
f> ,ll l7Z7.2 0,!';7QO 
, , , t7 ZJ .e "·"m' 
'- .0 1719.0 n.o;m7 
(>,0 I 7lf'o2 0.5rt?O 
( , • 0 I 1 I 6, o 0 , " ~ • 
I'> , 0 I 1 I ill • ) 0 • ~ OZ !'I 
'' , I I 1 I T • I '> , 5 8? 4 
f> • 0 I 1 I 8 • 7 0 • ~ " 1 '3 
,_.,., 
0. f) 7 
n. 1 7 
OoJJ 
0.'5 5 
I'). 'I 3 
0.90 
'. 2 5 
l •• ' 
I. 6 I 
I • 1 I 
I.e=" 
•••••••RUN HO~~.··••••• 
VIII_ t $I I • 90 
q : n'liC OlOOf: CON(. (PP'4t 
rH: f, • I 01 S'i .o~ CllNC ( r~MJ s.? 
WI\ f 1 S II F. ~ f FLOW SUPPl. I EO 
11( 1\f Ft.UJC SUf'PtiEO .. 4 1 l S/ S !"' .1'4 
HJ~,.YINt.ET sn,o 
O(N31TV: 9n5o~KG5o,CU. M 
f OUTLET 51. I 
1\ V G T r: "'"" 5 J • 5 OEG C 
J1t I"* ~4 f1 C 
YI~C~SITY~IOO o.oon~5~ 
FLUtn V(LOCllY ~.1~1 
'lfVNOLO~ NU 15042.6 
P~I\NOTL NO )e76 
W : IIY SU,P 2 2('. 1.0 
11(1\f fllAN5 201?.1) 
IIC A f L US f I 6? o? 
~·USEC 
WAtTS 
WAtT5 
""'''s ~EnC~Nf HEAT l.OSf e.o5 
~F lL1'4 
~WI\Ll. 
UtOtAl 
o. ~z -t 
o .ose 
llo28J 
LO CI\LI ~r:o Wlll.L fF~PER"lU~e~ ( ~fG oCI 
TtOt Tt0 2 Tl03 TtO• flO~ 
nFG.C ner..C OF.G.C OEG.C Or.G.C 
~I • T 
n 1 • r 
I' I • •) 
IH.O 
"~·" 
"'"·" 0 I • ,, 
., ~ .. 
62.1) 
6 ~ - ') 
,. ~. 0 
A 2. I 
I 02 • .II 
IOJ.7 
l ')).1!1 
IOt.O 
1 ·u., 
103.Q 
IO.J.9 
l')t.J 
10-t • .J 
I 'l4 •? 
I o• • I 
,, •• z 
IOI.'l 
10~., 
l'llo9 
102. 2 
l 'llo l 
10;1'.0 
In 2. I 
11) 2 •• 
I oz. • 
t 12. l 
102.2 
102.4 
Ol .? 
Oi'.O 
'H.? 
0?.2 
'lZol 
C'Z.O 
02.1 
02.1 
Ol.J 
I)Z.t 
02 ~ 2 
02.1 
102. :! 
lll2 •• 
I O?o J 
I 0 '! . f'> 
ll)?.f't 
102.'\ 
102. 5 
I02oA 
I 0 2 . 1 
l'l~.'S 
ln z .r, 
toz., 
I I 0 l't 
O[G . C 
1 •1 2 .I 
lllZ .J 
l 02oJ 
102.5 
' l l .6 
102.5 
l()::t.~ 
I 02 .1 
102.1 
I ·p .f't 
11) 2 .6 
anz.e 
OFG C 
OEG C 
I'> 4. 8 
tO!J,O 
l 0 ... " 
10~.2 
l'l !> o I 
104.9 
IO'loO 
IO'l." 
10~ • .3 
115.? 
105 •. • 
10~.3 
Tt 0" 
o~r..c 
110.:l 
I 10 .ft 
I I 0 .5 
1 to .e 
I I ').6 
111).7 
I II • 2 
I II • J 
Ill. 5 
I I I • J 
I I I • 3 
I I I ·2 
lO C.AI. I ~(0 Fnvt..ING Pf.''H !H I\'fC£ C 5().u-ofr..C''"'"'''HJIIIOOo000 
187 
STI'-41\f F.: '"; nr- RU•H HF.AN SQIJ~~E Sfl\f l'>fiC'IL F.nPQr:t IN lt-4F.,.A OA~!!:Tf"P 
n.rltT? l.405AI\ 
S1f'Utr<; rJ<= llOOf "'f:AN SOUA~F. TOTAL Frron IN fit!= P'IPI\"4(!f IPS 
~.n~r~s O.Z9~~J 
STIMII'r ')F Rtl.Jl(NF,AN() BIN nr:olliNII'f(I.-('I(P(- fi•TI~Ef 
o.nllllllO o.nzzn~ 2.~ .17.'12 
f t ~ e C Al C. rtF. S IS T 1\ N< 1: t= I f T F: 0 vII L U 1: 
H lJI' c; f f SO. 14- OEGC'"' ·H t<; I If!" I') I) oi)I'J t) J 
'l.nll 
"1. I I 
o.>r 
n.<t? 
o.r;..., 
,., • r,o 
1 • ., 'l 
l.?l 
I • J' 
1.51) 
'·"' ?.~')
fl O'l 
OE G.C 
I 09.9 
I I 0 .o 
110.1) 
II 0. J 
11., •• 
11'>.1 
11 n ·"' 
II 0 .,., 
110.(• 
ll'l.~ 
110.5 
111).6 
TllO 
rlF:G.C 
'J. ~ 
I • • T 
I ". T 
IS.n 
I S .') 
1 •• ? 
tS.Q 
IS.J 
15.4 
IS • I 
t ~. l 
IS.J 
fIN 
OEG.C 
~o. o 
.?.? 
~O.'l 
so.o 
'5 , • ., 
so. 0 
!lll.O 
so.o 
4?.9 
5,., ·l 
~o.o 
5?.') 
o.oo 
.,. 39 
0. 7? 
Oo6J 
0.61 
o.•9 
., • 64 
0,91 
o. 91 
o. (.~ 
o. ,. 
l)o81t 
TOIIf 
OF. G oC 
'i 7 • I 
5 T. 'J 
5 T. I 
5 T. I 
57 • I 
5 T. 0 
57 • ., 
5 T. I 
57 . I 
5 T. f 
5 T .I 
sr.t 
, ... 
oFc.c 
to•·" 
,., .. ., 
I 0 41. T 
IO~.o 
.,~.') 
to•.o 
'0 ~ . ., 
• 0 ~- l 
tos.z 
10~.') 
I 0 5. I 
I05.l 
" 
O.O'l 
O.IR 
O • .JT 
'loSS 
O.f>O 
0.6<J 
0.73 
o., 7 
1Jo11t 
o.r? 
o.ea 
o.ez 
R 
X I I)? 0 
7. I I 5 29 , 2 0 • 6 ~J q 
r . t tstr. 3 'l.6 ~n t 
7 • I I 5 2 4 • ?. 0 • 6 ~>ft t 
T.l lsl•.z n.l'lf..04 
Tol l!llo\o9 Oo6Mf 
r.o 1517.2 o.r.'5Qt 
1.1 I~IJ.6 tlo6 6') 7 
7.?. 1507. 2 0.6~15 
r.t 15nr •• r n.66.l7 
r.o 151"•3 0.'>60• 
T.t 151?..4 0.61\12 
7. I I !1 f'J T • (; I) • fl " ·' :1 
o.no 
'> • I I 
o ... 7 
0.49 
0·'59 
o.~9 
1.1')0 
1.2t 
I • J 7 
•· c;o 
I • 0 1' 
l.zo 
YIOI TIO Z TfO j TI04 TIO~ fl~~ Tin' Tin" TI09 r11o Tf"4 rnur "' ~=" '4 'l F I T 1\ 
" 
qrn r 
kl O'lO 
' • ••F. 
tffJIJ'l 'j. 
0.01) 
flo'll 
o .1 r 
'loJf. 
O.J: 
0.2H 
, • ~ t'~ 
0.4'\ 
'J.JT 
OoJ2 
0. J.• 
., ... J 
o.oo 
' .. .,. 
I • S& 
1 • 7<? 
I o O.J 
1 . 70 
•• 76 
z. 12 
2. 11 
I • 0,., 
I . qz 
~.,z 
0. 'l 0 
?o?'l 
0 .o. 
0 •• 3 
O.J. 
0 • I r 
?.z• 
O.f'>o\ 
0.6. 
0. 27 
o.J" 
,.~, 
o.o., 
'l • I ' 
o. 01 
o.J-t 
o.J? 
o .... 
OoZd 
o.~'\ 
f).'}') 
0. 2 1' 
o.,, 
o-~• 
" .'l n 
., .. " 
0 .o' 
I) ... ~ 
o . •t 
O.ll 
').7? 
l).hJ 
').5, 
I) .J J 
0 •• 0 
1).61 
n .on . 
'). 2 'l 
o. 16 
, .... 
o. ~o 
0."10 
'). ~') 
o.e9 
'lo6'l 
o • ..,q 
1).!>6 
, • 71 
0.1)1) 
., • z r 
o.o,., 
I) •• t'> 
o.J6 
n. 1 t> 
o.z, 
0 . 1'>9 
.,_,, 
O.JO 
~.l9 
o.·.n 
o.no 
o. Jl 
0.19 
,.:;z 
o. ';0 
0."5 
I • OJ 
I , I) 7 
t.JJ 
•• 09 
I. 0, 
lo Ol 
o.n, 
0. )I) 
O.lS 
t),~A 
0.6 .. 
0. 60 
o.ra 
0. 90 
').QI) 
o • .,,. 
0·"2 
0.?1\ 
o.oo 
t • I 7 
t • ' "' 
' ... fl 
I • 51'1 
I .4 J 
t • '50 
.. ~, 
I .q.) 
1.6 Z 
lol\'l 
t .no 
Of'GoC. OF.G•( 
51lo0 
" ? .? 
"J o. 0 
!\'l.O 
5o. 0 
51'1 - 0 
so., 
'30,(7 
'1?.? 
'3 0. I 
so.o 
-so.o 
'5 7. I 
~ r. o 
'5 T • I 
'57. ' 
'5 r • 1 
'l'·" 5 T. 0 
~ 1. I 
5 7.t 
~ 7 .I 
S T • I 
57.1 
"·"" o.J? 
O.l'l 
, . .., l 
o.~~ 
0." <) 
O.f'>• 
O.?t 
'l·?l 
o • ..,? 
" • 7.., 
o.o~ 
fi~ G ·C:: 
r.t l!l Z <J. ~ o.r.5J? 
7 • I I '5 I 7. J 0 • (, 5 q I 
7. I I "\ 2 <\ .l I'J. & ? S I 
r. t 1 ~ 1 • • z ., • 6 ,,,., t 
T. l 1514.? O , f1601 
7 • o 1 :; t r. z " • 6 s~ 1 
T • I I ~ 1 J • t\ 0 • 6 '>'l T 
r.z 1 :;01 . 2 o, 6 6l1 
T • I I '; ll6. 7 'l. r. 61 T 
1.0 t :; t•.J o.r.~• 
7.1 l '>fl· • '),1\1"91 ~ 
1.1 I ~ 07.(t 0.'7f•JJ 
.,_.,, 
n. ' 1 
0. ?.1 
'1·"? 
1).5? 
'l - 1'>? 
1.00 
I • ?. I 
•• .)7 
l. SQ 
1 • 1!17 
?. . ~ o 
•••• ttt~IN NO;>~ . ••••••• 
v 0L J <; l t • <:'0 
Ff:PQ IC 011 I'>F. ((IN( c ,.,.,.. t ?o\00. 
OfS<;.fl? COliC (PPMI 
HF:Af I"L(IW SVPt'LIEn ?~17..9 WI\JTS 
HEI\1 Ft . IJJII SUP~lfEO 97.::!'1• •ATf~I'SOo"4 
Ttl4' l I t-.llf' T 50 • 2 
DENSITY: 9U4.'1KGS.I'CV.M 
f OUJLF.T t.?.4 
DJ:G C 
I( I Nf': "4~ T I C 
VI5C051TYICIOO OoOOOO~U 
Ft.lllll VELOCITY 0.551 
Rf:YNULO'; NO 11871\•'-
PPANI')fl NO J.64 
•IE 4 T SuPP 
H E AT f"ANS 
HE 1\ r lOST 
1.272.9 
21 MJo4 
I 0 o\. !I 
Jo41'SCC 
"'"'''; 
"'"' f5 YI\TfS 
,F.nC EN f Ill: A r LOST 
HE~T F'LUX tnl\l'n 
.. ,., 
92Q~OWAfT~I'~0."4 
NU,SELf NO 67.4 
,,. ILM 0.2'12 
n-wfiLL 'l.058 
R t nr 1\L o.J•o 
lllC I\t I .J:F.Il Wl\l.l TE•4f'(PI\ ftJqE S ( OF.G .C f 
Tint JI02 TlOJ liOo\ flO~ 
(I~. 'I 
llf• o 0 
f'"'.O 
f!'• • I 
~ 6. 0 
n r •• 1 
~t-.2 
<\to. I 
61'\o? 
t't>.J 
I I;>. 5 
1l2o<J 
11:1.0 
I I J . I 
II J . I 
tl:lol 
I u.z 
II J • o\ 
II J • 4 
I l.J • 4 
II n. 7 
II I • 0 
II I. 2 
II I • J 
I I I • J 
lit • 1\ 
II I • 1 
Ill. 5 
II r.'J 
II I. 6 
I 0'1 • o\ 
10'> . 7 
IO·J.'J 
I ')?.? 
IO'l.T 
lO'l.'l 
IO?.? 
I 0?.? 
ll'l.')· 
I I o. I 
OF G. C. 
I 1 o. 7 
I l l • I 
It l. 2 
II I • J 
II I. I 
n I • J 
1 I 1 • o\ 
Ill.'> 
II t.'i 
Ill., 
T I "1'. 
OFG.C 
, I)'J • =! 
I 0 ' I • o\ 
tn'l. '5 
I ·1? .6 
l oJ?.~ 
I 'l? • 5 
IO?.S 
10?.r. 
l'l9.1'; 
IO<J.f'; 
OEG C 
oe:G c 
ll or 
OFG.C 
II J. 6 
II J. 9 
tt 1 . n 
II-' • I 
II.J.9 
111\oO 
Ill\. I 
II"· 3 
II 4 • 2 
II"· J 
Tton 
I>F.C .c 
117-IJ 
" e. 1 
1 I 'l • I 
I I A.) 
I 17.9 
1 1 n • ., 
1 l A.? 
'liJ.5 
II' .4 
I I ,. • 4 
l .llCIIl I ~("l f'f)HL INC PI: 51 <; J 1\PfCr: ( 50."4-0~!i.CI'WAl f S 111100, Or)O 
188 
STIMI\Il· <; Ill"' POfiT ~1.1~ ~'1111\ltF. ~JAff5TTC:"L rt'Pnrl )'# flfl: l'-' nAMF.T F.n 
t.201'i'l .t.')'ltl)l 
Stl\f11TF5 Of' non r Mf AN 5f)UI\QE J(JfiiL r;~OII R IN Tt4e PAIIA"4ET 
O.IJOJ6 o.lf'"~ S 
5fll-411ff' O f" Rn.ntNf<oANO I) f"f Rr--zRINF(ft.-F.JCP(-(lttJ'-CEf 
Q.OOOOI) 0.6(,")7S 2.1 0.., o\l) 
TI"4F= cat.c . nc-;rsr~NCC rnrr:o vAtur: 
H tJrl<; ( (50.>+-f:\F.GCI'WAI TSJ llf')') 0 ')t)?J 
ll O'l 
DC: G.( 
ll(j.IJ 
II T .o 
t1 r .n 
I I 7. I 
'' , • 0 
I I 7 • I 
It~ .9 
ll 7. I 
ll 7. I 
II 7. t 
o.oo 
'l • I J 
0. ?R 
O.'IIJ 
0. 7J 
n.n~ 
'), q~ 
I • J I 
I • 51 
lo7'5 
Til 0 
flf:GoO: 
t z ~ ., 
~ ~~-?. 
l~ l • • l 
1 7.2 ·" 
I 7. .! • " 
Pl.5 
' 2 2. ) 
17t.r. 
17 7. .1 
1 12.1) 
TIN 
O F.G.C 
5'1 .~ 
'50.J 
so.z 
"30.7. 
~o. z 
5').~ 
50 .2 
"30. 1 
!lO. I 
~0.2 
o.no 
,.,. l? 
IJ. )'7 
". s' 
o .• J5 
O.o\1"1 
').41'1 
O.f>T 
o. 6Q 
o. 7• 
Tnur 
I'JEt; .C 
t;'J.J 
61). ' 
(rl).<\ 
r,o.<t 
fr0.4 
~').) 
r,I)."S 
61).'\ 
(• 0 ... 
(,0 • 4 
, .. 
nf G.C 
lllof't 
fl z. 9 
II J. f) 
I l J. t 
I I 2. Q 
I I J.? 
II J. I 
I I ). ~ 
11 .1.:1 
I 1 J. J 
o.o? 
O. I I\ 
O.J'l 
"·'l 
0.5J 
n.s~ 
o.s, 
0.6] 
.,.64 
o. (·'5 
q 
IC I 000 
l'lol 1415.(· ? .7 ')(. \ 
TO.I l409.rr 0.70?'\ 
11}.2 1-tor • • J 0.1111 
11}. 2 I"OJ.J Cl.1t?.C• 
to.z 1\06.0 o.r1 oz 
1'1.1 ... , •• tt ').7119 
10.2 140~.0 0.711.J 
10. 2 tJ99 .4 o.,,,~ 
10.2 IJ91"1., 0.7149 
I 0 • ' I 19?. 0 0 • 7 t 4 " 
').')') 
n. 1 J 
"·"" o. 4 ') 
o.r:J 
').IJ 5 
0.95 
t • J I 
1 ~ 51 
1.7~ 
fl o I T I 'I;? T I 1".1 T1 'H T 1 'lS T Inn Tl 0 r T I~" tt 'l? Tll'l TIN 
OFG.t 
TOUT 
Of.G.C. 
P F "' ;!Fl . fA 
IJFG.C 
Tt>4 r-
tiOUCl 9 
o.o<l 
0. ' r; 
0. ;.!1" 
I) • ~ ... 
o.tQ 
n • . t "> 
o.J t> 
, • J \ 
l).:lb 
o ... ., 
').1')'1 
0.41 
• 0.';4 
').6'1 
0.1\~ 
n.64 
o. 7 2 
().~ :; 
') .9~ 
0.90 
0 .on 
0. J, 
!).!;') 
') . 70 
0 .1 1 
,_,, 
0 .I'l l ) 
o.n~ 
,.~') 
0 .~ 7 
(). 'l'l 
0.2\ 
0.40 
,., .. .._ 
o.z~ 
,_.,, 
0.41 
o.•r 
,.,_,, 
o.,., 
').'1') 
0.1 5 
O.'l'l 
, . (, ~ 
0 • .• , 
').f'>J 
0. 71 
n • ., ·' 
I • 1 7. 
I .I ... 
'lo'l'l 
0. I? 
o. ~~ 
I). J'l 
'lo'!T 
r).JO 
"· .,,., 
o. J5 
O.J'l 
.,_,, 
0.29 
0,1J 
o. s o 
0 .J, 
, • "6 
o .. 5 .. 
0.71'1 
0.6, 
0.70 
,_..,, 
0. 7. ? 
o.2J 
o. r; 1 
o.o., 
n. 1"' 
0.7.0 
o.ro 
o.r,z 
,_,. 
,_,.., 
0. 1 9 
o.~t 
0.21'.' 
0.21 
., _, , 
0.1 r. 
0.2? 
0 . )4 
0.2" 
,_ ,.,.., 
0. I 'l 
() • z ' 
, . " 
o.J, 
') ... J 
0. 7 ., 
n.-;r, 
0. 7() 
o. 1 r 
~,. z 
51').J 
so.z 
o;o.< 
j n.z 
r;"t.! 
5'l .2 
"3 0. I 
50 . I 
so.?. 
6'l.J 
60 • • 
r.o.• 
r.o ... 
r.o. •· 
r.'l.J 
r.'1."S 
t)l} •• 
t'>O •• 
r,o.• 
'lo'l'l 
o.~? 
0.)<1 
o.o;t 
n. J"l 
, • 'I ... 
0 • ., 8 
". 6 r 
o .r.? 
o . r• 
I 0 • I I 4 1-:; • , n. 7 ,,, 4 
11?.1 lo\0 ? .,. 0 , 7 (7-1 4 
'"·'! l"'l'··'l ').7111 
10.>. 140) . ) 0.711~ 
' "·2 1400.? 0.71"7 
1'1·1 1"""·" ').711") 
10 . ·2 l• o .... o o. 111, 
I ". '1 I 1 ?? • " o. 7 t ' !. 
10.2 tJ'l, . n o. ,,_., 
t 0 • I I J 'l?. 0 0 • 1 I " ,. 
o. oo 
0 . I .J 
, • ? n 
o. " 0 
"· ,_, 
c.o~ 
O.'l~ 
I • H 
1.51 
1.75 
ee tt •• tP\IN U0Zf;. tt tt •• • 
v IlL I 5 I ? • ~., 
z" oo. 
''":,.,. 2 
Wl\1l!j flf:/\1 FLnw SUPPLIED Z9Jt..O 
II ( 4 f FLUX SUI"r>L I F.O I z, T'l'l. 
"" T t S/ 50.14 
TOn:rfiNI. FT !;O.Z 
OF.NSITY: 93~.o~r.S./CU.~ 
T OlJTLFT 5Qoft 
AVG rr.MP S4.9 O~G C 
~IM:H4TIC 
VISCO~IfYXIOO 0.0000~1 
FLUIO VELOCITY Oo75J 
n~YNOLOS NO I~OQ4o2 
r>~ANOfL tiQ J .r:.& 
IIF. A f SUP" · lett~.o 
ft f A T 1 R" N!t Z 1 j;l' • ~ 
fiEI\T LOST ".J•8 
P~~CENf ~AT LOST 
"VSEC 
WATTS 
WATTS 
"'"' rs 
IIE4T FLU• TRI\"4S 117ll5WAT TS/So."1 
NUS~F.lf NO 86 0 1 
qFIL"1 'l·ZZl 
lllf 1\L L 
RfOTI\l 
o.os~t 
0.27C) 
OF. G C 
OF.G C 
LI1 CI\LI 'fO H"'LING llFSI$TANCf'" f~ll .... -nFG.CI"W4TT~JICl'l')o'lr)l) 
rtOI flO~ TIOJ JI04 ltO"\ fl06 TI07 TIO'l T109 T I I 0 fiN fOIH 
o.oo 
O.l"ln 
., • ~ 7. 
o.z,., 
, • ? .• 
0.7,.; 
n • Jl 
').1'1 
0.)1 
I).J:l 
0.'\~ 
0. " :1 
o. ,., 
0.-\c; 
, . " , 
o.•s 
()."I) 
Oo:lJ 
1).00 
I). I 2 
"·"Z 
o.c;J 
').6~ 
0. 7) 
0. 1 J 
.., . .,., 
1).01'-
').?.) 
I • I) I 
I • 'l 1 
I • 2 J 
I • I 0 
I • I Z 
I • I 1 
I. 06 
l. 0 l 
, • 0 0 
o. 1 r, 
.., ... 
0. '>0 
'). ('. "; 
0. 1'>'3 
n.ro 
o.r.t 
0. 7 '1 
').O~ 
0 .Q? 
I • n I 
I • Z <J 
I • 0,., 
t • I 'S 
I • I I 
n.c;», 
o.A. 
0.0? 
O. I 0 
0 • . J' 
0.1? 
"·"" o.-;1 
o.-.3 
o .... o 
O.IS'J 
, • 7 ') 
o. 81 
o.o~ 
l • 04 
o. fJJ 
1). 6? 
o. Ql 
0.77 
0.6~ 
0 .o, 
n. 15 
0.'\1) 
o."6 
"·"I 0.6.3 
0 -~? 
Oo77. 
0.1'1 
l).'l~ 
1).?8 
o.9Q 
1·2'3 
I .o () 
I .09 
I • o !J 
n .9.J 
Oo82 
LOCAL t lP.D WALL r£"'P1!PATU"'=' ( OfG.C) 
1).00 
0. ()" 
o. JO 
0. 3 ·' 
'l.Js 
0.)7 
"·"" 
"·"" o."? 
.., • ".;4 
1).~" 
, • 64 
o. n.l 
o.M 
"·~'-" 
o. Tl. 
0.61 
o. "'' 
ll'l.J Tl'lZ fiOJ fl'l-\ '• ll'l!\ TIO& 
O~~.C OF.G.C ~~G .C OEG.C ~F.G.C O (~.C 
91).'1 ll"·'l 
90.0 llll.9 
~n.;> ll'l.J 
.,,_ ... tt9.4 
90.-l ll?.t-
Q').j IIQ.,.. 
~O • .J 11?.7 
9'lo;1 ll?oT 
'll).'\ 119.~ 
9 0 ... II.,.? 
9'1·"' 121).1) 
90.5 l;l'O.t 
90.h 1 ~ 1).2 
90.~ ·~0.1 
90.5 120.1 
I)'J.'t I Z'l·l 
'?0.4 110.0 
'I f\•' l~n., 
I l S • 7 
11 5 .'1 
I I l't. :! 
I ( . • :J 
16.5 
I"'·~ 
1~.5 
16.,., 
1"'·7 
lf-.7 
16·9 
If-.'~ 
I 7. l 
I 7. 0 
I 7. I 
1 r.? 
II"· 9 
llftoT 
I I S • 6 
ll'l.T 
I I f• • '1 
lll\.0 
I t r.. ~ 
I I"' • ! 
t I'· • ~ 
I I I'>. J 
l I~ • J 
' 16 •• 
l 16.3 
I I f'J • ~ 
' 16 • ., 
I I,.,.'-
1 I~ .I!> 
t 1,., .r 
I I'>. 5 
t If\ • l 
16·2 
11'>.4 
I~. 7 
'1'1.!) 
II\.'> 
' , • 0 
' , • 0 
l 7 • I 
I 1. I 
IT.l 
' 7. 4 
I 1 • • 
I 7. T 
',. 4 
I 1 • !3 
' , • 5 
' , • ::J 
l , • ' 
I I 1 .I', 
I I 1. 7 
1 1 n .1 
I I R .0 
II"·" 
I I':' • I 
tl 8. I 
til).? 
II ... Z 
''"·J 
t I, • 4 
llt1.4 
II"-~ 
11,.4 
11!3.4 
I I ot.5 
I I 8 • .l 
1111.1 
O.OIJ 
0. I,., 
0 •" I 
0. 4'3 
.,_,~ 
0.70 
o.1-; 
o.rr 
O.'lJ 
? o9 r 
I. 02 
I .o 1 
t • J 2 
I .12 
1-~J 
I • I !! 
I .05 
Oo94 
Tl ., , 
OEG.C 
ll<lol 
I I 'l. " 
II ·~. 7 
II ?. 8 
17.0.0 
120. I 
12 o. ' 
I ~ 'l. I 
IZO. 2 
l z I) •• 
I Z o. 4 
12 o.~ 
l!'l.f'l 
120.,., 
I Z 'l. 1 
121l. & 
120. ~ 
l!f).J 
0.1)0 
o.IJ 
o., .. 
O. TO 
"·""' 0.11 
o.o~ 
'. o• 
I • It 
I • II 
I • J I) 
I • . n 
' . 1" 
I •.) J 
ld? 
1.10 
I • ~" 
l olO 
r I, ) 
o,r..c 
z~." 
2.., .e 
1.7.4 
11.4 
zr.,.. 
-zr.r 
27.7 
zr., 
zr.q 
11.9 
2n.t 
ze .z 
26 .4 
2 ".2 
28·0 l,. t 
28. I 
l .. • , 
O.OD 
o.o. 
(t.J~ 
O.JT 
').1j 
0.15 
o.S4 
0 ·'" 0.1'>'5 
.,. r.s 
o. 75 
0.8') 
0.9-\ 
o.oJ 
, .1)4 
0.90 
, • 1, 
o.&:J 
o.oo 
n.l)rt 
0.1'1 
D."lO 
,_,,, 
o.,., ... 
.., . ~' 
0 • ., .. 
0.1'11) 
., • 0 .. 
0.'11 
'l.f) IJ 
I • I r; 
I • 0 o 
J • , s 
I • 01 
I • 'l 2 
0.9J 
or:c:.c o.:r..c 
~ o. 2 
3'1.~ 
"iO.J 
~ n. J 
5 'lo 2 
'lO.J 
'5 ').] 
.. 0.2 
!JO.J 
5'). 2 
5 0. l 
5'l.J 
5o. J 
5 n. 2 
'j o. 2 
so. J 
!}t'J. J 
"0.3 
S?.r, 
5fJ., 
59.~ 
5?.,., 
!iQ.6 
59.7 
5?.~ 
!iQ.~ 
5?.T 
5?.7 
59.7 
'39.'3 
!J'l.T 
!39., 
5'l.7 
!i? ... 
59oT 
5q.r 
ll ')9 f11'l fIN fOtlf 
Of: G. C D t: G • C 0 F G. C OF. G • C 
I~ '5 .? 
I Z 5.9 
I ~6. J 
121\.J 
126 ... 
I 7 t-. 4 
121'1.5 
~~~-!\ 
176., 
I Z t'> o 1 
126.119 
1 zr •• e 
tl 1 • ., 
IZ~.q 
12 1\.Q 
12r') .9 
lltt." 
ll6.1't 
1~?-'5 
12?.5 
1 ~9- 9 
,,n.o 
I J0 •1 
IJOo2 
IJO.Z 
IJ'l.J 
I J o. 1 
I J o. 4 
I 10. ~ 
1 to.~ 
IJ?.'1 
IJO.tt 
1 J o. r 
I 10. 1 
JJo.r 
' l, .~ 
50·2 
51).2 
!i?.l 
so .~ 
50·2 
50.} 
50.3 
~'l.l 
!iO.J 
,,.z 
!iO • .J 
5tt. J 
51·J 
50.~ 
50·1. 
50.) 
sn.J 
!l'l.J 
!i').(t 
,.,_, 
5?.(, 
5Q.~ 
5'7.~ 
~?.1 
5'1.6 
~9.1 
,..,_, 
59.7 
59.B 
!;q.r 
59." 
!i?·T 
5fl·" 
']9,1 
!'?•r 
PF14 
o.oo 
? • I I 
0 • II 'l 
0 ... , 
o.~n 
0.6.? 
" • ' · r 
o.r z 
o. rr 
0."' J 
o.?.-
o.?~ 
I • I 1 
o.?? 
t.oJ 
I • o 4 
t'J.Q) 
0.8l 
OEI Til 
orc;.r: 
If 
189 
nr o r 
Xl'l'Y) 
<) ... ts"1.o o.~J'l~ 
'1.4 I'J'I?.J ?.~J~I 
" • J I 1 T 1 • 0 0 • 6 .1" J 
?.:! 1'372.3 "·"•Y•O 
?.4 IShl'l.~ 0.6)14 
?.1 ~~~,.o o.~1r1 
9. 4 I 'J6T.4 'lo6111 
q • ._, I :; 6 4 • J 0 • 1'1 J1 J 
., •• l ':iiS'5 .~ O.f't.tJT 
.,.~ I'JI'IJ.o o.6J'7~ 
? • " I '3 61 • 5 0. r, .. , 4 
?.1 1~1'11.T ?.~11T 
?.1 1~54,J O.f't4J4 
?.!J 1~'5?.r. n.tt411 
?.r. I'PlT.S O.f><t~ l 
9.') 1~'5,,1 O.f>110 q., I'J61.z ,.,_,.,,, 
9.4 l"\'t.1.9 O.ft::J'J4 
'" ~f-1. '" R 
XIOOO OE t:. C m: r: .C 
119.'] 
JIQ.6 
119.<) 
1 20.0 
17.'l •• 
170.? 
rzn.z 
1 20 .4 
1?'1." 
120.,., 
rzo.,., 
l (! r)., 
120.1'> 
J zn. r 
I?.O.T 
120.6 
I~ tJ • 4 
?.4 1'5'1'5 . 1\ 0 .(- ~6 
'l • 4 I 'J 1 Z • I 0 • 6 J.~ I 
?.] 1174.1) l).l't"lJJ 
? • J I 'l T 2 • .l 0. 1!1 J~ 0 
.,.4 1 -;~ ... o "·"J" 
q.4 1"\l't ... ~ 0.1!1~71 
'1 • 1 1 s ~ r • 4 o • 6 :31 n 
"·" ts,., •• J n.t-nJ 
<J.4 15cr.~.6 o.l\nr 
9. '5 I "liS] .I) t). 6 )?5 
?.4 t !i61.s o.~•oc 
'1. '} I 5 ~ 0. T 0 • 6 40 T 
9.4 1551.3 o.~•J• 
?.'5 l"\'59.~ o.r.•1z 
?.'5 15']7.'5 'l.l't42 1 
?."\ 1:11.,.1 o.r, 41t1 
9.4 1561.~ 0.6405 
? •• ,,,.,).? IJ.6)<) .. 
o.no 
'l.t!\ 
O • .J1 
o.-.;, 
o. r. 7 
o.n J 
I • I I 
•• ~ t 
1·"6 
2·05 
?. '5 
7.. z 1 
loJ7 
7.4!) 
z.~o 
z. , ') 
:J. 0 I 
o.oo 
n. 1 'l 
'). J, 
o. "\0 
1).'\7 
o.,:J 
I • t I 
'. (! l 
t.4('> 
(!.')"\ 
2. I '5 
2.25 l_.,, 
2 • .] 7 
~." ~ 
l.!io 
z.rn 
]. 01 
... ' . 
., 
~· ' 
~ 
' 
f 
• 
" 
• 
• 
p 
1) Pipe wall 
I 
'I 
1) Pipe wall 
190 
ELECTRON MICROPROBE RESULTS 
.. 
. ,. 
2) Deposit 3) Plastic 
f 
2) Deposit 3) Plasti c 
.A) Absorbed Electron Image 
This image was taken 
using inversed electron 
current. This is similar 
to the image produc€d below 
using back scattered elect-
rons. Contrast between the 
different areas clearly de-
fines the three regions. 
1) The Pipe Wall 
2) Fouling Deposit and 
3) Mounting Resin 
B) Secondary Electron Image 
Secondary electron image 
of the fouled tube sample. 
Note the lack of contrast 
between the three areas com-
pared to the absorbed elect-
ion image above. 
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C) X-Ray Intensity Distri-
bution 
X-ray Scan for Chromium 
over the deposit area.Image 
shows absence of Chromi urn in 
this particular location. 
D) X-Ray Line Scan 
Image is a multiple ex-
posure of line scans for Fe, 
Cr and fli across the three 
regions. Relative compos-
itions can be roughly deter-
mined. Note the smaller 
drop off for Fe going from 
metal to deposit than for .Cr 
and Ni. 
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E) X-Ray and Backscatter 
Line Scan 
This is a doubl e expos-
ure of the line scans ove r 
the same area as t he prev i ous 
image. The topog.raphy sca n 
i s a t ype of backsca tter 
irna ge where the s i gnal is 
dependent upon changes in 
topology. 
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100 f- (B) 
Particl e S ize Distribution on Camp 1 e t i on of Fot1lin q Run. 
. 
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-- -- ---SAMPLE Fe rric Oxide {Aqueous Suspen sion) 
ELECTROLYTE DISPERSANT 
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PARTICLE DIAMETER (MICRONS) 
Particle Size Di s tribution of Ferric Oxide in Fouling Fluid 
Sample During a Run. 
196 
